
   

            
 Purchasing Division 

ADDENDUM NO. 3 
 

DATE:  June 12, 2020 
FROM:  City of Grand Junction Purchasing Division 
TO:   All Offerors 
RE: Riverfront at Dos Rios Phase II Construction IFB-4799-20-DH 
 

Offerors responding to the above referenced solicitation are hereby instructed that the requirements 
have been clarified, modified, superseded and supplemented as to this date as hereinafter described. 
 

Please make note of the following clarifications: 
 

Question #1:  Can Duane include who has been pre-qualified as part of Addendum 3? 

 Answer #1: Yes. Please see the attached to-date pre-qualification list for the Riverfront at Dos Rios 
Phase 2 project. 

 

Question #2:  Bid documents state that the hours of operation are from 7am to 5pm, Monday through 
Friday. The pre-bid meeting agenda states that the hours of operation are from 8am to 5pm. Please 
clarify the hours of operation. 

 Answer #2: The hours of operation are from 8am to 5pm, Monday through Friday. 

 

Question #3:  What is the timeframe for XCEL energy to install the 230KV transmission towers. 

 Answer #3: The anticipated construction duration for the installation of the 230KV transmission 
towers is approximately 3 to 4 months. 

 

Question #4:  Is the $12.3M dollars, as stated in the daily sentinel, an actual estimate for the 
construction of the project? 

 Answer #4: NO. The amount mentioned in the paper is the limit that the City is willing to take out as 
bonds for funding the project. This amount is not what the Engineers estimate reflects. 

 

Question #5:  Is there any concern that the project won’t be funded? 
 

  Answer #5: No. However, this question was answered in Addendum #2. 
 

Question #6:  I would like to follow up in regards to the use of Wagners Fiberglass poles for the 
Riverfront at Dos Rios Project light poles after learning more from the pre bid meeting. 
  
I’ve been out to the site and seen the existing poles and I am very confident that the existing poles 
will blend with the proposed supply of poles well. There will be significant benefits in the use of 



   

fiberglass in safety and installation cost, and the purchase of the materials will be a significant cost 
saver for the city.  
Is there any chance the City of Grand Junction will reconsider the use of WCFT poles? 

 Answer #6: The City has reconsidered the use of WCFT poles. Please note that the City requires 
the light pole and luminaire as a combined price. No separate line items shall be made for the 
luminaire and the light poles.  

 

Question #7: Is there a line item for stockpiling any trash debris if encountered? 

Answer #7: Yes. Line item #98 (Debris Processing and Removal) addresses debris if encountered. If 
debris is encountered, it shall be screened to separate trash from soil, then stockpiled prior to hauling 
to landfill. Contractor must inform Project Manager if debris is encountered, prior to hauling to landfill.  

 

Question #8:  With addendum 3 being a fairly large addendum when it comes to changes, I would 
like to see if the bid date can be extended. Even though this is a unit price project, we would need to 
re-look our takeoffs and determine where these changes took place to ensure we provide a complete 
proposal to you. Also, can the NTP be delayed? 305 days is a tight schedule and it would be 
beneficial to have another month before NTP for pre-planning and setting the contract up. 

 Answer #8: The bid date shall not be extended. The NTP is not a set date. It is a to be determined 
date (TBD), that is dependent on the contract documents, bonding and insurance issuance. Once the 
NTP is issued, the 305-day construction clock begins.  

 

Question #9:  Page 47- 8” SWR pipe, what are the ends to be…caps, it shows open? 
  
Item #27 6” GV- bid has 16, plans have 17. 
Item #28 8” GV- bid has 22, plans have 20. 
Item #33 8” 22ell- bid has 10, plans have 9. 
Item #34 8” 45ell- bid has 8, plans have 10, includes 2 vert as shown on page 98. 
Item #37 8x6 red- bid has 4, plans have 3. Also, page 20 shows existing as 4” AC, so reducer would 
be 8x4? 

 Answer #9: On Page 47, the SWR pipe ends in question are to be capped. 

Item #27 (6” Gate Valve) has been updated within the Bid Schedule 

Item #28 (8” Gate Valve) has been updated within the Bid Schedule. 

Item #33 (8” 22° Elbow) has been updated within the Bid Schedule. 

Item #34 (8” 45° Elbow) has been updated within the Bid Schedule. The number of 
elbows is actually 9. 

Item #37 (8”x6” Reducer) has been updated within the Bid Schedule. 

 

Question #10:  A site furnishings vendor was putting together pricing for Dos Rios and asked me 
about the picnic tables and trash receptacles that are on the bid schedule, but they are not specified, 
and not on our plans so I told her I can ask that it be clarified by the City for an upcoming Addenda. 

 Answer #10:  



   

Picnic Tables shall be as follows: (G R Marolt & Associates LLC) 

(2)Each: (TRT08-C-01-002) - (Tcoat 8’ Rectangular Portable Table – Accessible Alt – Expanded 
Metal – Industry Standard Coating – Brown Seat/Top-Black Frame) 

(6)Each: (TRT08-C-01-000) - (Tcoat 8’ Rectangular Portable Table – Expanded Metal – Industry 
Standard Coating – Brown Seat/Top-Black Frame) 

 

Trash Receptacles will be as follows: (RJ Thomas Mfg Co Inc) 

(5)Each: (CK-5) - CABLE KIT 3’ PLSTC COATED / W/ 2-3/32” COMPRESSION  

(5)Each: (CN-R/DW-32) - TRASH RECEPTABLE ROUND 32 GAL / BROWN THRM CT 

(5)Each: (CN/B-1827) - CAN LINER 36 GAL HEAVY DUTY / RIGID PLSTC 

(5)Each: (T/CB-2410R) - CAN LID 24” W/10” HOLE & RAIN / COVER BLACK PWD CT   

 

Question #11:  Would it be possible to change the potholing item from a Lump Sum to Hour? 

 Answer #11: The potholing line item will remain as a lump sum paid item. 

 

Question #12:  Normally the truck apron at the roundabout is colored concrete but this is not 
indicated in the documents. Is color required? If so, please provide the name / number of desired 
color. 

 Answer #12: Yes. The concrete shall be (Davis Colors Sunset Rose). The Bid Schedule has been 
updated to reflect the required color for the concrete apron. 

 

Question #13:  Are the tie bars at the 10” paving longitudinal contraction joints required to be epoxy 
coated? 

 Answer #13: Yes. All tie bars shall be epoxy coated. 

 

Question #14:  According to page C-29 of the City Standards, the table for smooth dowels only goes 
up to 8” slab thickness.  What is the dowel size for 10” thick pavement?  Are these dowels to be 
epoxy coated? 

 Answer #14: The dowel size for the 10” thick pavement shall be 1.25” in diameter. All dowels and tie 
bars shall be epoxy coated. Please note the reference to follow the most current version of CDOT 
Standard Specifications for Road and Bridge unless specified otherwise by the City of Grand Junction 
Standard Specifications for Road and Bridge Construction, or as specified in the Special Provisions of 
the project bid documents.  

 

Question #15:  Based on the bid schedule quantity, item 158 includes the roundabout and the 
approach lanes.  Is there any other 10” paving on the project that is included under this item? 

 Answer #15: No. 

Question #16:  The documents do not provide a detail for the transition between the roundabout 
paving and the truck apron.  Should we consider this a construction joint or an isolation joint? 



   

 Answer #16: The Contractor should consider the transition between the roundabout paving and 
truck apron as a construction joint. 

 

Question #17:  Can the City provide CAD files for us to verify earthwork? 

 Answer #17: If requested, the City will provide the necessary CAD files to the Contractor after the 
project is awarded. 

 

Question #18:  What are removal/demo limits of the high voltage pole foundations? Any details of 
existing available? 

 Answer #18: In addition to the construction notes that are listed on the Construction Plans, the 
Contractor shall remove the foundation base to ensure the top of the foundation is no less than 2-ft 
below the proposed sub-grade elevation. 

The City has been informed that there are no As-Builts available for the transmission towers that are 
to be removed.  

 

Question #19:  Does the concrete/asphalt removal quantities take into account utility installations? 

 Answer #19: Yes. Any connections to existing utilities is included within the limits of the concrete or 
asphalt to be removed. 

 

Question #20:  Does item #20 (48” VF Barrel MH) account for the adjustments as well? 

 Answer #20: No. These are separate items. Item #20 refers only to proposed manholes, with the 
unit as vertical feet that exceed 5 feet in depth. Item #22 pertains to the rim adjustment of existing 
manholes to finished grade. 

 

Question #21:  Storm Manhole #70 48” Manhole shows 15” RCP as the outlet pipe on plan view, 
profile is showing 12” RCP. Please verify. 
 

 Answer #21: The As-Built survey shows the pipe diameter to be 15-inches.  

Question #22:  The granular stabilization item includes the excavation and hauling off of the material 
as incidental.  Should this material be stockpiled onsite? 
 
Answer #22: Stockpiling of the spoils material shall be determined on a case by case scenario. 
Contractor to coordinate with Project Engineer when encountering unsuitable material, prior to 
hauling away. 

CLARIFICATIONS: 

1. The Construction plans for the Colorado River Bank Stabilization were actually included in the 
original bid solicitation package. They are not included as an item in addendum #3. 
 

2. The XCEL distribution plans are not included in addendum #3. They will be included in a 
forthcoming addendum. 
 

3. Please see the attached revised Bid Schedule, reflecting the clarifications to the questions 
from addendum #3.  Contractor’s shall utilize this Addendum 3 Price Bid Schedule when 



   

submitting their bid responses.  For your convenience, it has been made into a pdf fillable 
form. 
 

4. Please see attached the revised site lighting plans. 
 

5. Please see attached the right-of-way landscaping and Irrigation plans. 
 

6. Please see attached the Dos Rios Park restroom / shelter construction plans. 
 

7. Please see attached the Dos Rios Park small shelter plans. 
 

8. Please see attached the Revised Composite Utility Plan set, reflecting the updated 6” irrigation 
sleeves. 

 

23.  For further clarification pertaining to Question #2 for Addendum #2, a Contractor’s License must 
be obtained for projects that require it.  It is the responsibility of the Contractor to verify if a 
Contractor’s License is needed for this, or any other, City Project by contacting the Mesa County 
Building Department (MCBD).  MCBD will provide determination of whether or not a City of Grand 
Junction Contractor’s License is required. 
 

24.  The following companies have been approved or are in review: 
 

Pre-Qualification 
Approved/Not 

Approved

Approved

Approved

Approved

Approved

Approved

Approved

Under Review

Under Review

Under Review

Under ReviewMM Skyline Contracting, Inc. Grand Junction, CO John Chutka 970-434-9121 jchutka@skyconinc.com

Oldcastle SW Group Inc., dba 
United Companies Grand Junction, CO Jacob Davis 970-243-4900 jacob.davis@unitedco.com

Milestone Companies, LLC Keenesburg, CO Nick LaBorde 720-729-3170 nlaborde@milestoneco.us

Scott Contracting, Inc. Centennial, CO Kym Johnson 720-889-4403 kymjohnson@scottcontracting.com

CON-SY, Inc. Grand Junction, CO Carie Slape 970-549-1270 consyinc@aol.com

FCI Constructors, Inc. Grand Junction, CO Brian Young 970-434-9093 byoung@fciol.com

American Civil Constructors/    
AAC Mountain West Littleton, CO Jody Randall 303-730-4504 jrandall@accbuilt.com

M.A. Concrete Construction Grand Junction, CO Jeff Nimon 970-243-3221 maconcretenimon@bresnan.net

ESCO Constructin Co. Evergreen, CO Shelly McCarron 303-674-3385 smccarron@escomailbox.com

Johnson Construction, Inc. Rifle, CO Rob Bercher 970-625-2251 rob@johnconinc.com

Company Name Location Name Phone E-Mail

 
 

This list will be updated in the next addendum. 
 

 
The original solicitation for the project noted above is amended as noted.  
 
All other conditions of subject remain the same. 
 
Respectfully, 

 
Duane Hoff Jr., Senior Buyer 
City of Grand Junction, Colorado 



Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

1 626 Mobilization 1. Lump Sum $ ____________ $ ____________

2 626 Construction Surveying 1. Lump Sum $ ____________ $ ____________

3 620 Sanitary Facility 1. EA $ ____________ $ ____________

4 209 Dust Abatement 500. DAYS $ ____________ $ ____________

5 208 Stabilized Construction Entrance 5. EA $ ____________ $ ____________

6 208 Erosion Control (Complete in Place) 1. Lump Sum $ ____________ $ ____________

7 Potholing 1. Lump Sum $ ____________ $ ____________

8 108.2 4" Sewer Service Pipe (SDR 35) 786. LF $ ____________ $ ____________

9 108.2 6" Sewer Service Pipe (SDR 35) 93. LF $ ____________ $ ____________

10 108.2 8" Gravity Sewer Pipe (SDR 35) 1,682. LF $ ____________ $ ____________

11 108.2 Import Trench Backfill 4,000. CY $ ____________ $ ____________

12 108.3 4" Sewer Service Tap to Existing Main 18. EA $ ____________ $ ____________

13 108.3 4" Sewer Service Tap to New Main 8. EA $ ____________ $ ____________

14 108.3 8" End Cap/Plug Sewer 1. EA $ ____________ $ ____________

15 108.3 Sanitary Sewer Cleanout (2-way) to 
Include Appurtenances per City Standard 
Detail SS-07.

26. EA $ ____________ $ ____________

16 108.5 Sanitary Sewer Basic Manhole Placed on 
Existing Line (60" I.D.) (Complete in 
Place).

2. EA $ ____________ $ ____________

17 108.5 Sanitary Sewer Basic Manhole Placed on 
Existing Line (48" I.D.) (Complete in 
Place).

1. EA $ ____________ $ ____________

18 108.5 Sanitary Sewer Basic Manhole (48" I.D.) 
(Complete in Place).

12. EA $ ____________ $ ____________

19 108.5 Sanitary Manhole Barrel Section (D>5') 
(60" I.D.).

6. VLF $ ____________ $ ____________

20 108.5 Sanitary Manhole Barrel Section (D>5') 
(48" I.D.).

33.6 VLF $ ____________ $ ____________

21 108.5 Connect to Existing Manhole or Sewer 
Main

3. EA $ ____________ $ ____________

22 210 Adjust Sewer Manhole to Finished Grade. 15. EA $ ____________ $ ____________

23 104.4 Fully Encased Sewer in Concrete per City 
Standard Detail GU-04. See Plan Sheet 6.

11. EA $ ____________ $ ____________

24 104.4 Cap Top Half of Sewer in Concrete per 
City Standard Detail GU-04.

12. EA $ ____________ $ ____________

25 108.2 6" Water Pipe (C-900 PVC). 632. LF $ ____________ $ ____________

26 108.2 8" Water Pipe (C-900 PVC). 5,230. LF $ ____________ $ ____________

27 108.3 6" Gate Valve 17. EA $ ____________ $ ____________

28 108.3 8" Gate Valve 22. EA $ ____________ $ ____________

29 108.3 8" X 6" Tee 14. EA $ ____________ $ ____________

30 108.3 8" X 8" Tee 5. EA $ ____________ $ ____________

31 108.3 8" X 6" Cross 1. EA $ ____________ $ ____________

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

BF-2 (1 of 10)



Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

32 108.3 8" Cross 1. EA $ ____________ $ ____________

33 108.3 8", 22.5° Elbow 10. EA $ ____________ $ ____________

34 108.3 8", 45° Elbow 9. EA $ ____________ $ ____________

35 108.3 8", 11.25° Elbow 14. EA $ ____________ $ ____________

36 108.3 6", 45° Elbow 3. EA $ ____________ $ ____________

37 108.3 8" X 6" Reducer 4. EA $ ____________ $ ____________

38 108.3 8" X 4" Reducer 1. EA $ ____________ $ ____________

39 108.3 6" End Cap/Plug Water 4. EA $ ____________ $ ____________

40 108.3 Fire Hydrant Assembly 12. EA $ ____________ $ ____________

41 108.3 1" Tapping Saddle 27. EA $ ____________ $ ____________

42 108.3 1" Corporation Stop 27. EA $ ____________ $ ____________

43 108.3 Potable Water - 8" Tapping Sleeve 1. EA $ ____________ $ ____________

44 108.4 Water Service Line (1") (Type K Copper) 1,130. LF $ ____________ $ ____________

45 108.4 1" Water Service Assembly 27. EA $ ____________ $ ____________

46 202 Remove Water Valve 3. EA $ ____________ $ ____________

47 202 Remove Fire Hydrant 1. EA $ ____________ $ ____________

48 202 Abandon Water Valve 2. EA $ ____________ $ ____________

49 202 Abandon Water Pipe (Plug Remaining 
Ends with Concrete).

4. EA $ ____________ $ ____________

50 202 Remove Water Meter 2. EA $ ____________ $ ____________

51 210 Adjust Water Valve to Finished Grade 4. EA $ ____________ $ ____________

52 210 Adjust Water Meter to Finished Grade 2. EA $ ____________ $ ____________

53 210 Adjust Fire Hydrant to Finished Grade 1. EA $ ____________ $ ____________

54 108.2 Storm Drain Pipe - 72" x 24" Concrete Box 
Culvert

557. LF $ ____________ $ ____________

55 108.2 Storm Drain Pipe - 29" x 18" Concrete 
Horizontal Elliptical Arch Pipe.

895. LF $ ____________ $ ____________

56 108.2 Storm Drain Pipe - 48" Concrete Pipe 50. LF $ ____________ $ ____________

57 108.2 Storm Drain Pipe - 42" Concrete Pipe 363. LF $ ____________ $ ____________

58 108.2 Storm Drain Pipe - 36" Concrete Pipe 1,092. LF $ ____________ $ ____________

59 108.2 Storm Drain Pipe - 24" Concrete Pipe 853. LF $ ____________ $ ____________

60 108.2 Storm Drain Pipe - 18" Concrete Pipe 2,252. LF $ ____________ $ ____________

61 108.2 Storm Drain Pipe - 12" Concrete Pipe 703. LF $ ____________ $ ____________

62 108.2 Storm Drain Pipe - 8" PVC Pipe (C-900) 68. LF $ ____________ $ ____________

63 108.5 Storm Drain Manhole (48" I.D.) 6. EA $ ____________ $ ____________

64 108.5 Storm Drain Manhole (60" I.D.) 4. EA $ ____________ $ ____________

65 108.5 Storm Drain Manhole (60" I.D.) with Flat 
Top Lid

5. EA $ ____________ $ ____________

66 108.5 Storm Drain Manhole (72" I.D.) 1. EA $ ____________ $ ____________
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Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

67 108.6 Storm Drain - Outlet Structure - See 
"Water Quality Outlet Structure" to Include 
All Appurtenances (Complete in Place).

1. EA $ ____________ $ ____________

68 108.6 Storm Drain Inlet with Vertical Curb 
Opening (24" x 36")

20. EA $ ____________ $ ____________

69 108.6 Storm Drain Inlet with Drive Over Curb 
Opening (24" x 36")

2. EA $ ____________ $ ____________

70 108.6 Storm Drain - Large Area Inlet (24" x 36") 14. EA $ ____________ $ ____________

71 108.5 Storm Drain - Concrete Headwall (8'-9" 
wide x 9'-10" height) per CDOT M&S 
Standard Plan M-601-10 and 48" Flap 

1. EA $ ____________ $ ____________

72 108.5 Storm Drain - Conflict Structure 1. EA $ ____________ $ ____________

73 108.5 Storm Drain - Access Manhole 3. EA $ ____________ $ ____________

74 108.5 Storm Drain - Access Inlet (24" x 36" I.D.) 
Vertical Curb Opening

1. EA $ ____________ $ ____________

75 108.6 Storm Drain - Access Inlet (24" x 36" I.D.) 
Area Inlet Opening

1. EA $ ____________ $ ____________

76 108.6 Storm Drain - 42" x 48" Tee Manhole 2. EA $ ____________ $ ____________

77 108.6 Storm Drain - 42" x 48" x 36" Tee Manhole 1. EA $ ____________ $ ____________

78 108.5 Storm Drain - 36" x (24" x 36" Box Leg) 
Tee Inlet Area Inlet Frame and Grate (24" 
x 36" Opening)

1. EA $ ____________ $ ____________

79 108.5 Storm Drain - 72" x 24" Prefabricated Pipe 
Elbow

2. EA $ ____________ $ ____________

80 108.5 Storm Drain - Inlet Over MH (Vertical Curb 
Opening) (24" x 36" I.D.)

2. EA $ ____________ $ ____________

81 108.5 Storm Drain - Inlet Over MH (Large Area 
Inlet Opening) (24" x 36" I.D.)

4. EA $ ____________ $ ____________

82 108.5 Storm Drain - Prefab Pipe Transition per 
Plan

1. EA $ ____________ $ ____________

83 108.6 Storm Drain - Manhole Barrel Section 
(D>5')(72" I.D.)

5.1 VLF $ ____________ $ ____________

84 108.5 Storm Drain - Manhole Barrel Section 
(D>5')(60" I.D.)

2.2 VLF $ ____________ $ ____________

85 108.5 Storm Drain - Manhole Barrel Section 
(D>5')(48" I.D.)

5.23 VLF $ ____________ $ ____________

86 108.5 Core and Connect New 18" Storm Pipe to 
New Box Culvert

4. EA $ ____________ $ ____________

87 108.7 Granular Stabilization Material (Type B) 2,300. TON $ ____________ $ ____________

88 202 Remove Storm Drain Inlet 1. EA $ ____________ $ ____________

89 202 Remove 15" Flared End Section 1. EA $ ____________ $ ____________

90 202 Remove 15" Storm Pipe 90. LF $ ____________ $ ____________

91 202 Abandon Storm Pipe 1. EA $ ____________ $ ____________

92 210 Reset Storm Drain Inlet D1-252-099 1. EA $ ____________ $ ____________
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Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

93 210 Connect to and Adjust to Finished Grade 
Storm MH C4-252-017

1. EA $ ____________ $ ____________

94 210 Adjust Storm Manhole to Finished Grade 1. EA $ ____________ $ ____________

95 420 Geosynthetics - Mirifi RS580i or Approved 
Equal

5,600. SY $ ____________ $ ____________

96 506 Riprap (d50=12" to Include Geogrid) 40. SY $ ____________ $ ____________

97 203 Unclassified Excavation 43,790. CY $ ____________ $ ____________

98 203 Unclassified Embankment 67,341. CY $ ____________ $ ____________

99 203 Debris Processing and Removal 12,000. CY $ ____________ $ ____________

100 203 Colorado River Bank Stabilization 900. LF $ ____________ $ ____________

101 203 Import and Place Clean Fill 43,753. CY $ ____________ $ ____________

102 210 Adjust Pull Box to Finished Grade 9. EA $ ____________ $ ____________

103 210 Adjust Light Pole and Foundation to 
Finished Grade

2. EA $ ____________ $ ____________

104 613 Joint Trench with Broad Band (Site 
Electrical - Street LT Circuits (2)-2" 
Schedule 80 PVC conduit). Refer to Utility 
Trench Detail

32,600. LF $ ____________ $ ____________

105 613 Joint Trench with Site Electrical (Broad 
Band (3)-2" Schedule 80 PVC conduit). 
Refer to Utility Trench Detail

48,900. LF $ ____________ $ ____________

106 613 Joint Trench with XCEL Energy and 
Charter who provides and places their 
materials (Century Link - 4" Schedule 80 
PVC conduit). Refer to Utility Trench Detail

16,300. LF $ ____________ $ ____________

107 613 Joint Trench with XCEL Energy and 
Charter who provides and places their 
materials (Century Link - 2" Schedule 80 
PVC conduit). Refer to Utility Trench Detail

16,300. LF $ ____________ $ ____________

108 613 Large Splice Box (Quasite) ( 3' - 2 5/8" x 2'-
2") Broadband Logo.

32. EA $ ____________ $ ____________

109 613 Splice Box (Provided by Others - Century 
Link)

20. EA $ ____________ $ ____________

110 613 Type One Pull Box 211. EA $ ____________ $ ____________

111 Elec Wiring (LCBP x1.74) 1. Lump Sum $ ____________ $ ____________

112 Elec Light Standard and Luminaire (Pedestrian) 176. EA $ ____________ $ ____________

113 Elec Light Standard and Luminaire (Street) 15. EA $ ____________ $ ____________

114 Elec Light Standard Foundation (Pedestrian) 176. EA $ ____________ $ ____________

115 Elec Light Standard Foundation (Street) 15. EA $ ____________ $ ____________

116 Elec Lighting Control Center PWR Pedestal 
(Special) (LCBP x1.74)

5. EA $ ____________ $ ____________

117 202 Remove Asphalt Mat 11,800. SY $ ____________ $ ____________

118 202 Remove Concrete 400. SY $ ____________ $ ____________
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Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

119 202 Romove Ground Sign 10. EA $ ____________ $ ____________

120 202 Remove High Voltage Overhead Power 
Pole Foundations

2. EA $ ____________ $ ____________

121 202 Remove Tree 10. EA $ ____________ $ ____________

122 202 Remove Property Pin (No Reference or 
Reset)

4. EA $ ____________ $ ____________

123 202 Remove Fencing (Includes All Gates and 
Associated Appurtenances.)

2,000. LF $ ____________ $ ____________

124 202 Remove Mail Box 1. EA $ ____________ $ ____________

125 202 Clearing and Grubbing 1. Lump Sum $ ____________ $ ____________

126 210 Reference/Reset Survey Monument 6. EA $ ____________ $ ____________

127 210 Reset Ground Sign 2. EA $ ____________ $ ____________

128 304 Aggregate Base Course (Class 6) (4" 
Thick)(Co. River Trail Shoulder)

1,015. SY $ ____________ $ ____________

129 304 Subgrade Stabilization - Aggregate Base 
Course (Class 3)(12" Thick)

5,600. SY $ ____________ $ ____________

130 304 Aggregate Base Course (Class 6) (13" 
Thick)

18,200. SY $ ____________ $ ____________

131 304 Aggregate Base Course (Class 6) (6" 
Thick)

30. SY $ ____________ $ ____________

132 306 Reconditioning (12" Deep) 25,000. SY $ ____________ $ ____________

133 401 Hot Mix Asphalt (5" Thick) (Grading SX 75, 
Binder Grade 64-22) (Roadways)

5,000. TON $ ____________ $ ____________

134 401 Hot Mix Asphalt (3" Thick) (Grading SX 75, 
Binder Grade 64-22) (Driveways)

5. TON $ ____________ $ ____________

135 627 Preformed Thermoplastic Pavement 
Marking (Handicap Symbol)

4. EA $ ____________ $ ____________

136 627 Preformed Thermoplastic Pavement 
Marking (X-walk) (2' x 10' TYP.)

131. EA $ ____________ $ ____________

137 627 Preformed Thermoplastic Pavement 
Marking (8" White Dotted Line, 2' 
Segment, 3' Gap)

100. LF $ ____________ $ ____________

138 627 Preformed Thermoplastic Pavement 
Marking (4" White Solid)

2,750. LF $ ____________ $ ____________

139 627 Preformed Thermoplastic Pavement 
Marking (2' White Solid)

170. LF $ ____________ $ ____________

140 630 Traffic Control (Complete In Place) 1. Lump Sum $ ____________ $ ____________

141 630 Trafic Control Plan 1. Lump Sum $ ____________ $ ____________

142 202 Remove Asphalt Mat 40. SY $ ____________ $ ____________

143 202 Remove Concrete 313. SY $ ____________ $ ____________

144 202 Remove Pull Box 2. EA $ ____________ $ ____________

145 202 Remove Concrete Pole Box 3. EA $ ____________ $ ____________

146 202 Remove Tree 7. EA $ ____________ $ ____________
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Item 
No.

CDOT, City 
Ref. Description Quantity Units Unit  Price Total Price

Bid Schedule: 2019 Riverfront at Dos Rios (PH2)
Contractor:________________________________________________________

147 203 Unclassified Excavation 437. CY $ ____________ $ ____________

148 208 Erosion Control (Complete in Place) 1. Lump Sum $ ____________ $ ____________

149 304 Aggregate Base Course (Class 6) (8" 
Thick) (Left Turn Lane)

565. SY $ ____________ $ ____________

150 401 Hot Mix Asphalt (6" Thick) (Grading SX, 
Binder Grade 64-22) (Left Turn Lane)

187. TON $ ____________ $ ____________

151 608 Concrete Bullnose End Section (8" Thick) 
to include 6" of Class 6 Aggregate Base 
Course

5. SY $ ____________ $ ____________

152 608 Concrete Curb and Spill Gutter (1.5' Wide) 
to include 6" of Class 6 Aggregate Base 
Course.

320. LF $ ____________ $ ____________

153 608 Concrete Median Edging (2' Wide) 
(Colored Concrete) (Davis Colors Sunset 
Rose) to include 6" of Class 6 Aggregate 
Base Course

40. LF $ ____________ $ ____________

154 608 Concrete Cover Material (Colored 
Concrete) (Davis Colors Sunset Rose) (4" 
Thick) to include 6" of Class 6 Aggregate 
Base Course

185. SY $ ____________ $ ____________

155 627 Preformed Thermoplastic Pavement 
Marking (Left Turn Symbol)

2. EA $ ____________ $ ____________

156 630 Traffic Control (Complete In Place) 1. Lump Sum $ ____________ $ ____________

157 630 Traffic Control Plan 1. Lump Sum $ ____________ $ ____________

158 SP Safe Hit Flexible Delineator (SH248GP3--
WS 09) to include 4" PVC Sleeve

2. EA $ ____________ $ ____________

159 608 Concrete Pavement (Roundabout) (10" 
Thick) to include 6" Class 6 Aggregate 
Base Course

1,415. SY $ ____________ $ ____________

160 608 Concrete Curb and Spill Gutter (1.5' Wide) 
to include 6" of Class 6 Aggregate Base 
Course.

1,705. LF $ ____________ $ ____________

161 608 Concrete Truck Apron (Roundabout) (10" 
Thick) to include 6" of Class 6 Aggregate 
Base Course

310. SY $ ____________ $ ____________

162 608 Concrete Curb (6" Wide) (6" High) to 
include 6" of Class 6 Aggregate Base 
Course.

975. LF $ ____________ $ ____________

163 608 Concrete Curb and Gutter (2' Wide) (Both 
Collector and Spill Gutters) to include 6" of 
Class 6 Aggregate Base Course.

9,500. LF $ ____________ $ ____________

164 608 Concrete Drive-Over Curb and Gutter both 
3' and 3.5' Wide and Both Collector and 
Spill Gutter to include 6" of Class 6 
Aggregate Base Course.

1,075. LF $ ____________ $ ____________
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165 608 Concrete Sidewalk (6" Thick) to include 6" 
of Class 6 Aggregate Base Course

13,875. SY $ ____________ $ ____________

166 608 Concrete Pavement (Parking & Plain Color 
Paving Bike Park Plaza) (8" Thick) to 
include 6" of Class 6 Aggregate Base 
Course.

4,725. SY $ ____________ $ ____________

167 608 Concrete Sculpture Pad (Bike Park Plaza) 
(8" Thick) to include 6" of Class 6 
Aggregate Base Course and 
Reinforcement as Specified.

20. SY $ ____________ $ ____________

168 608 Concrete Pavement Band (Bike Park 
Plaza) (8" Thick) (Color Landscape per 
Landscape Plans) to include 6" of Class 6 
Aggregate Base Course.

80. SY $ ____________ $ ____________

169 608 Concrete Drainage Pan (3' Wide) to 
include 6" of Class 6 Aggregate Base 

307. LF $ ____________ $ ____________

170 608 Concrete Drainage Pan (6' Wide) to 
include 6" of Class 6 Aggregate Base 

27. LF $ ____________ $ ____________

171 608 Concrete Intersection Corner (8" Thick) to 
include 6" of Class 6 Aggregate Base 
Course. Includes All Items Labeled as 
Concrete Bullnose End Section and 
Concrete Corner Fillet on the Plans.

85. SY $ ____________ $ ____________

172 608 Concrete Curb Ramp to include 6" of Class 
6 Aggregate Base Course.

600. SY $ ____________ $ ____________

173 608 Concrete Driveway Section (8" Thick) 
(Commercial) to include 6" Class 6 
Aggregate Base Course.

190. SY $ ____________ $ ____________

174 608 Detectable Warning (Cast Iron, Wet Set 
(2'x2')

150. EA $ ____________ $ ____________

175 RAW 108.2 4" Raw Water Pipe (C-900 PVC) 255. LF $ ____________ $ ____________

176 RAW 108.2 8" Raw Water Pipe (C-900 PVC) 2,585. LF $ ____________ $ ____________

177 RAW 108.2 10" Raw Water Pipe (C-900 PVC) 2,500. LF $ ____________ $ ____________

178 RAW 108.3 Raw Water - 4" Gate Valve 5. EA $ ____________ $ ____________

179 RAW 108.3 Raw Water - 8" Butterfly Valve 7. EA $ ____________ $ ____________

180 RAW 108.3 Raw Water - 10" Butterfly Valve 3. EA $ ____________ $ ____________

181 RAW 108.3 Raw Water - Combination Air Valve and 
Vault Assembly. Complete in Place

8. EA $ ____________ $ ____________

182 RAW 108.3 Raw Water - 8" x 4" Tee 3. EA $ ____________ $ ____________

183 RAW 108.3 Raw Water - 8" x 8" Tee 2. EA $ ____________ $ ____________

184 RAW 108.3 Raw Water - 8" Cross 1. EA $ ____________ $ ____________

185 RAW 108.3 Raw Water - 10" x 4" Tee 2. EA $ ____________ $ ____________

186 RAW 108.3 Raw Water - 10" x 10" Tee 1. EA $ ____________ $ ____________

187 RAW 108.3 Raw Water - 4", 11.25° Elbow 5. EA $ ____________ $ ____________
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188 RAW 108.3 Raw Water - 4", 22.5° Elbow 5. EA $ ____________ $ ____________

189 RAW 108.3 Raw Water - 8", 11.25° Elbow 6. EA $ ____________ $ ____________

190 RAW 108.3 Raw Water - 8", 22.5° Elbow 14. EA $ ____________ $ ____________

191 RAW 108.3 Raw Water - 8", 45° Elbow 10. EA $ ____________ $ ____________

192 RAW 108.3 Raw Water - 8", 90° Elbow 1. EA $ ____________ $ ____________

193 RAW 108.3 Raw Water - 10", 11.25° Elbow 11. EA $ ____________ $ ____________

194 RAW 108.3 Raw Water - 10", 22.5° Elbow 16. EA $ ____________ $ ____________

195 RAW 108.3 Raw Water - 10", 45° Elbow 6. EA $ ____________ $ ____________

196 RAW 108.3 Raw Water - 8" x 4" Reducer 4. EA $ ____________ $ ____________

197 RAW 108.3 Raw Water - 10" x 8" Reducer 1. EA $ ____________ $ ____________

198 RAW 108.3 Raw Water - 10" x 4" Reducer 1. EA $ ____________ $ ____________

199 RAW 108.3 Raw Water - 8" End Cap/Plug 1. EA $ ____________ $ ____________

200 RAW 108.3 Raw Water - 4" End Cap/Plug 10. EA $ ____________ $ ____________

201 RAW 202 Remove Raw Water Blow off Assembly 1. EA $ ____________ $ ____________

202 LSC in ROW Soil Amendment, Delivered, Tilled, Spread 41,265. SF $ ____________ $ ____________

203 LSC in ROW Shrub Bed - Fine Grade, Rock Mulch 41,265. SF $ ____________ $ ____________

204 LSC in ROW Riparian Restoration 108,900. SF $ ____________ $ ____________

205 LSC in ROW Irrigation System 1. Lump Sum $ ____________ $ ____________

206 LSC in ROW Trees, 2" Deciduous 70. EA $ ____________ $ ____________

207 LSC in ROW Trees, 1-1/2" Deciduous 66. EA $ ____________ $ ____________

208 LSC in ROW Shrubs 1,021. EA $ ____________ $ ____________

209 LSC in ROW Perennials 45. EA $ ____________ $ ____________

210 LSC in ROW Boulders, 3'X2' 43. EA $ ____________ $ ____________

211 LSC in ROW Additional Sleeving - 6" PVC CL 200 1,700. LF $ ____________ $ ____________

212 LSC in Park Restroom Shelter 1. EA $ ____________ $ ____________

213 LSC in Park Small Shelters 1. Lump Sum $ ____________ $ ____________

214 LSC in Park Modular Block Walls (Versa-Lok)(Park 
Plaza Amphitheater)

424. FF $ ____________ $ ____________

215 LSC in Park Concrete Landscape Edger 45. LF $ ____________ $ ____________

216 LSC in Park Play Area Barrier Curb 290. LF $ ____________ $ ____________

217 LSC in Park Engineered Wood Fiber Play Material 319. CY $ ____________ $ ____________

218 LSC in Park Play Area ADA Ramp 2. EA $ ____________ $ ____________

219 LSC in Park Concrete Stain Treatment 741. SF $ ____________ $ ____________

220 LSC in Park Benches 10. EA $ ____________ $ ____________

221 LSC in Park Bike Racks - (Inverted "U") Style 5. EA $ ____________ $ ____________

222 LSC in Park Trees, 2" Deciduous 58. EA $ ____________ $ ____________

223 LSC in Park Trees, 1-1/2" Deciduous 5. EA $ ____________ $ ____________

224 LSC in Park Shrubs 128. EA $ ____________ $ ____________

225 LSC in Park Perennials 24. EA $ ____________ $ ____________

226 LSC in Park Boulders, 3' x 2' 10. EA $ ____________ $ ____________
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227 LSC in Park Boulders, 3' x 5' 14. EA $ ____________ $ ____________

228 LSC in Park Lawn Fine Grade, Seed 45,683. SF $ ____________ $ ____________

229 LSC in Park Irrigation System 1. Lump Sum $ ____________ $ ____________

230 LSC in Park Soil Amendment, Delivered, Tilled, Spread 50,383. SF $ ____________ $ ____________

231 LSC in Park Shrub Bed - Fine Grade, Rock Mulch 4,700. SF $ ____________ $ ____________

232 LSC Bike Prk Lawn Fine Grade, Seed 25,500. SF $ ____________ $ ____________

233 LSC Bike Prk Lawn Irrigation 25,500. SF $ ____________ $ ____________

234 LSC Bike Prk Irrigation Controls 1. Lump Sum $ ____________ $ ____________

235 LSC Bike Prk Soil Amendment, Delivered, Tilled, Spread 25,000. SF $ ____________ $ ____________

236 LSC Bike Prk Split 2-Rail Fence, Cedar, Not incl. Future 
Track or Pump Park

965. LF $ ____________ $ ____________

237 LSC Bike Prk Concrete Landscape Edger, Not incl. 
Future Track or Pump Park

968. LF $ ____________ $ ____________

238 LSC Bike Prk Trees, 2" Deciduous 26. EA $ ____________ $ ____________

239 LSC Bike Prk Trees, 1-1/2" Deciduous 8. EA $ ____________ $ ____________

240 LSC Bike Prk Rock Type 1 (Smaller), not incl. Future 
Track or Pump Park, no Fabric or Soil 
Prep

11,291. SF $ ____________ $ ____________

241 LSC Bike Prk Rock Type 2 (Larger), not incl. Future 
Track or Pump Park, no Fabric or Soil 
Prep

17,106. SF $ ____________ $ ____________

242 Amenities Trash Recepticals 5. EA $ ____________ $ ____________

243 Amenities Drinking Fountains 1. EA $ ____________ $ ____________

244 Amenities Concrete for Bike/Racks Bollards (8 ft x 8 
ft)

5. EA $ ____________ $ ____________

245 Amenities Picnic Tables Associated with 
Restrooms/Shelters

8. EA $ ____________ $ ____________

MCR  Minor Contract Revisions  - - -  - - -      - - -     320,000.00$       

DISC X.XX% Discount For Prompt Payment (X-
Days)

 - - -  - - -      - - -     

Bid Amount: $

Bid Amount:
 dollars
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RE: SPEC.

3" MINIMUM DIA. HORIZONTAL PVC PIPE 
IN "H" SHAPE @ 1'-0" INSIDE THE 

EXTERIOR FOUNDATION WALLS IN 
GRAVEL UNDER THE SLAB. THIS PIPE 

SHALL BE PERFORATED. AVOILD 
PLUMBING LINES UNDER SLAB.

3" MINIMUM DIA. VERTICAL PVC PIPE -
EXTEND 2'-0" ABOVE ROOF MINIMUM. 

PROVIDE CAP WITH WIND VANE, ETC. TO 
PROMOTE AIR MOVEMENT VERTICALLY 

THRU THE PIPE. RE: A5/AE301
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Total Interior Floor Area:____________________C:

B.      Type of Construction  (circle one):

Guildelines

ADA Accessibility

Building Conservation

Uniform Code for

National Electrical Code

Conservation Code

International Energy

International Fire Code

International Plumbing Code

International Mechanical Code

International Building Code

YearYear

APPLICABLE CODES

A.      Occupancy:  ________    ________    ________    ________     ________

CODE ANALYSIS

2018

2018

2018

2009

2010

2017
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1,296 SF

GROUP B
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PERMIT SET1/4" = 1'-0"
A3 SHELTER FLOOR PLAN

1/4" = 1'-0"
A1 SHELTER REFLECTED CEILING PLAN

1/4" = 1'-0"
C1 SHELTER ROOF PLAN

1/2" = 1'-0"
C3 TYPICAL INTERIOR PARTITION (URINAL SCREEN SIM.)

DOOR SCHEDULE

Number

Door Dimensions Door Frame Hardware
Set CommentsWD HGT THK Material Finish Material  Finish

101A 3' - 0" 7' - 0" 1 3/4" HM PAINT HM PAINT INSULATED WITH 4" FRAME HEAD

102A 3' - 0" 7' - 0" 1 3/4" HM PAINT HM PAINT INSULATED WITH 4" FRAME HEAD

103A 3' - 0" 7' - 0" 1 3/4" HM PAINT HM PAINT INSULATED WITH 4" FRAME HEAD

1 1/2" = 1'-0"
C5 DOOR FRAME DETAILS

FINISH SCHEDULE
ROOMS FLOORS

CommentsNumber Name Floor Finish
Wall

Material
Wall

Finish
Ceiling
Material

Ceiling
Finish

100 ENTRY CONCRETE
SEALER

CMU GRAFFITI
GUARD

T&G CEDAR STAIN

101 WOMEN CONCRETE
SEALER

CMU PAINT GROOVED
PLYWOOD

STAIN

102 MEN CONCRETE
SEALER

CMU PAINT GROOVED
PLYWOOD

STAIN

103 CHASE CONCRETE
SEALER

CMU PAINT GROOVED
PLYWOOD

STAIN

104 SHELTER CONCRETE
SEALER

CMU GRAFFITI
GUARD

T&G CEDAR STAIN

FLOOR PLAN KEYNOTES

1.  TOP OF INTERIOR CONCRETE SLAB AT +100'-0". TOP OF EXTERIOR 
CONCRETE SLAB AT 1/2" BELOW INTERIOR CONCRETE SLAB AT DOOR, TYPICAL

# CJ = SIDEWALK CONTROL JOINT

EXTERIOR FINISHES
COLORED CMU 01

COLORED CMU 02

METAL ROOFING

PAINT

STAIN

8X8X16 INTEGRAL COLORED, HONED CMU - "BUFF" COLOR BY BRICKYARD GJ, OR EQUAL

8X8X16 INTEGRAL COLORED, HONED CMU - "MT. GARFIELD" COLOR BY BRICKYARD GJ, 
OR EQUAL

COLOR AS APPROVED BY ARCHITECT. CONTRACTOR TO PROVIDE AVAILABLE COLORS.

COLOR TO MATCH METAL ROOFING COLOR AS APPROVED, SIMILAR TO SHERWIN 
WILLIAMS SW097 "STURDY BROWN"

AS SELECTED FROM MANUFACTURER'S FULL RANGE OF COLORS
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1/4" = 1'-0"
D1 North Exterior Elevation

1/4" = 1'-0"
B1 East Exterior Elevation

1/4" = 1'-0"
B3 South Exterior Elevation

1/4" = 1'-0"
D4 West Exterior Elevation

1/2" = 1'-0"
A1 MEN'S ROOM ELEVATION

1/2" = 1'-0"
A3 WOMEN'S ROOM ELEVATION
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TOP OF BEAM
110' - 1 1/2"

1/2" JOINT MATERAL

4" CONCRETE SIDEWALK

SLOP CONCRETE

1/8" PER 1'-0"

CONCRETE SLAB 
RE: STRUCTURAL

6

12

CONTINUOUS CEDAR 
TRIM TYPICAL (STAIN)

CONTINUOUS SOFFIT VENT. 
TYPICAL

STAINED CEDAR T&G 
SIDING (STAIN)

CONTINUOUS CEDAR 
TRIM TYPICAL (STAIN)

2x12 SUBFACIA

HARDBOARD 
FASCIA (PAINT)

METAL DRIP EDGE

TYPICAL ROOF:
STANDING SEAM METAL ROOFING
OVER WATER-PROOF MEMBRANE

ON 5/8" PLYWOOD DECKING
PRE-ENGINEERED TRUSSED @ 24" O.C.

AND R-30 INSLATION

SLOPED MORTAR 
COLUMN CAP (TYP.)

GLULAM BEAM 
RE: STRUCTURAL

MAIN LEVEL
100' - 0"

TOP OF MASONRY
110' - 0"

1/2" JOINT MATERAL

4" CONCRETE SIDEWALK

SLOP CONCRETE

1/8" PER 1'-0"

CONCRETE SLAB 
RE: STRUCTURAL

HM DOOR 
AND FRAME 

(PAINT)

8"x8"x16" TYPICAL 
BLOCK COLORED CMU

BLOCKINGBLOCKING

BOND BEAM RE: STRUCTURAL

R-30 INSULATION

3/4" RIBS

2x10 BLOCKING 
BETWEEN JOISTS

CEDAR TRIM

CUT MASONRY TO 
SOFFIT RADIUS

4" COLORED 
CMU VENEER

METAL DRIP EDGE

CEDAR T&G SIDING 
(STAIN)

HARDBOARD FASCIA 
(PAINT)

1/2" PLYWOOD 
SUBFASCIA

2x10 BLOCKING 
BETWEEN JOISTS

CEDAR TRIM AT 
PERIMETER (STAIN)

WOOD BEAM 
(STAIN & SEAL)

CEDAR TRIM WHERE BEAM 
MEETS WALL (STAIN)

CURVED ROOF:
ROLLED METAL ROOFING OVER 

WATERPROOF MEMBRANE ON 2-LAYERS 
OF 1/4" PLYWOOD SHEATHING ON 

ROTATED 2x12 JOISTS

METAL VALLEY FLASHING

EXTEND WATER-PROOF MEMBRANE 
UP SLOPE MINIMUM 4 FEET

EXTEND TRUSS TAIL TO CURVED ROOF

TYPICAL ROOF:
STANDING SEAM METAL ROOFING
OVER WATER-PROOF MEMBRANE

ON 5/8" PLYWOOD DECKING
PRE-ENGINEERED TRUSSED @ 24" O.C.

AND R-30 INSLATION

MAIN LEVEL
100' - 0"

TOP OF MASONRY
110' - 0"

1/2" JOINT MATERAL

4" CONCRETE SIDEWALK

SLOP CONCRETE

1/8" PER 1'-0"

8"x8"x16" TYPICAL 
BLOCK COLORED CMU

CONCRETE SLAB 
RE: STRUCTURAL

6

12

CONTINUOUS CEDAR 
TRIM TYPICAL (STAIN)

CONTINUOUS SOFFIT VENT. 
TYPICAL

STAINED CEDAR T&G 
SIDING (STAIN)

CONTINUOUS CEDAR 
TRIM TYPICAL (STAIN)

2x12 SUBFACIA

HARDBOARD FASCIA 
(PAINT)

METAL DRIP EDGE

TYPICAL ROOF:
STANDING SEAM METAL ROOFING
OVER WATER-PROOF MEMBRANE

ON 5/8" PLYWOOD DECKING
PRE-ENGINEERED TRUSSED @ 24" O.C.

AND R-30 INSLATION

2"x8" PLATE

BOND BEAM 
RE: STRUCTURAL

2
"

2
' 
- 

1
0

"

3' - 6"

STAINLESS STEEL TOP AND 
SIDES WITH KOALA KARE 

KB112-01RE 
BABY CHANGING STATION 
OVER DOUBLE LAYER 3/4" 

PLYWOOD PROVIDE 
BACKING AND SUPPORT AS 

REQUIRED

6" CMU WITH RADIUS 
EDGES (TYPICAL)

2' - 0"

1' - 4"

6" CMU WITH RADIUS 
EDGES (TYPICAL)

#5 PERPENDICULAR 
TO WALL

A2

AE301

SEAL - CONTINUOUS

CONCRETE FLOOR SLAB

MIN. 4" THICK LAYER OF 
GAS PERMEABLE 
MATERIAL:  NOTE 1

NOTES:

1.  ALL CONCRETE SLABS THAT COME IN CONTACT WITH THE GROUND 
SHALL BE  LAID OVER A GAS PERMEABLE MATERIAL MADE UP OF EITHER A 
MINIMUM 4" THICK UNIFORM LAYER OF CLEAN AGGREGATE, OR A MINIMUM 
4" THICK UNIFORM LAYER OF SAND, OVERLAIN BY A LAYER OR STRIPS OF 
MANUFACTURED MATTING DESIGNED TO ALLOW THE LATERAL FLOW OF 
SOIL GASES.

2.  ALL OPENINGS, GAPS, AND JOINTS IN FLOOR AND WALL ASSEMBLIES IN 
CONTACT WITH SOIL OR GAPS AROUND PIPES, TOILETS, BATHTUBS OR 
DRAINS PENETRATING THESE ASSEMBLIES SHALL BE FILLED OR CLOSED 
WITH MATERIALS THAT PROVIDE A PERMANENT AIR-TIGHT SEAL.  SEAL 
LARGE OPENINGS WITH NON-SHRINK MORTAR, GROUTS OR EXPANDING 
FOAM MATERIALS AND SMALLER GAPS WITH AN ELASTOMERIC JOINT 
SEALANT, AS DEFINED IN 'ASTM C920-87'.

3.  VENT PIPES SHALL BE INSTALLED SO THAT ANY RAINWATER OR 
CONDENSATION DRAINS DOWNWARD INTO THE GROUND BENEATH THE 
SLAB OR SOIL-GAS-RETARDER MEMBRANE.

PVC T-FITTING (OR 
EQUIVALENT) TO 
SUPPORT VENT PIPE

SUPPORT STRAPPING

FLOORING

FLASHING

3"-4" DIA. VENT PIPE 
(PVC OR EQUIVALENT)

ROOFING

   24" MIN. ABOVE ROOF   

EXHAUST (10' FROM OPENINGS INTO 
CONDITIONED SPACES OF BUILDING)

JOIST

SLOTTED LATERAL PVC PIPE 
PER FLOOR PLAN LAYOUT

BUILDING SEWER LINES TO 
RUN BELOW THE RADON 
LATERAL PIPING. TYPICAL

KOALA KARE INSERT

STAINLESS STEEL 
COUNTER OVER 
PLYWOOD

PLYWOOD ATTACHED 
TO 2X NAILER

2X NAILER 
ANCHORED TO CMU 
WALL

CMU WALL

PAINTABLE SEALANT 
AS REQUIRED
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B1 WALL SECTION

1/2" = 1'-0"
B2 BEAM SECTION
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A3 FIXED CHANGING TABLE SIDE

1" = 1'-0"
A5 RADON PASSIVE SYSTEM

3" = 1'-0"
A2 CHANGING TABLE DETAIL
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PREMANUFACTURED WOOD TRUSSES AT 2' - 0" O.C.

PR
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U
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CT
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ED

 W
O

O
D

 T
RU

SS
ES

 A
T 

2'
 -

0"
 O

.C
.

(7) 2x12, SEE 3/S101

PREM
ANU

FACTU
RED W

O
O

D
 TRU

SSES AT 2' -0" O
.C

.

SKYLIGHT

SKYLIG
H

T

200558_S101-03

.

3
ARCH TRUSS ELEVATION

1

S512
TYP

5

S101

4

S101

23°

TYP

MASONRY WALL, SEE
PLAN AND SCHEDULE

5.1/8"x16.1/2" GLB

2x12 TYP

2x10 SOLID BLOCKING

SIMPSON 'A34' CLIP
TYP EACH SIDE

5.1/8"x12" CURVED
MEMBER

PL 1/4" EACH SIDE-TYP

4'-8"

R4'-1 1/2"

45°

NO SCALE

200558_S101-04

.

4
TRUSS CONNECTION DETAIL

PL 1/4" EACH SIDE
WITH (3) 3/4"DIA THRU
BOLTS 3 

1/
2"

4"
1 

1/
2"

2" 2"

3"1'
-0

 1
/2

" 7"

8"

5" 1 1/2"1 1/2"

NO SCALE

200558_S101-05

.

5
CONNECTION DETAIL

5.1/8"x16.1/2" GLB

5.1/8"x6" GLB-TYP

PL 1/4" EACH SIDE

3/4"DIA THRU BOLTS-TYP

1 
1/2

"

TYP

4 
1/4

"

2 
3/4

"

45°

2 
3/

4"

NO SCALE

INDICATES MASONRY PIER TYPE. SEE
SCHEDULE ON SHEET S601

MP-x

INDICATES THICKENED SLAB FOOTING.
SEE SCHEDULE ON SHEET S601

FTSx.x

INDICATES SPOT FOOTING. SEE SCHEDULE
ON SHEET S601

FSx.x

INDICATES CONTINUOUS FOOTING. SEE
SCHEDULE ON SHEET S601

FCx.x

DEPRESS FOUNDATION WALL AND POUR
SLAB OVER. SEE DETAIL

INDICATES MASONRY WALL TYPE, SEE
SCHEDULE ON SHEET S601

MW-x

INDICATES DEPRESSED SLAB, SEE
ARCHITECTURAL PLANS.

INDICATES MASONRY WALL. DASHED
WALLS STOP AT DECK

FOOTING DESIGNATION
.
TOP OF FOOTING ELEVATION

SECTION MARK
.
SHEET NUMBER

MARKS AND SYMBOLS LEGEND

1. COORDINATE LOCATION OF DEPRESSED SLABS, SLOPED SLABS, AND FLOOR DRAINS WITH 
ARCHITECTURAL AND MECHANICAL DRAWINGS.

2. SEE ARCHITECTURAL AND CIVIL DRAWINGS FOR EXTERIOR CONCRETE WORK AT DOORS, SIDEWALKS, 
ETC.

3. SEE ARCHITECTURAL DRAWINGS FOR CONTROL JOINT LOCATIONS.
4. SEE "EARTHWORK" NOTES ON SHEET S001 FOR MINIMUM FILL REQUIRED BENEATH FOOTINGS.
5. ALL SPOT FOOTINGS SHALL BE CENTERED UNDER COLUMNS (UNO).
6. SEE DETAILS 1/S501 AND 6/S501 FOR CONDITION WHERE BURIED PIPES RUN PARALLEL AND 

PERPENDICULAR TO FOOTINGS.
7. SEE DETAIL 3/S501 FOR TYPICAL CONTROL/CONSTRUCTION JOINTS IN CONCRETE SLAB ON GRADE.
8. SEE DETAIL 5/S501 FOR SLAB REINFORCING WHERE CONTROL JOINTS ARE DISCONTINUOUS.
9. SEE DETAIL 7/S501 FOR ADDITIONAL REINFORCING AT MISCELLANEOUS OPENINGS IN MASONRY WALLS.
10. SEE DETAIL 8/S501 FOR CONDITION AT RECESSES IN MASONRY WALLS.
11. SEE DETAIL 9/S501 FOR TERMINATION OF HORIZONTAL REINFORCING IN MASONRY WALLS.
12. INTERIOR WALLS NOT SHOWN, REINFORCE AS MW-8A. DRILL AND EPOXY VERTICAL REINFORCEMENT 3.1/2" 

INTO SLAB.

FOOTING AND FOUNDATION PLAN NOTES

MP-24
x2

4

MP-24
x2

4

100' - 0"

FS4.0

100' - 0"

FS4.0

MP-8A

MP-8A
MP-8A

MP-8A

MP-8A
MP-8A

1

S502

2

S501

TYP

MP-8A

100' - 0"

FS3.5

MP-8A
100' - 0"

FS3.5

TYP

6" THICK SLAB ON GRADE 
REINFORCE SLAB PER GSN 

TOP OF SLAB=100'-0" 

10

S501

10

S501

10

S501

11

S501

2

S502

M
W

-8
A

MW-8A

M
W

-8
A

MW-8A

CW
-8

A

MW-8A

CW
-8

A

MW-8A

100' - 0"

FTS2.0

10
0'

 -
0"

FT
S2

.0

100' - 0"

FTS2.0

10
0'

 -
0"
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S2

.0

100' - 0"

FTS2.0

100' - 0"

FTS2.0
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0'
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.0

10
0'

 -
0"
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S2

.0

5 
1/

8"
x1
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1/

2"
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LB

5 1/8"x16 1/2" GLB

5 1/8"x16 1/2" GLB

G
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D
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HIP TRUSS

HIP TRUSS

HIP TRUSS
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3

S511

4

S511

3

S511

2

S511

2

S511

1

S512

8

S511

2

S511

7

S511

TYP

11

S511

4' - 0"6' - 4"5' - 8"4' - 0"
D
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SS
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N 
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40

0 
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ARCHED TRUSS (SEE 3/101)

10

S511

1

S511

1

S511

MP-24
x2

4

MP-24
x2

4

MP-8A

MP-8A

MP-8A

MP-8A

MP-8A
MP-8A

MP-8A

MP-8A

M
W

-8
A

MW-8A

M
W

-8
A

MW-8A

CW
-8

A

MW-8A

CW
-8

A

MW-8A

M
L-

16
A

M
L-

16
A

ML-16A

3

S511

1

S512

INDICATES MASONRY LINTEL TYPE. SEE
SCHEDULE ON SHEET S601

ML-x

INDICATES MASONRY PIER TYPE. SEE
SCHEDULE ON SHEET S601

MP-x

INDICATES PLYWOOD ROOF SHEATHING,
SEE SCHEDULE ON SHEET

INDICATES MASONRY WALL TYPE, SEE
SCHEDULE ON SHEET S601

MW-x

INDICATES MASONRY WALL. DASHED
WALLS STOP AT DECK

SECTION MARK
.
SHEET NUMBER

MARKS AND SYMBOLS LEGEND

ROOF FRAMING PLAN NOTES

1. VERIFY ALL ROOF OPENINGS FOR MECHANICAL SHAFTS, DRAINS, ETC. WITH ARCHITECTURAL AND 
MECHANICAL DRAWINGS.

2. ALL ROOF OPENINGS GREATER THAN, OR EQUAL TO, 12" x 12" SHALL BE FRAMED AS INDICATED IN DETAIL 
1/S511.  

3. VERIFY SIZE, WEIGHT, AND LOCATION OF ALL ROOF TOP MECHANICAL UNITS WITH ARCHITECTURAL AND 
MECHANICAL DRAWINGS. COORDINATE OPENINGS WITH MECHANICAL, ELECTRICAL, AND GENERAL 
CONTRACTORS.

4. LOCATE MISCELLANEOUS MECHANICAL OPENINGS BETWEEN JOISTS, NOT UNDERNEATH THEM.
5. SEE DETAIL 7/S501 FOR ADDITIONAL REINFORCING AT MISCELLANEOUS OPENINGS IN MASONRY WALLS.
6. SEE DETAIL 8/S501 FOR CONDITION AT RECESSES IN MASONRY WALLS.
7. SEE DETAIL 9/S501 FOR TERMINATION OF HORIZONTAL REINFORCING IN MASONRY WALLS.
8. INTERIOR WALLS NOT SHOWN, REINFORCE AS MW-8A. SEE DETAILS 5/S511 AND 6/S511 FOR TOP OF WALL 

BRACING.
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2114048-01
190062_S501-01

1
CONDITION AT PIPE PARALLEL TO CONCRETE FOOTING

BACK-FILLED TRENCH

PIPE, SEE CIVIL

BOTTOM OF TRENCH
SHALL BE ABOVE THIS
LINE

CONCRETE FOOTING,
SEE PLAN AND SCHED1

2

2'-0" MIN

6"

NO SCALE

2884097-00
190062_S501-02

2
TYPICAL CORNER WALL REINFORCING

[PLAN VIEW]

PLAN AND SCHEDULE
CONCRETE WALL, SEE

CONCRETE WALLS MASONRY WALLS

CORNER BAR(S)

PLAN AND SCHEDULE
MASONRY WALL, SEE

CORNER BAR

TO MATCH VERT WALL
(3) BARS AT CORNER

REINFORCING

(4) BARS AT INTER.
TO MATCH VERT
WALL REINFORCING

TO MATCH VERT WALL
BAR AT CORNER

REINFORCING

TO MATCH VERT WALL
BAR AT INTERSECTION

REINFORCING

SAME SIZE AND SPACING
PROVIDE CORNER BAR OF

WITH LAP AS PER GENERAL
STRUCTURAL NOTES, TYPICAL

(MATCH LARGEST BAR SIZE
AND SMALLEST SPACING)

NO SCALE

SEE PLAN
FOR SPACING

1/
3 

t

0-00
190062_S501-03

3
TYPICAL SLAB ON GRADE JOINT DETAILS

t

t

0.
25

 t

6"SEE PLAN
FOR SPACING

SEE PLAN
FOR SPACING

1/
3 

t

CONTROL JOINT

CONSTRUCTION JOINT

EDGE EACH SIDE OF
JOINT WITH 1/8" RADIUS

CONCRETE SLAB ON
GRADE, SEE PLAN

CONCRETE SLAB ON
GRADE, SEE PLAN

SAW-CUT CONTROL JOINT
WITH AN EARLY ENTRY SAW
AS SOON AS FINAL SET IS
ACHIEVED. FINAL SET IS
TYPICALLY ACHIEVED WITHIN
FIRST 4 TO 6 HOURS OF
SLAB POUR

EXTEND REBAR 12"
INTO NEXT POUR.
GREASE AND WRAP
WITH PAPER SLEEVE

NOTE: IN LIEU OF EXTENDING REBAR
INTO NEXT POUR WITH GREASE AND
WRAP, DIAMOND DOWELS AND DOWEL
BASKETS MAY BE USED AT
CONSTRUCTION JOINTS AT CONTRACTORS
OPTION.

NO SCALE

0-07
190062_S501-04

4
JOINT DETAILS AT SLAB DEPRESSIONS

3

S501

6" MIN

t

1/
3 

t

12"

0.
5 

t
0.

5 
t

t

6" MIN

1/
3 

t

12"

12"

CONSTRUCTION JOINT

EDGE EACH SIDE OF
JOINT WITH 1/8" RADIUS

CONCRETE SLAB ON
GRADE, SEE PLAN 5/8"DIA x 24" SMOOTH

DOWEL AT 18" O.C.
GREASE AND USE
PAPER SLEEVE OVER ONE
END

CONTROL JOINT

CONCRETE SLAB ON
GRADE, SEE PLAN

NO SCALE

132097-00
190062_S501-05

5
LOCATIONS REQUIRING ADDITIONAL SLAB REINFORCING

[PLAN VIEW]

CONTROL OR
CONSTRUCTION JOINTS

STEEL COLUMN, SEE
PLAN AND SCHEDULE

CONCRETE BLOCKOUT

DEPRESSED CONCRETE
SLAB

(2) #4 x 4'-0" BARS WHERE CONTROL/
CONSTRUCTION JOINTS DO NOT EXTEND
FROM CORNERS OF CONCRETE BLOCKOUTS
AT BUILDING COLUMNS

(2) #4 x 4'-0" BARS WHERE CONTROL/
CONSTRUCTION JOINTS INTERSECT BUT
DO NOT CONTINUE BEYOND INTERSECTION

(2) #4 x 4'-0" BARS AT EACH CORNER
OF DEPRESSED SLAB WHERE CONTROL/
CONSTRUCTION JOINTS DO NOT EXTEND
FROM CORNER

CONTROL OR
CONSTRUCTION JOINT

NO SCALE

16384-00
190062_S501-06

6
CONDITIONS AT PIPE PERPENDICULAR TO FOOTING

1" MIN

6" M
IN

IF
 D

IM
E

N
S

IO
N

 E
X

C
E

E
D

S
1'

-6
",

 U
S

E
 T

Y
P

IC
A

L
F

O
O

T
IN

G
 S

T
E

P

1" MIN 24 BAR DIAMETERS

6"
 M

IN

2"
 C

LE
A

R

12" MIN 12" MIN

12" MIN12" MIN

PIPE PASSES THROUGH FOOTING

PIPE PASSES BELOW FOOTING

PROVIDE SLEEVES AROUND
ALL PIPES PASSING THROUGH
WALL AND FOOTINGS

INTERRUPT CONT FTG
REINF FOR PASSAGE

ADDITIONAL REINF TO
MATCH CONT FTG REINF

PIPE, SEE MECH.

PROVIDE SLEEVES AROUND
ALL PIPES PASSING THROUGH
WALL AND FOOTINGS

PIPE, SEE MECH.

CONCRETE FOOTING,
SEE PLAN AND SCHED

CONCRETE FOOTING,
SEE PLAN AND SCHED

ADDITIONAL REINF TO
MATCH CONT FTG REINF

OF PIPE

NO SCALE

FLOOR OR ROOF

FINISHED FLOOR

786944-00
190062_S501-07

7
REINFORCING AT UNSCHEDULED MISCELLANEOUS OPENINGS

OR RECESSES IN MASONRY WALLS

48 BAR
DIAMETERS (MIN)

48 BAR
DIAMETERS (MIN)

VERTICAL REINFORCING ADJACENT TO UNSCHEDULED OPENING OR RECESS
WHERE OPENING WIDTH IS LESS THAN OR EQUAL TO 6'-0":

USE MP-16A
WHERE OPENING WIDTH IS GREATER THAN 6'-0" CONSULT STRUCTURAL ENGINEER.

OPENING OR
MISCELLANEOUS

RECESS

MASONRY WALL, SEE
PLAN AND SCHEDULE

BOTTOM BAR OF LINTEL
REINFORCING, SEE MAS
LINTEL SCHEDULE

BAR(S) TO MATCH

REINFORCING. IF BARS CANNOT
SCHEDULED HORIZ WALL

VERT REINF ADJACENT
TO UNSCHEDULED
OPN'G OR RECESS

EXTEND 48 BARS BEYOND
EDGE OF OPENING PROVIDE
90" HOOK.

NO SCALE

524929-00
190062_S501-08

8
TYPICAL REINFORCING AT RECESS IN 8" OR 10"

MASONRY WALLS

SECTION PLAN VIEW

BOTTOM BAR OF LINTEL
REINFORCING, SEE MASONRY
LINTEL SCHEDULE

RECESS IN MASONRY WALL

VERT REINF FULL HEIGHT OF
WALL, EA SIDE OF RECESS
PER DETAIL 7/S501

HORIZ BAR BELOW RECESS

EXTEND 48 BAR DIAMETERS
FROM EA SIDE OF RECESS

MASONRY WALL, SEE
PLAN AND SCHEDULE

MASONRY WALL, SEE
PLAN AND SCHEDULE

PER DETAIL 7/S501.

NO SCALE

524801-01
190062_S501-09

9
TERMINATION OF HORIZONTAL REINFORCING

IN 8" OR 10" MASONRY WALL [PLAN VIEW]

7"

'x
'

SINGLE LAYER VERTICAL REINFORCING

DOUBLE LAYER VERTICAL REINFORCING

HORIZONTAL REINFORCING
TO TERMINATE WITH
STANDARD 180° HOOK AT
SINGLE LAYER VERTICAL
REINFORCING

HORIZONTAL REINFORCING
TO TERMINATE WITH
STANDARD 90° HOOK AT
DOUBLE LAYER VERTICAL
REINFORCING, EXTEND
BEYOND VERTICAL REINF

NOTE:  SPACE TO ACCOMMODATE

OF BLOCK ABOVE MAY HAVE TO
MAINTAIN 3/4" COVERAGE. WEB
AN ANGLE TO FIT IN CELL AND
HOOK NEEDS TO BE PLACED AT
HOOK IS LIMITED; THEREFORE,

BE CUT.

MASONRY WALL, SEE
PLAN AND SCHEDULE

MASONRY WALL, SEE
PLAN AND SCHEDULE

x = 2.5/8" FOR 8" MASONRY
x = 4.5/8" FOR 10" MASONRY

NO SCALE

SPACING AND LOCATION OF
#3 END TIES AT SAME

HORIZ REINF. PLACE HORIZ
REINF ON TOP OF #3 END
TIES

541184-23
190062_S501-10

10
FOUNDATION WALL DETAIL

FOOTING WIDTH,

SEE SCHEDULE

F
O

O
T

IN
G

 D
E

P
T

H
,

S
E

E
 S

C
H

E
D

U
LE

CONCRETE SLAB ON
GRADE, SEE PLAN

EXTERIOR SLAB OR
GRADE, SEE ARCH

(1) CONT BAR TO
MATCH HORIZ WALL
REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

DOWEL TO MATCH MASONRY
VERTICAL WALL REINFORCING

CONCRETE FOOTING,
SEE PLAN AND SCHED

CONTINUE SLAB
REINFORCEMENT

NO SCALE

541184-23
190062_S501-11

11
FOUNDATION WALL DETAIL AT DRAIN

2'-0"

4"

1"7"

8"

F
O

O
T

IN
G

D
E

P
T

H
,

S
E

E
 S

C
H

E
D

U
LE

FOOTING WIDTH,

SEE SCHEDULE

CONCRETE SLAB ON
GRADE, SEE PLAN

EXTERIOR SLAB OR
GRADE, SEE ARCH

(2) CONT BAR TO
MATCH HORIZ WALL
REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

DOWEL TO MATCH MASONRY
VERTICAL WALL REINFORCING

FLOOR DRAIN, SEE ARCH

CONCRETE FOOTING,
SEE PLAN AND SCHED

2'-8"

2'-0"

CONTINUE SLAB
REINFORCEMENT

NO SCALE
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541184-02
200558_S502-01

1
THICKENED SLAB FOOTING AT 8" OR 10" MASONRY WALL

FOOTING WIDTH -
SEE SCHEDULE

F
T

G
 D

E
P

T
H

 -
S

E
E

 S
C

H
E

D
U

LE

OPTION

EPOXY DOWEL

CONCRETE SLAB ON
GRADE, SEE PLAN

DOWEL TO MATCH VERT
WALL REINF ABOVE(1) CONT BAR TO

MATCH HORIZ WALL
REINFORCING

CONCRETE FOOTING,
SEE PLAN AND SCHED

MASONRY WALL, SEE
PLAN AND SCHEDULE

NO SCALE

541184-23
200558_S502-02

2
FOUNDATION WALL DETAIL

F
O

O
T

IN
G

 D
E

P
T

H
,

S
E

E
 S

C
H

E
D

U
LE

FOOTING WIDTH,
SEE SCHEDULE

(2) CONT BAR TO
MATCH HORIZ WALL
REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

DOWEL TO MATCH MASONRY
PIER REINFORCING ABOVE.

EXTERIOR SLAB OR
GRADE, SEE ARCH

CONCRETE SLAB ON
GRADE, SEE PLAN

CONTINUE SLAB
REINFORCEMENT

CONCRETE FOOTING,
SEE PLAN AND SCHED

NO SCALE

2114048-02
200558_S502-03

3
ENGINEERED STRUCTURAL FILL DETAIL

w

w + d MIN

d 
(V

A
R

IE
S

)
24

" 
M

IN

ENGINEERED STRUCTURAL
FILL, SEE SOILS REPORT

CONCRETE FOOTING,
SEE PLAN AND SCHED

NO SCALE
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38917-00

1
FRAMING AT CONVENTIONALLY FRAMED ROOF OPENINGS

[PLAN VIEW]

OPEN OPEN

ATTACH SHEATHING TO
3x OR (2) 2x BLOCKING
WITH BOUNDARY NAILING,

3x OR (2) 2x
BLOCKING, TYP

DOUBLE JOIST EACH
SIDE OF OPENING

TYPICAL ROOF/FLOOR
JOIST

SIMPSON 'LUS' HANGER,
TYP WHERE SHOWN,SIMPSON 'ST6224' WITH

(28) 16dx3.1/2" NAILS,

NOTES:
1. SEE ARCHITECTURAL AND MECHANICAL DRAWINGS

FOR LOCATION AND SIZE OF OPENINGS.

TYP (4) LOCATIONS

SEE SCHEDULE

WHERE SHOWN

DOUBLE JOIST EA
SIDE OF OPENING

INSTALL HANGER WITH
NAILING I.A.W. WITH SIMPSON
REQUIREMENTS

3x TYP JOIST SPACE OPENING 2x TYP JOIST SPACE OPENING

SIMPSON 'LUS' HANGER,
TYP WHERE SHOWN,
INSTALL HANGER WITH
NAILING I.A.W. WITH SIMPSON
REQUIREMENTS

T
Y

P
 S

P
A

C
IN

G
- 

S
E

E
 P

LA
N

3 
x 

T
Y

P
 J

S
T

 S
P

A
C
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G

, M
A

X

T
Y

P
 J

O
IS

T
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P
A

C
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G
- 

S
E

E
 P

LA
N

2 
x 

T
Y

P
 J

S
T

 S
P

A
C

IN
G

, M
A

X

NO SCALE

190062_S511-02

2
WOOD TRUSS BEARING AT MASONRY WALL

SIMPSON 'H1' OR
EQUAL AT EACH JOIST

PREFABRICATED WOOD
TRUSS, SEE PLAN

3x8 x CONT TREATED
SILL PLATE WITH 5/8"DIA
A.B. x 6" EMBED AT

ROOF SHEATHING,
SEE SCHEDULE

(2) CONT BARS AT BEAM
BRG TO MATCH HORIZ
WALL REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

24" O.C.

BOUNDARY NAILING,
SEE SCHEDULE

FULL HEIGHT TRUSS BLOCKING
WITH SIMPSON 'A34' BETWEEN
EACH TRUSS

2x12 FASCIA

NO SCALE

190062_S511-03

3
WOOD TRUSS AT WOOD BEAM

ROOF SHEATHING,
SEE SCHEDULE

BOUNDARY NAILING,
SEE SCHEDULE

BOUNDARY NAILING,
SEE SCHEDULE

PRE-FABRICATED WOOD
TRUSS, SEE PLAN

WOOD BEAM, SEE PLAN

BLOCKING WITH SIMPSON
'A34' BETWEEN EACH TRUSS

SIMPSON 'H1' AT
EACH TRUSS

FULL HEIGHT TRUSS

2x12 FASCIA

NO SCALE

190062_S511-04

4
MASONRY SHEAR WALL PARALLEL
TO WOOD TRUSS

PREFABRICATED WOOD
TRUSS, SEE PLAN

(2) 2x8 x CONT TREATED
SILL PLATE WITH 5/8"DIA
A.B. x 6" EMBED AT

ROOF SHEATHING,
SEE SCHEDULE

(2) CONT BARS AT BEAM
BRG TO MATCH HORIZ
WALL REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

SIMPSON 'A34' AT
EACH BRACE

24" O.C.

BOUNDARY NAILING,
STAGGERED SEE SCHEDULE

SIMPSON 'A34' AT 12" O.C.

2x4 KICKER BRACE
AT 4'-0" O.C. MAX

DRAG TRUSS, SEE PLAN
FOR ADDITIONAL AXIAL LOAD
DUE TO WIND/SEISMIC

2x6 AT EACH BRACE
WITH SIMPSON 'LB26'
HANGER EACH END

(4) 16d NAILS
(2) ROWS

(5) 16d NAILS AT
EACH BLOCK

ALTERNATE EA SIDE

NO SCALE

190062_S511-05

5
BRACING OF INTERIOR NON-BEARING MASONRY WALL
PARALLEL TO TRUSS

PREFABRICATED WOOD
TRUSS, SEE PLAN

3x8 x CONT TREATED
SILL PLATE WITH 5/8"DIA
A.B. x 6" EMBED AT

ROOF SHEATHING,
SEE SCHEDULE

(2) CONT BARS AT TOP
OF WALL TO MATCH
HORIZ WALL REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

SIMPSON 'A34' AT
EACH BRACE

24" O.C.

2x4 KICKER BRACE
AT 4'-0" O.C. MAX

2x6 AT EACH BRACE
WITH SIMPSON 'LB26'
HANGER EACH END

(4) 16d NAILS (5) 16d NAILS AT
EACH BLOCK

ALTERNATE EA SIDE

1/
2"

 M
IN

 G
A

P
 R

E
Q

'D

NO SCALE

190062_S511-06

6
BRACING OF INTERIOR NON-BEARING MASONRY WALL
PERPENDICULAR TO TRUSS

PREFABRICATED WOOD
TRUSS, SEE PLAN

3x8 x CONT TREATED
SILL PLATE WITH 5/8"DIA
A.B. x 6" EMBED AT

ROOF SHEATHING,
SEE SCHEDULE

(2) CONT BARS AT TOP
OF WALL TO MATCH
HORIZ WALL REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

24" O.C.

SIMPSON 'HTC4' CLIP
AT EACH TRUSS

1/
2"

 M
IN

 G
A

P
 R

E
Q

'D

NO SCALE

2565-00

7
CORNER SOFFIT FRAMING

[PLAN VIEW]

HIP / VALLEY TRUSS

TYPICAL JACK TRUSS,
SEE PLAN

2x FASCIA. DO NOT
SPLICE WITHIN 8'-0"
OF CORNER

CORNER STUDS

SIMPSON 'L70' EACH SIDE
TRUSS TO TOP PLATE
BELOW WITH (5) 10d x

2x DOUBLE TOP PL

1.1/2" NAILS TO TRUSS,
(5) 10d x 3" NAILS
TO TOP PLATES

NO SCALE

2116-22

8
JACK TRUSS TO GIRDER TRUSS

CONNECTION BY
TRUSS SUPPLIER

GIRDER TRUSS,

AT 6" O.C.
TRUSS WITH 16d NAIL
2x BLOCK BETWEEN EACH

SEE SCHEDULE
BOUNDARY NAILING,

SEE SCHEDULE
ROOF SHEATHING,

TRUSS, SEE PLAN
PRE-FABRICATED ROOF

SEE PLAN

NO SCALE

2052-02

9
OVERBUILD DETAIL

INTO EACH TRUSS
(3) ROWS OF 16d NAILS
2x8 x CONT PLATE WITH

SEE SCHEDULE
BOUNDARY NAILING,

SEE SCHEDULE
ROOF SHEATHING,SEE SCHEDULE

ROOF SHEATHING,

OR JOIST, SEE PLAN
OVERBUILD TRUSS

TOP CHORD OF TRUSS
OR ROOF JOIST,
SEE PLAN

NO SCALE

190062_S511-10

.

ARCH ROOF DETAIL
10

9

S511

SIMPSON H2.5 EACH TRUSS

3x4xCONT TREATED SILL
PLATE WITH 5/8"DIA A.B.
x6" EMBED AT 24" O.C.

(2) CONT BARS AT BEAM
BRG TO MATCH HORIZ
WALL REINFORCING

MASONRY WALL, SEE
PLAN AND SCHEDULE

4" CMU VENEER, SEE ARCH

WOOD JOIST, NOTCH
TO 8", SEE PLAN

EDGE NAILING,
SEE SCHEDULE

WALL SHEATHING,
SEE SCHEDULE

BOUNDARY NAILING,
SEE SCHEDULE

ROOF SHEATHING,
SEE SCHEDULE

PRE-FABRICATED WOOD
TRUSS, SEE PLAN

SIMPSON A35 EACH SIDE

(2) LAYERS 5/16"
PLYWOOD SHEATHING

2x6 AT EACH TRUSS,
ATTACH TO TRUSS
WITH (3) 16d

2x12 BLOCKING BETWEEN
TRUSSES, ATTACH EACH
END WITH (3) 16d

8d AT 6" O.C.

FULL HEIGHT TRUSS
BLOCKING BETWEEN
TRUSSES WITH SIMPSON

BOUNDARY NAILING,
SEE SCHEDULE

LTP5 EACH BLOCK

NO SCALE

190062_S511-11

.

11
WOOD BEAM AT MASONRY PIER DETAIL

1 
1/

2"
 T

Y
P

MASONRY PIER,
SEE PLAN AND SCHED

BEARING PLATE 1/4"x1'-0"
x1'-0" WITH (2) 3/4"DIAx
0'-10" HSA, BEAR ON
MORTAR AND GROUT SOLID
INTO C.M.U. AS REQUIRED

WOOD BEAM, SEE PLAN

3/16

SIDE PLATE 1/4"x6"x
1'-4.1/2" LONG WITH(4)
5/8"DIAx4" LAG SCREWS
EACH SIDE AT 4" O.C.

6"

6"

NO SCALE
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200558_S512-1

.

1
WOOD BEAM AT MASONRY WALL

1/2"

4"

WOOD BEAM, SEE PLAN

MASONRY WALL, SEE
PLAN AND SCHEDULE

(2) CONT BARS AT BEAM
BRG TO MATCH HORIZ
WALL REINFORCING

WALL BEYOND

SIMPSON TYP "GLBT" BEAM
SEAT (W=5.1/2") ATTACH
TO BEAM WITH (2) 3/4"DIA
BOLTS

NON-SHRINK GROUT AS
REQUIRED TO LEVEL SEAT

NO SCALE
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SCHED_CONC_FTG-C2500-S3000

1
CONCRETE FOOTING SCHEDULE

CONCRETE FOOTING SCHEDULE

NO SCALE

WIDTHMARK LENGTH DEPTH
No. SIZE LENGTH SPACING

REINFORCING CROSSWISE
COMMENTS

REINFORCING LENGTHWISE

No. SIZE LENGTH SPACING .

FTS2.0 2'-0" CONT 24" - #4 1'-6" 48" 3 #4 CONT EQ THICKENED SLAB

CONCRETE FOOTING NOTES:

1. PLACE ALL FOOTING REINFORCING IN THE BOTTOM OF THE FOOTING WITH 3" CLEAR CONCRETE COVER (UNO).

2. TOP REINFORCING, WHERE OCCURS, SHALL BE PLACED IN THE TOP OF THE FOOTING WITH 2" MINIMUM CONCRETE COVER.

3. IF FOOTINGS ARE EARTH-FORMED, FOOTINGS SHALL BE 6" LONGER AND WIDER THAN SCHEDULED.

4. RUN CONTINUOUS FOOTING REINFORCEMENT THROUGH SPOT FOOTINGS.

5. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

6. SOME SCHEDULED FOOTINGS MAY NOT BE USED, SEE FOOTING AND FOUNDATION PLAN FOR FOOTING MARKS.

FS3.5 3'-6" 3'-6" 24" 5 #4 3'-0" EQ 5 #4 3'-0" EQ

FS4.0 4'-0" 4'-0" 24" 6 #4 3'-6" EQ 6 #4 3'-6" EQ

THICKENED SLAB

THICKENED SLAB

SCHED_CONC_WALL-01

2
CONCRETE WALL SCHEDULE

WALLS NOT DESIGNATED IN PLAN

NO SCALE

VERTICAL
REINFORCING

HORIZONTAL

LC

TYPE 'A'

REINFORCING

WALL REINFORCING PLACEMENT TYPES:

ABBREVIATIONS:
E.F.
I.F.
O.F.

EACH FACE
INSIDE FACE
OUTSIDE FACE

CONCRETE FOUNDATION WALL NOTES:

1. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

REINFORCING
THICKNESS

VERTICAL HORIZONTAL

6" #4 AT 18" O.C. #4 AT 16" O.C.

8" #4 AT 18" O.C. #4 AT 12" O.C.

10" #4 AT 16" O.C. #5 AT 15" O.C.

12" #4 AT 18" O.C. E.F. #4 AT 16" O.C. E.F.

190062_S601-03

3
CONCRETE REINFORCING BAR LAP SPLICE SCHEDULE

CONCRETE REINFORCING BAR LAP SPLICE SCHEDULE

REQUIREMENT FOR CASE 1 LAP LENGTHS

NO SCALE

BAR SIZE

f'c = 3000psi & f'c = 3500 psi f'c = 4000psi & f'c = 4500 psi f'c = 5000psi

REGULAR TOP

CLASS

BABA

CLASS

REGULAR TOP

CLASS

BABA

CLASS

REGULAR TOP

CLASS

BABA

CLASS

#3 17" 22" 22" 28" 15" 19" 19" 24" 13" 17" 17" 22"

#4 22" 29" 29" 37" 19" 25" 25" 32" 17" 22" 22" 29"

#5 28" 36" 36" 47" 24" 31" 31" 40" 22" 28" 28" 36"

TABULATED VALUES ARE FOR CASE 1 REINFORCEMENT, WHERE THE REQUIREMENTS OF TABLE BELOW ARE MET.  WHERE THESE CONDITIONS

ARE NOT MET, MULTIPLY THE LAP LENGTHS ( Ꝭd) BY 1.5.

BAR CLEAR
SPACING

CLEAR
COVER

STIRRUPS OR TIES

NO REQUIREMENT

db = BAR DIAMETER

>=db >=db

>=db>=2db

>=CODE FOR MINIMUM THROUGHOUT Ꝭd

CONCRETE REINFORCING BAR LAP SPLICE NOTES:

1.       THIS SCHEDULE SHALL BE USED FOR ALL BAR SPLICES IN CONCRETE WALLS, UNLESS NOTED OTHERWISE.

2.       CLASS 'A' SPLICES MAY BE USED ONLY IN CASES WHERE 50% OR LESS OF THE BARS ARE SPLICED WITHIN THE LAP SPLICE LENGTH.

3.       CLASS 'B' SPLICES SHALL BE USED FOR ALL SPLICES UNLESS THE REQUIREMENTS OF NOTE No. 2 ABOVE  ARE MET.

4.       TIES AND STIRRUPS SHALL NOT BE SPLICED.

5.       DO NOT SPLICE VERTICAL BARS IN RETAINING WALLS UNLESS SPECIFICALLY SHOWN.

6.       THE VALUES TABULATED IN SCHEDULE ARE FOR GRADE 60 REINFORCING BARS.  FOR GRADE 75, MULTIPLY LAP LENGTHS BY 1.25 AND FOR

GRADE 80, MULTIPLY BY 1.33.

7.       THE VALUES TABULATED IN SCHEDULE ARE MINIMUM REQUIREMENTS.  LONGER LENGTHS MAY BE USED FOR CONSTRUCTIBILITY.

8.       TOP BARS ARE CLASSIFIED AS HORIZONTAL BARS WHERE 12", OR MORE, OF FRESH CONCRETE IS CAST BELOW THE REINFORCING BAR.

9.       FOR EPOXY-COATED OR ZINC AND EPOXY DUAL-COATED BARS WITH CLEAR COVER < 3d b OR CLEAR SPACING <6d b, MULTIPLY LAP LENGTHS

BY 1.5.  FOR ALL OTHER CASES MULTIPLY BY 1.2

10.     FOR LIGHT WEIGHT CONCRETE, MULTIPLY LAP LENGTHS BY 1.33 UNLESS THE AVERAGE SPLITTING TENSILE STRENGTH (F ct) IS SPECIFIED.

FOR LIGHT WEIGHT CONCRETE WHERE F ct IS SPECIFIED, REFER TO ACI318-14 SECTION 19.2.4.3

11.     SPLICES FOR BUNDLED BARS:

a.  FOR BUNDLED BARS OF THREE OR LESS, LAP SPLICE LENGTHS SHALL BE MULTIPLIED BY 1.2.

b.  FOR BUNDLED BARS OF FOUR OR MORE, LAP SPLICE LENGTHS SHALL BE MULTIPLIED BY 1.33.

c.  INDIVIDUAL BAR SPLICES WITHIN A BUNDLE SHALL NOT OVERLAP.

d.  ENTIRE BUNDLES SHALL NOT BE LAP SPLICED.

12.     SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

SCHED_MAS_WALL-01

MASONRY WALL SCHEDULE

MASONRY WALL SCHEDULE
4

REINFORCING

GROUT
SOLID

THICKNESSMARK MATERIAL
VERTICAL

NO SCALE

JOINTSHORIZONTAL

SEE NOTE 10

COMMENTS

MW-8A 8" CMU NO #5 AT 32" O.C. #5 AT 48" O.C. NONE

MASONRY WALL NOTES:

1. COORDINATE WALL FINISHES, MATERIALS, COURSING, ETC. WITH ARCHITECTURAL

DRAWINGS.

2. DO NOT SOLID GROUT WALLS UNLESS REQUIRED BY SCHEDULE, NOTES, OR DETAILS.

3. SOLID GROUT ALL MASONRY COURSES BELOW GRADE.

4. SINGLE LAYER OF VERTICAL REINFORCING SHALL BE CENTERED IN WALL (UNO).

5. VERTICAL REINFORCING SHALL EXTEND INTO FOOTINGS AND TERMINATE WITH STANDARD

HOOK.  FOR CONCRETE FOUNDATION WALLS 4'-0" OR TALLER, VERTICAL WALL

REINFORCING SHALL DOWEL 3'-0" MINIMUM INTO THE FOUNDATION WALL (UNO).

6. PROVIDE TWO VERTICAL BARS (MIN) AT ALL CORNERS AND END OF WALLS.

7. HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS.  WHERE

BOTH HORIZONTAL WALL REINFORCING AND LINTEL REINFORCING OCCUR IN THE SAME

COURSE, USE THE LARGER REINFORCING.

8. SEE DETAILS 7/S501 FOR WHERE HORIZONTAL REINFORCING TERMINATES AT EDGE OF

OPENINGS.

9. IN CONCRETE FOUNDATION WALL BELOW, ALTERNATE VERTICAL CONCRETE WALL

REINFORCING WITH VERTICAL MASONRY REINFORCING.

10. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

SCHED_MAS_PIER-01

MASONRY PIER SCHEDULE
5

MASONRY PIER SCHEDULE

TYPE A

MP-8A WT x 8" (2) #5 NONE

VERTICAL
MARK SIZE

NO SCALE

REINFORCING SCHEMATIC
REINFORCING

TIES

MASONRY PIER NOTES:

1. VERTICAL REINFORCING AND TIES SHALL EXTEND FULL HEIGHT OF WALL (UNO).

2. VERTICAL MASONRY PIER REINFORCING SHALL EXTEND INTO THE FOOTING AND TERMINATE WITH A STANDARD 90° HOOK. FOR CONCRETE

FOUNDATION WALLS 4'-0" OR TALLER, VERTICAL PIER REINFORCING SHALL DOWEL 3'-0" MINIMUM INTO THE FOUNDATION WALL (UNO).

3. IN CONCRETE FOUNDATION WALLS, PROVIDE #3 TIE AT TOP OF FOUNDATION WALL WITH SAME CONFIGURATION OF MASONRY PIER ABOVE.

HORIZONTAL REINFORCING OF ADJACENT WALLS SHALL RUN CONTINUOUS THROUGH MASONRY PIERS.

4. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

COMMENTS

MP-24x24 24"x24 (4) #5 #3 AT 8" O.C. TYPE A

SCHED_MAS_LNTL-01

MASONRY LINTEL SCHEDULE
6

MASONRY LINTEL SCHEDULE
16

"

ML-16A 16" 6'-0" (1) #5 x CONT
TOP AND BOTTOM

NONE

ML-16A

MARK DEPTH
UNSCHEDULED OPENINGS

MAXIMUM SPAN FOR

NO SCALE

COMMENTS
STIRRUPSHORIZONTAL

REINFORCING

.

MASONRY LINTEL NOTES:

1.       LINTEL WIDTH AND MATERIAL TYPE SHALL BE THE SAME AS THE WALL IN WHICH THE LINTEL IS CONSTRUCTED.

2.       GROUT MASONRY LINTELS MONOLITHICALLY WITH THE SUPPORT WALL OR PIER AT EACH END.

3.       MASONRY LINTEL ML-16A SHALL BE USED OVER OPENINGS IN MASONRY WALLS WHEN A SPECIFIC MASONRY LINTEL IS NOT OTHERWISE

SPECIFIED. WHEN A LINTEL IS SPECIFIED ON THE PLANS, THE MAXIMUM SPAN AS NOTED IN THIS SCHEDULE SHALL NOT APPLY. CONSULT THE

STRUCTURAL ENGINEER FOR LINTELS NOT SPECIFIED ON THE PLANS WHICH HAVE A SPAN GREATER THAN 6'-0".

4.       EXTEND ALL HORIZONTAL REINFORCING 48 BAR DIAMETERS MINIMUM BEYOND THE EDGE OF ALL OPENINGS. IF HORIZONTAL REINFORCING

CANNOT EXTEND 48 BAR DIAMETERS BEYOND EDGE OF OPENING, PROVIDE 90° STANDARD HOOK.

5.       SPLICE TOP BARS AT MIDSPAN OF LINTEL ONLY AND BOTTOM BARS OVER SUPPORTS ONLY.

6.       HORIZONTAL WALL REINFORCING SHALL CONTINUE THROUGH MASONRY LINTELS. WHERE BOTH HORIZONTAL WALL REINFORCING AND LINTEL

REINFORCING OCCUR IN THE SAME COURSE, USE THE LARGER REINFORCING.

7.       DOWEL VERTICAL REINFORCING OF WALL ABOVE LINTEL INTO THE FULL DEPTH OF LINTEL OR 48 BAR DIAMETERS, WHICHEVER IS LESS.

8.       SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

SCHED_MAS_REINF-03

2015 IBC

7
MASONRY REINFORCING LAP SCHEDULE (1500psi)

MASONRY REINFORCING LAP SCHEDULE

NO SCALE

(2) BARS PER CELL

40"

24"

BAR SIZE

40"

24"#4

#5

(1) BAR PER CELL

16"16"#3

190062_S601-08

8
SHEATHING SCHEDULE AT ROOF AND FLOOR

SHEATHING SCHEDULE AT ROOF

[PLAN VIEW]

1/8" GAP AT END JOINTS

1/
16

" 
G

A
P

 A
T

 S
ID

E
 J

O
IN

T
S

2'-0" MIN LAP

TYP HORIZ OR VERT
(WHERE LAP OCCURS)

INTERIOR WOOD SHEARWALL,
WHERE OCCURS, SEE PLAN

NO SCALE

THICKNESS
WOOD SHEATHING

LOCATION
CONT EDGE NAIL

BOUNDARY
COMMENTSEDGE BLOCKFIELD NAIL

OTHER EDGE

EDGE NAIL
NAIL SIZE

ROOF 19/32" 40/20 10d 6" 6" 12" 6" NO

CENTER EDGES OF
SHEATHING ON JOISTS
AND BLOCKS

EDGE NAIL, CONTINUOUS
EDGE (WHEN BLOCKING

EDGE NAIL, OTHER
EDGE (STAGGERED)

FIELD NAILING

BOUNDARY NAIL

EDGE BLOCKING WHERE
REQ'D, LAY FLAT (UNO)

LEDGER

WALL (WHERE OCCURS),

SHEATHING. STAGGER
JOINTS AND ALTERNATE
GRAIN DIRECTIONS

SEE PLAN

IS REQUIRED)

SHEATHING NOTES:

1. MINIMUM NAIL PENETRATION INTO FRAMING: 8d-1.1/2", 10d-1.5/8".

2. USE COMMON NAILS (8d DIAMETER = 0.131", 10d DIAMETER = 0.148").

3. ALL WOOD FLOOR SHEATHING SHALL BE GLUED AND NAILED. USE A CONSTRUCTION ADHESIVE.

4. PROVIDE (2) ROWS OF BOUNDARY NAILING STAGGERED OVER INTERIOR SHEAR WALLS AT FLOOR AND ROOF.

5. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

(2) ROWS OF BOUNDARY
NAILING- STAGGERED OVER
INTERIOR WOOD SHEAR WALL

SPAN
RATING

SCHED_WOOD_NAIL-01

9
MINIMUM NAILING SCHEDULE

MINIMUM NAILING SCHEDULE
NAILINGCONNECTION

SILL PLATE TO JOIST OR BLOCKING, FACE NAIL
BRIDGING TO JOIST, TOENAIL EACH END
BLOCKING BETWEEN JOIST OR RAFTERS TO TOP PLATE, TOE NAIL
RIM JOIST TO TOP PLATE, TOE NAIL
COLLAR TIE TO RAFTER, FACE NAIL
JACK RAFTER TO HIP,

FACE NAIL
ROOF RAFTER TO 2x RIDGE BEAM,

JOIST TO BAND JOIST, FACE NAIL

TOE NAIL

FACE NAIL
TOE NAIL

LEDGER STRIP, FACE NAIL
TOP PLATE TO STUD, END NAIL
DOUBLE STUDS, FACE NAIL
DOUBLED TOP PLATES, FACE NAIL
TOP PLATES, LAPS & INTERSECTION, FACE NAIL
CONTINUOUS HEADER, TWO PIECES
CEILING JOISTS TO PLATE, TOENAIL
CONTINUOUS HEADER TO STUD, TOENAIL
CEILING JOISTS, LAPS OVER PARTITIONS, FACE NAIL
CEILING JOISTS TO PARALLEL RAFTERS, FACE NAIL
RAFTER TO PLATE, TOENAIL
1" BRACE TO EACH STUD & PLATE, FACE NAIL
BUILT-UP CORNER STUDS
BUILT-UP GIRDER & BEAMS

PLYWOOD & PARTICLEBOARD:

16d AT 16" O.C.
(2) 8d
(3) 8d
8d AT 6" O.C.
(3) 10d
(3) 10d
(2) 16d
(2) 16d
(2) 16d
(3) 16d
(3) 16d
(2) 16d
16d AT 24" O.C.
16d AT 16" O.C.
(2) 16d
16d AT 16" O.C. ALONG EACH EDGE
(3) 8d
(4) 8d
(3) 16d
(3) 16d
(3) 8d
(2) 8d

20d AT 32" O.C. AT TOP, BOTTOM, AND STAGGERED ON OPPOSITE SIDES. (2) 20d AT ENDS

NO SCALE

16d AT 24" O.C.

MINIMUM NAILING NOTES:

1. NAILING SCHEDULE IS PER TABLE 2304.10.1 OF THE I.B.C. 2018.

2. NAILING REQUIREMENTS SHOWN HERE DO NOT REPLACE HARDWARE SHOWN ON THE PLANS OR DETAILS.

3. MINIMUM NAIL PENETRATION INTO FRAMING: 8D - 1.1/2", 10D - 1.5/8", 16D - 1.3/4" (UNO).

4. USE COMMON NAILS (8d DIAMETER = 0.131", 10d DIAMETER = 0.148", 16d DIAMETER = 0.162")

5. SEE GENERAL STRUCTURAL NOTES FOR ADDITIONAL REQUIREMENTS.

AND AT EACH SPLICE.
STUD TO SOLE PLATE, TOE NAIL (4) 8d
STUD TO SOLE PLATE, END NAIL (2) 16d

SEE WOOD SCHEDULE USED IN DRAWINGS FOR NAIL SIZE AND SPACING

STRUCTURALBHB
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ME001

MECHANICAL

COVER SHEET

18.0850
29 MAY 2020

Grand Junction Dos

Rios Park Restroom

PERMIT SET

MECHANICAL SHEET INDEX
ME001 MECHANICAL COVER SHEET

ME501 MECHANICAL DETAILS

ME601 MECHANICAL SCHEDULES

MH101 MECHANICAL PLANS

ABBREVIATIONS
NOTE: ALL ABBREVIATIONS MAY NOT BE USED.

DEFINITIONS
NOTE: ALL DEFINITIONS MAY NOT BE USED.

INDICATED:  THE TERM "INDICATED" REFERS TO GRAPHIC 
REPRESENTATIONS, NOTES, OR SCHEDULES ON THE DRAWINGS, OTHER 
PARAGRAPHS OR SCHEDULES IN THE SPECIFICATIONS, AND SIMILAR 
REQUIREMENTS IN THE CONTRACT DOCUMENTS.  WHERE TERMS SUCH 
AS "SHOWN", "NOTED", "SCHEDULED", AND "SPECIFIED" ARE USED, IT IS 
TO HELP THE READER LOCATE THE REFERENCE, NO LIMITATION ON 
LOCATION IS INTENDED.

DIRECTED:  TERMS SUCH AS "DIRECTED", "REQUESTED", AUTHORIZED", 
"SELECTED", "APPROVED", "REQUIRED", AND "PERMITTED" MEAN 
"DIRECTED BY THE ENGINEER", "REQUESTED BY THE ENGINEER", AND 
SIMILAR PHRASES.

APPROVED:  THE TERM "APPROVED", WHERE USED IN CONJUNCTION 
WITH THE ENGINEER'S ACTION ON THE CONTRACTOR'S SUBMITTALS, 
APPLICATIONS, AND REQUESTS, IS LIMITED TO THE ENGINEER'S DUTIES 
AND RESPONSIBILITIES AS STATED IN GENERAL AND SUPPLEMENTARY 
CONDITIONS.

FURNISH:  THE TERM "FURNISH" IS USED TO MEAN "SUPPLY AND DELIVER 
TO THE PROJECT SITE, READY FOR UNLOADING, UNPACKING, ASSEMBLY, 
INSTALLATION, AND SIMILAR OPERATIONS."

INSTALL:  THE TERM "INSTALL" IS USED TO DESCRIBE OPERATIONS AT 
PROJECT SITE INCLUDING THE ACTUAL "UNLOADING, UNPACKING, 
ASSEMBLY, ERECTION, PLACING, ANCHORING, APPLYING, WORKING TO 
DIMENSION, FINISHING, CURING, PROTECTING, CLEANING, AND SIMILAR 
OPERATIONS."

PROVIDE:  THE TERM "PROVIDE" MEANS "TO FURNISH AND INSTALL, 
COMPLETE AND READY FOR THE INTENDED USE."

INSTALLER:  AN "INSTALLER" IS THE CONTRACTOR OR AN ENTITY 
ENGAGED BY THE CONTRACTOR, EITHER AS AN EMPLOYEE, 
SUBCONTRACTOR, OR SUB-SUBCONTRACTOR, FOR PERFORMANCE OF A 
PARTICULAR CONSTRUCTION ACTIVITY, INCLUDING INSTALLATION, 
ERECTION, APPLICATION, AND SIMILAR OPERATIONS.  INSTALLERS ARE 
REQUIRED TO BE EXPERIENCED IN THE OPERATIONS THEY ARE 
ENGAGED TO PERFORM.

HPS HIGH PRESSURE STEAM

MPS MEDIUM PRESSURE STEAM

LPS LOW PRESSURE STEAM

HPC HIGH PRESSURE CONDENSATE RETURN

MPC MEDIUM PRESSURE CONDENSATE RETURN

LPC LOW PRESSURE CONDENSATE RETURN

PC PUMP DISCHARGE

TWS TEMPERED WATER SUPPLY

CHWS CHILLED WATER SUPPLY

CHWR CHILLED WATER RETURN

HHWS HEATING HOT WATER SUPPLY

HHWR HEATING HOT WATER RETURN

RL REFRIGERANT LIQUID

RS REFRIGERANT SUPPLY

CWS CONDENSER WATER SUPPLY

CWR CONDENSER WATER RETURN

D DRAIN LINE

HG HOT GAS BYPASS

GS GLYCOL SUPPLY

GR GLYCOL RETURN

FOS FUEL OIL SUPPLY

FOV FUEL OIL VENT

PIPING LEGEND
NOTE: ALL ABBREVIATIONS MAY NOT BE USED. 1 THE MECHANICAL DRAWINGS SHOW THE GENERAL DESIGN, ARRANGEMENT &

EXTENT OF THE MECHANICAL SYSTEM.  BECAUSE OF THE SMALL SCALE OF THE
DRAWINGS, THESE DRAWINGS DO NOT SHOW ALL OFFSETS, BENDS OR ELBOWS
NECESSARY FOR THE COMPLETE INSTALLATION IN THE SPACE PROVIDED.
CONTRACTOR SHALL MAKE SUCH SLIGHT ALTERATIONS AS MAY BE NECESSARY
TO MAKE THE SYSTEM COMPLETE & OPERATIONAL IN ACCORDANCE WITH THE
DESIGN INTENT.

MAJOR DEVIATIONS SUCH AS CHANGES IN COMPONENT SIZES, WEIGHTS,
QUANTITIES OR MATERIAL REQUIRE PRIOR APPROVAL BY THE DESIGN ENGINEER.

2 THE DRAWINGS & SPECIFICATIONS HAVE BEEN PREPARED TO SUPPLEMENT EACH
OTHER & SHALL BE INTERPRETED AS AN INTEGRAL UNIT WITH THE ITEMS SHOWN
ON ONE & NOT THE OTHER BEING FURNISHED & INSTALLED AS THOUGH SHOWN &
CALLED OUT IN BOTH.

3 THE ENTIRE MECHANICAL INSTALLATION SHALL CONFORM TO THE
REQUIREMENTS OF THE MOST RECENTLY ADOPTED BUILDING CODES,
MECHANICAL CODE, PLUMBING CODE, ELECTRICAL CODE, & ALL OTHER
APPLICABLE CITY, COUNTY, STATE, & FEDERAL CODES & REGULATIONS IN
EFFECT.

4 THE ENTIRE MECHANICAL INSTALLATION SHALL CONFORM TO ANY CODES, RULES,
REGULATIONS & REQUIREMENTS OF THE BUILDING OWNER.

5 PRIOR TO FABRICATION & INSTALLATION OF ANY MECHANICAL COMPONENT THE
CONTRACTOR SHALL COORDINATE THE INSTALLATION OF ALL MECHANICAL WORK
WITH ALL OTHER BUILDING TRADES, INCLUDING BUILDING TRADES HIRED
DIRECTLY BY THE OWNER. WHERE CONFLICTS MAY OCCUR, THEY SHALL BE
RESOLVED PRIOR TO INSTALLATION.

6 THE SPACE ABOVE ALL CEILINGS IS LIMITED. CAREFUL COORDINATION IS
REQUIRED WITH ALL TRADES BEFORE ANY PIPE, DUCT, OR EQUIPMENT IS
ORDERED & OR INSTALLED. ANY CONFLICTS &/OR CHANGES FOUND DURING
INSTALLATION THAT RESULTS FROM THE LACK OF COORDINATION BY THE
CONTRACTORS DURING THE SHOP DRAWING PROCESS ARE THE RESPONSIBILITY
OF THE CONTRACTOR.

7 ALL MECHANICAL INFORMATION IS NOT SHOWN ON THE MECHANICAL DRAWINGS.
THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING ALL
INFORMATION ON ALL OTHER CONSTRUCTION DOCUMENT.

8 THE CONTRACTOR SHALL BE RESPONSIBLE TO REVIEW & USE, WHERE
APPROPRIATE, ALL THE MECHANICAL DETAILS SHOWN ON THE DRAWINGS.
DETAILS MAY OR MAY NOT BE CALLED OUT ON THE DRAWINGS WITH SYMBOLS OR
KEYED NOTES. ANY CHANGES RESULTING FROM FAILURE TO INSTALL THE
MECHANICAL SYSTEM WITHOUT USING THE INCLUDED DETAILS SHALL BE THE
RESPONSIBILITY OF THE CONTRACTOR.

9 THE STRUCTURE SHOWN ON ALL DETAILS MAY OR MAY NOT PERTAIN TO A
PORTION OR ANY PORTION OF THE BUILDING. COORDINATE ALL MOUNTING
REQUIREMENTS WITH ARCHITECTURAL & STRUCTURAL DRAWINGS.

10 ANY PART OF THE MECHANICAL INSTALLATION THAT FAILS, IS UNFIT, OR
BECOMES DAMAGED DURING CONSTRUCTION SHALL BE REPAIRED OR REPLACED
BY THE CONTRACTOR AT NO ADDITIONAL COST TO THE OWNER.

11 SEE ARCHITECTURAL REFLECTED CEILING PLAN FOR EXACT LOCATION OF ALL
CEILING DIFFUSERS & GRILLES.

12 CONTRACTOR SHALL OPERATE THE SYSTEM & DEMONSTRATE ALL ASPECTS OF
THE SYSTEM TO THE ENGINEER &/OR OWNER TO PROVE ALL SYSTEMS ARE
OPERATIONAL.

13 DURING CONSTRUCTION, THE CONTRACTOR SHALL MAINTAIN A SET OF AS-BUILT
REDLINED RECORD DRAINING AT THE PROJECT SITE. ALL CHANGES IN LAYOUT,
ROUTING, EQUIPMENT, COMPONENTS, & ACCESSORIES SHALL BE RECORDED.
THESE REDLINED DRAWINGS SHALL BE GIVEN TO THE ARCHITECT/ENGINEER
AFTER THE FINAL INSPECTION IN ACCORDANCE WITH SPECIFICATIONS.

1 ALL CAPACITIES ARE AT JOB SITE CONDITIONS & ARE MINIMUM CAPACITY.

2 ALL MECHANICAL EQUIPMENT SHALL BE INSTALLED TO CONFORM WITH LOCAL
SEISMIC REQUIREMENTS & THE REQUIREMENTS OF THESE CONSTRUCTION
DOCUMENTS.

3 VERIFY ALL REQUIRED SERVICE CONNECTIONS, INCLUDING ELECTRICAL
CHARACTERISTICS FOR ALL EQUIPMENT PRIOR TO ORDERING EQUIPMENT.

4 ALL EQUIPMENT SHALL BE INDEPENDENTLY SUPPORTED FROM STRUCTURAL
MEMBERS.

5 ALL EQUIPMENT SHALL BE INSTALLED IN ACCORDANCE WITH MANUFACTURER'S
WRITTEN INSTALLATION INSTRUCTIONS.

6 ALL SIMILAR EQUIPMENT SHALL BE OF THE SAME MANUFACTURER.

7 AIR INLETS & OUTLETS SHALL BE OF THE SAME MANUFACTURER.

8 THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE HVAC EQUIPMENT CHECK-IN,
SAFEKEEPING, & DAMAGE.

SOLENOID VALVE
S

BUTTERFLY VALVE

FLOAT AND THERMOSTATIC TRAP

ANCHOR

CAPPED PIPE

UNION

90 DEG TEE DOWN

90 DEG TEE UP

90 DEG ELBOW DOWN

90 DEG ELBOW UP

REFRIGERANT FILTER DRIER

REFRIGERANT STRAINER

REFRIGERANT SITE GLASS

REDUCER ECCENTRIC

REDUCER CONCENTRIC

VICTUALIC COUPLING

THERMOMETER

PRESSURE GAUGE

FLEXIBLE CONNECTION

GAUGE COCK

STRAINER

MANUAL AIR VENTMAV

GAS COCK

EXPANSION VALVE (REFRIG.)

FLOW SETTER

BALANCING OR PLUG COCK

VENTURI

ANGLE VALVE

PRESSURE REDUCING VALVE

CHAIN OPERATED GATE VALVE

RELIEF VALVE

BALL VALVE

GLOBE VALVE

AUTO 3-WAY VALVE

AUTO 2-WAY VALVE

CHECK VALVE

GATE VALVE

SHUT OFF VALVE

SYMBOL LEGEND
SYMBOL DESCRIPTION

REFER EN CE AND LINE SYMBOLS

HVAC SYMBOLS

HUMIDISTATH

TEMPERATURE SENSORS

THERMOSTATT

POINT OF DEMOLITION

REFERENCE LINES AND SYMBOLS

BREAK, ROUND

BREAK, STRAIGHT

NEW CONNECTION TO EXISTING

CONTRACT LIMIT LINE: DASHDOT, WIDE LINE

HIDDEN FEATURES LINE: HIDDEN, THIN LINE

MATCHLINE INDICATOR
MATCH LINE 
SEE XX/X-XXX

DIFFUSER/GRILLE INDICATORTYPE
SIZE

DIFFUSER/GRILLE INDICATOR
TYPE
CFM
SIZE

PLUMBING FIXTURE INDICATOR

EQUIPMENT INDICATOR

REVISION INDICATOR

KEYNOTE INDICATOR1

SPACE NUMBER100

ELEVATION OR SECTION INDICATOR, INTERIOR:  
# INDICATES ELEVATION OR SECTION NUMBER, 
SHEET INDICATES DRAWING SHEET WHERE 
ELEVATION OR SECTION IS SHOWN.

#

SHEET

ELEVATION OR SECTION INDICATOR, EXTERIOR: 
# INDICATES ELEVATION OR SECTION NUMBER, 
SHEET INDICATES DRAWING SHEET WHERE 
ELEVATION OR SECTION IS SHOWN.

#

SHEET

DETAIL INDICATOR:  # INDICATES DETAIL 
NUMBER, SHEET INDICATES DRAWING SHEET 
WHERE DETAIL IS SHOWN.

#

SHEET

SYMBOL LEGEND
SYMBOL DESCRIPTION

DUCT SIZE OR SHAPE 
TRANSITION

REFER EN CE AND LINE SYMBOLS

DUCT WORK

SINGLE LINE DOUBLE LINE DESCRIPTION

90° RADIUS ELBOW 
R=1.5

DUCT TO BE REMOVED

FLEXIBLE CONNECTION

FLEXIBLE CONNECTION

FC FC

SMOKE DAMPER

SD SD

FIRE DAMPER

FIRE SMOKE DAMPER

EXHAUST GRILLE

RETURN GRILLE

ROUND FLEXIBLE DUCT

SIDEWALL REGISTER 
SUPPLY OR RETURN

ROUND CEILING 
DIFFUSER

SQUARE OR 
RECTANGULAR CEILING 
DIFFUSER

SPLITTER DAMPER

COMBINATION TEE

BUTTERFLY BALANCING 
DAMPER IN ROUND 
DUCTS

OPPOSED BLADE 
BALANCING DAMPER 
(O.B.D.) IN RECT DUCT

90° RECTANGULAR 
ELBOW WITH TURNING 
VANES

ACCOUSTICALLY LINED 
RECTANGULAR DUCT

ROUND DUCT DOWN

ROUND DUCT UP

RECTANGULAR EXHAUST
DUCT DOWN

RECTANGULAR EXHAUST
DUCT UP

RECTANGULAR RETURN
DUCT DOWN

RECTANGULAR RETURN
DUCT UP

RECTANGULAR SUPPLY
DUCT DOWN

RECTANGULAR SUPPLY
DUCT UP

SYMBOL LEGEND
SYMBOL DESCRIPTION

(E) EXISTING

(F) FUTURE

AD ACCESS DOOR

AIR COND AIR CONDITION(-ING,-ED)

APD AIR PRESSURE DROP

BD BALANCING DAMPER

BHP BRAKE HORSE POWER

BTU BRITISH THERMAL UNIT

BTUH BTU/HOUR

CFH CUBIC FEET PER HOUR

CFM CUBIC FEET PER MINUTE

CLG COOLING

COMP COMPONENT

COND CONDENS(-ER, -ING, -ATION)

CV CONTROL VALVE

DB DRY BULB TEMPERATURE

DCW DOMESTIC COLD WATER

DHW DOMESTIC HOT WATER

DHWR DOMESTIC HOT WATER RECIRC

DIA DIAMETER

DISCH DISCHARGE

DP DEPTH OR DEEP

EA EXHAUST AIR

EER ENERGY EFFICIENCY RATIO

EFF EFFICIENCY

EG ETHYLENE GLYCOL

ELEC ELECTRIC

ELEV ELEVATION

ENT ENTERING

EVAP EVAPORAT(-E, -ING, -ED, -OR)

EWT ENTERING WATER TEMPERATURE

EXT EXTERNAL

FC FLEXIBLE CONNECT(-OR, -ION)

FD FIRE DAMPER

FLA FULL LOAD AMPS

FPI FINS PER INCH

FPM FEET PER MINUTE

FPS FEET PER SECOND

FSD FIRE SMOKE DAMPER

GAL GALLON(S)

GE GREASE EXHAUST

GPH GALLONS PER HOUR

GPM GALLONS PER MINUTE

HD HEAD

HG MERCURY

HP HORSEPOWER

HR HOUR

HT HEIGHT

HTG HEATING

HZ HERTZ (FREQUENCY)

ID INSIDE DIAMETER

IN INCH

KW KILOWATT

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LG LENGTH

LH LATENT HEAT

LRA LOCKED ROTOR AMPS

LVG LEAVING

LWT LEAVING WATER TEMPERATURE

MBH THOUSAND BTU PER HOUR

MCA MINIMUM CIRCUIT AMPS

MFR MANUFACTUR(-ER, -ED)

NC NOISE CRITERIA

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NPSH NET POSITIVE SUCTION HEAD

NTS NOT TO SCALE

OA OUTSIDE AIR

OD OUTSIDE DIAMETER

OZ OUNCE

PD PRESSURE DROP OR DIFFERENCE

PG PROPOLENE GLYCOL

PH PHASE

PPM PARTS PER MILLION

PRESS PRESSURE

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PSIA PSI ABSOLUTE

PSIG PSI GAUGE

R THERMAL RESISTANCE

RA RETURN AIR

RECIRC RECIRCULATE

REFR REFRIGERATION

REQD REQUIRED

RLA RATED LOAD AMPS

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SC SHADING COEFFICIENT

SCFM STANDARD CUBIC FEET PER MINUTE

SCW SOFT COLD WATER

SF SAFETY FACTOR

SH SENSIBLE HEAT

SP STATIC PRESSURE

SPEC(S) SPECIFICATION(S)

SQ SQUARE

STD STANDARD

SW SOIL, WASTE

TA(R) TRANSFER AIR (RETURN)

TA(S) TRANSFER AIR (SUPPLY)

TD TEMP. DROP OR DIFF.

TEMP TEMPERATURE

THERM THERMAL

TOT TOTAL

TSTAT THERMOSTAT

V VOLT

V VENT

VAC VACUUM

VAV VARIABLE AIR VOLUME

VEL VELOCITY TEMPERATURE

VEL VELOCITY

VENT VENT, VENTILATION

VERT VERTICAL

VFD VARIABLE FREQUENCY DRIVE

VOL VOLUME

WB WET BULB TEMP

WC WATER COLUMN

WG WATER GAUGE

WPD WATER PRESSURE DROP

WT WEIGHT

WTR WATER

MECHANICAL GENERAL NOTES

GENERAL EQUIPMENT NOTES

REFER EN CE AND LINE SYMBOLS

VALVES, METERS, AND GAUGES



R

R

L

X

L

X

NTS

NTS

NTS

NTS NTS

2
CEILING DIFFUSER(SURFACE)

3
DUCT OFFSETS

4
DUCT TRANSITION

ROUND DUCT HANGER RECTANGULAR DUCT HANGER
5 1

FLEXIBLE DUCT

SEE SPECIFICATION

(3'-0" MAXIMUM

LENGTH)

CEILING SYSTEM

SEE ARCHITECTURAL

PLANS

CEILING DIFFUSER

SECURE FLEXIBLE DUCT

WITH CINCH BAND

RIGID DUCT

FIRE DAMPER

(AS REQ'D) SEE PLAN

SECURE DUCT TO

DIFFUSER WITH

SHEET METAL SCREWS

NOTE:

BE INDEPENDENTLY SUPPORTED.

OPPOSED BLADE

DAMPER

CEILING INLETS AND OUTLETS SHALL

CEILING DIFFUSER

SHALL BE

INDEPENDANTLY

SUPPORTED.

WHERE REQUIRED

DUCT TRANSITION

PLAN OR SIDE VIEWPLAN OR SIDE VIEW

      SHALL APPLY.

NOTE: UNLESS OTHERWISE INDICATED ON PLANS, MAXIMUM ANGLES SHOWN

EQUIPMENT

AIR FLOW

20 30

30
15

20

DUCT TRANSITION WITH EQUIPMENT IN DUCT

6"

MIN.

(TYP.)

W2 = W1

W1

OFFSET TYPE 1: ANGLED

  L (MIN.) = X / 0.26

W1

W2 = W1

OFFSET TYPE 2: MITERED

  L (MIN.) = X / 0.5

W1

W2 = W1

NOTES:
1. UNLESS OTHERWISE INDICATED ON PLANS, MAXIMUM
ANGLES SHOWN SHALL APPLY.
2. ALL OFFSETS SHOWN ON DRAWINGS SHALL BE MADE
WITH ANY OF THE 3 OFFSET TYPES ABOVE.

15° MAX.

30° MAX.

OFFSET TYPE 3: RADIUSSED  R (MIN.) = 3W / 2

USE TRAPEZE HANGER FOR

RECTANGULAR DUCT LARGER

THAN 60" WIDTH

NOTE:

24" MAX. 36" MAX.

1" X 20 GA.2 #10 SHEET
METAL SCREW
OR ONE r"∅
BOLT

1" X  22 GA.

OVERHEAD
STRUCTURAL
MEMBER

ROUND DUCT

2 #10 SHEET
METAL SCREW
OR ONE r"∅
BOLT

DUCT

60" MAX.

1" MIN.

RESTRAINED

CLIP

USE TRAPEZE HANGER FOR

RECTANGULAR DUCT LARGER

THAN 60" WIDTH

NOTE:

2 #10 SHEET
METAL SCREW
OR ONE r"∅
BOLT

BEND TAB UNDER

#10 SHEET
METAL SCREW. 6"
O.C. (TYPICAL)

OVERHEAD
STRUCTURAL
MEMBER

1" STRAP (MIN.)
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CEILING DIFFUSER, REGISTER & GRILLE SCHEDULE

SYMBOL DESCRIPTION

SIZES

ACCEPTABLE
MANUFACTURERSNOMINAL SIZE

(NECK SIZE)
AIR FLOW

(CFM)

CD

CEILING DIFFUSER:
FULL LOUVER FACE, REMOVABLE CORE, LAY-IN CEILING MOUNTING,
24" X 24" PANEL SIZE, 4-WAY PATTERN, ROUND NECK, ALUMINUM CONSTRUCTION
NC-35 MAXIMUM, TESTED IN ACCORDANCE WITH ADC TEST 1062,
OPTIONS & ACCESSORIES:
BAKED ENAMEL WHITE FINISH.  PROVIDE CEILING MOUNT TO MATCH CEILING TYPE.

6" DIA.
8" DIA.
10" DIA.
12" DIA.
14" DIA.

120
200
400
700
1000

KRUEGER 51400
TITUS
PRICE

CG

CEILING EXHAUST GRILLE:
PERFORATED FACEPLATE, ALUMINUM, CEILING MOUNTING,
NC-35 MAXIMUM, TESTED IN ACCORDANCE WITH ADC 1062.
3/16" HOLES ON 1/4" STAGGERED CENTERS
OPTIONS & ACCESSORIES:
BAKED ENAMEL WHITE FINISH

6" X 6"
8" X 8"

10" X 10"
12" X 12"
14" X 14"
22" X 22"

130
260
450
700
900
2000

KRUEGER S580P
PRICE
TITUS

EG

CEILING EXHAUST GRILLE:

EGGCRATE, 1/2"X1/2"X1/2", ALUMINUM

NC-35 MAXIMUM, TESTED IN ACCORDANCE WITH ADC 1062.

BAKED ENAMEL WHITE FINISH

SEE PLANS SEE PLANS
KRUEGER EGC5

PRICE
TITUS

EXHAUST FAN SCHEDULE

SYMBOL AREA SERVED MANUFACTURER MODEL NO. CONFIG.
AIRFLOW

(CFM)
STATIC PRESSURE

(INCHES W.G.)
FAN SPEED

(RPM)

MOTOR MAXIMUM
NOISE LEVEL

(SONES)

OPTIONS AND
ACCESSORIES

CONTROL
NOTES /

COMMENTS
HP VOLTZ PHASE HERTZ

EF-1 RESTROOMS LOREN COOK 100 SDB INLINE 280 0.4 1089 1 / 6 115 1 60 8 (1) (2) (11) (101)

ACCEPTABLE MANUFACTURERS OPTIONS & ACCESSORIES CONTROLS NOTES & COMMENTS

LOREN COOK
TWIN CITY
PENN VENTILATOR
GREENHECK

(1) GRAVITY BACKDRAFT DAMPER AT PENETRATION THROUGH BUILDING
ENVELOPE.
(2) ALUMINUM CONSTRUCTION.

(11)  INTERLOCK OPERATION OF FAN WITH
LIGHTS/OCCUPANCY SENSOR.
(12)  CONTINUOUS OPERATION.

(101) ALL CAPACITIES AT JOB SITE ELEVATION.

AIR HANDLING UNIT SCHEDULE

SYMBOL AREA SERVED CFM EXT S.P. @ S.L. MIN. CKT. AMPS
HEATING COIL UNIT

MANUGACTURER &
MODEL NO.

NOTES

NO. KW ∅ VOLT ∅ VOLT

AHU-1 ENTIRE BUILDING 660 .3" 27.1 1 6 1 230 1 230 FIRST CO. 18XMBX  (1)

NOTES:

(1)  HORIZONTAL FAN COIL, WITH 1/8 HP DIRECT DRIVE THERMALLY PROTECTED MOTOR.  6 KW HEATER, FILTERS, CONTACTOR, AND RELAY TO CYCLE FAN AND
HEATING ELEMENTS.

DUCT INSULATION REQUIREMENTS

DUCT SYSTEM DUCT LOCATION INSULATION MATERIAL

MINIMUM THERMAL

RESISTANCE

("R")

FIELD APPLIED
JACKET

VAPOR
RETARDER

REQ'D

SUPPLY AIR

BUILDING INTERIOR, CONCEALED MINERAL-FIBER BLANKET 6.0 NONE NO

BUILDING INTERIOR, EXPOSED, OUTSIDE CONDITIONED SPACE MINERAL-FIBER BLANKET 6.0 NONE NO

BUILDING EXTERIOR (OUTSIDE BUILDING INSULATION) MINERAL-FIBER BLANKET 12.0 ALUMINUM NO

RETURN AIR

BUILDING INTERIOR, CONCEALED MINERAL-FIBER BLANKET 6.0 NONE NO

BUILDING INTERIOR, EXPOSED, OUTSIDE CONDITIONED SPACE MINERAL-FIBER BLANKET 6.0 NONE NO

BUILDING EXTERIOR (OUTSIDE BUILDING INSULATION) MINERAL-FIBER BLANKET 12.0 ALUMINUM NO

EXHAUST AIR ALL NONE --- --- ---

OUTSIDE AIR BUILDING INTERIOR, CONCEALED OR EXPOSED MINERAL-FIBER BLANKET 12.0 NONE NO

FLEXIBLE DUCT BUILDING INTERIOR
MINERAL-FIBER BLANKET

POLYETHYLENE INNER & OUTER JACKET
6.0 NONE NO

NOTES

(1)    ALL DUCT INSUL ATION SHALL HAVE ALL SERVICE JACKET MANUFACTURERED FROM KRAFT PAPER, REINFORCED SCRIM, ALUMI NUM FOIL OR VINYL FILM.

(2)   DUCT INSULATION SHALL BE MECHANICAL Y FASTENED TO DUCTS WIDER THAN 24"  AND SHALL BE AFFIXED TO BOTTOM OF DUCT WITH WELDED METAL PINS AND 2" WAHSERS AT 18" MAXIMUM SPACING.

(3)   DUCT LINER, WHERE SHOWN ON DRAWINGS, SHALL BE A MINIMUM OF 1" THICK AND SHALL HAVE A MINIMUM "R" VALUE OF 6.

(4)   DUCT LINER SHALL NOT BE SUBSTITUTED FOR DUCT LINER UNLESS THE MINIMUM "R" VALUE OF THE DUCT LINER IS INCREASED TO A MINIMUM OF 6.0.

(5)   DUCT DIMENSIONS SHOWN ON THE DRAWINGS ARE NET FREE AREA.  WHERE DUCT LINER IS SHOWN,  INCREASE METAL DUCT SIZE TO ALLOW FOR THICKNESS OF DUCT LINER.

(6)   TOTAL LENGTH OF FLEXIBLE DUCT RUN SHALL NOT EXCEE D 3'-0".  EXTEND SHEET METAL DUCT TO WITHIN 3'-0" OF THE AIR INLET OR AIR OUTLET DEVICE.

(7)   OFFSET OF FLEXIBLE DUCT SHALL NOT EXCEED ONE-HALF (1/2) OF THE DUCT DIAMETER.

(8)   ALL DUCT CHANGES IN DIRECTION SHALL BE MADE WITH RIGID ELBOWS OR OTHER RIGID METAL FITTINGS.

(9)   INDOOR DUCT INSULATION AND RELATED MATERIALS SHALL HAVE A  FLAME-SPREAD INDEX OF 25 OR LESS, AND SMOKE-DEVELOPED INDEX OF 50 OR LESS WHEN TESTED TO ASTM E 84.

(10)  OUTDOOR DUCT INSULATION AND RELATED MATERIALS SHALL HAVE A FLAME-SPREAD INDEX OF 75 OR LESS, AND SMOKE-DEVELOPED INDEX OF 150 OR LESS WHEN TESTED TO ASTM 84.

(11)  ALL DUCT COVERINGS AND LININGS SHALL NOT FLAME, GLOW, SMOLDER OR SMOKE WHEN TESTED IN ACCORDANCE WITH ASTM C 411.

(12)  ALL MATERIALS USED AS INTERNAL INSULATION AND EXPOSED TO THE AIR STREAM IN DUCTS SHALL BE  SHOWN TO BE DURABLE WHEN TESTED IN ACCORDANCE WITH UL 181.
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1/4" = 1'-0"

1
MAIN LEVEL MECHANICAL PLAN

SHEET KEYNOTES

1/4" = 1'-0"
2

ROOF MECHANICAL PLAN

1 PROVIDE TAMPER PROOF THERMOSTAT COVER WITH LOCK AND KEY. BASIS OF
DESIGN HONEYWELL  2E379.

2 INSTALL EXHAUST GRILLE ON UNDERSIDE OF AWNING.



SYMBOL DESCRIPTION

MISC. SYMBOL LEGEND

PLUMBING SYMBOL LEGEND
SYMBOL DESCRIPTION

C.B. CATCH BASIN

M.H. MANHOLE

W.H. WALL HYDRANT

H.B. HOSE BIBB

CLEANOUT TO GRADE

FLOOR CLEANOUT

WALL CLEANOUT

1/2 GRATE

3/4 GRATE

FULL GRATE

#

SHEET

DETAIL INDICATOR:  # INDICATES DETAIL
NUMBER, SHEET INDICATES DRAWING SHEET
WHERE DETAIL IS SHOWN.

#

SHEET

ELEVATION OR SECTION INDICATOR, EXTERIOR:
# INDICATES ELEVATION OR SECTION NUMBER,
SHEET INDICATES DRAWING SHEET WHERE
ELEVATION OR SECTION IS SHOWN.

ROOM OR SPACE NUMBER.100

KEYNOTE INDICATOR.1

REVISION INDICATOR.

EQUIPMENT INDICATOR.CU-1

PLUMBING FIXTURE INDICATOR.P-

DIFFUSER/GRILLE INDICATOR.

TYPE

CFM
SIZE

DIFFUSER/GRILLE INDICATOR.
TYPE
SIZE

BREAK, STRAIGHT

BREAK, ROUND.

MATCH LINE INDICATOR

HIDDEN FEATURES LINE:  HIDDEN, THIN LINE.

CONTRACT LIMIT LINE:  DASHDOT, WIDE LINE.

EXISTING

NEW CONNECTION POINT TO

IRRIGATION WATERIW

EVAC EVACUATION

CARBON DIOXIDECO2

NITROUS OXIDENO

MA MEDICAL AIR

N NITROGEN

O OXYGEN

COMPRESSED AIRCA

VAC VACUUM

LPG PROPANE

G GAS

CHILLED WATER RETURNCHWR

CHILLED WATER SUPPLYCHWS

SANITARY SEWERSS

EXISTING PIPE TO BE REMOVED(E)

(E) EXISTING PIPE

NON POTABLE WATER/       

VENT THRU ROOFVTR

SECONDARY RAINWATERSRW

RAINWATERRW

AW ACID WASTE

160° HOT WATER RETURN160R

160° HOT WATER160

180° HOT WATER RETURN180R

DOMESTIC HOT WATER RECIRC (DHWR)

DOMESTIC HOT WATER (DHW)

AV ACID VENT

VENT (V)

GREASE WASTE (GW)

SANITARY SEWER (SS)

180°F HOT WATER180

SD STORM DRAIN

PLUMBING PIPING LEGEND
SYMBOL DESCRIPTION

FP FIRE PROTECTION

LOW PRESSURE STEAMLPS

CWS CONDENSER WATER SUPPLY

CWR CONDENSER WATER RETURN

DOMESTIC COLD WATER (DCW)

GLYCOL SUPPLYGS

GLYCOL RETURNGR

HEATING HOT WATER RETURNHHWR

HEATING HOT WATER 
SUPPLY

HHWS
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ABBREVIATIONS
NOTE: ALL ABBREVIATIONS MAY NOT BE USED.

DEFINITIONS
NOTE: ALL DEFINITIONS MAY NOT BE USED.

INDICATED:  THE TERM "INDICATED" REFERS TO GRAPHIC 
REPRESENTATIONS, NOTES, OR SCHEDULES ON THE DRAWINGS, OTHER 
PARAGRAPHS OR SCHEDULES IN THE SPECIFICATIONS, AND SIMILAR 
REQUIREMENTS IN THE CONTRACT DOCUMENTS.  WHERE TERMS SUCH 
AS "SHOWN", "NOTED", "SCHEDULED", AND "SPECIFIED" ARE USED, IT IS 
TO HELP THE READER LOCATE THE REFERENCE, NO LIMITATION ON 
LOCATION IS INTENDED.

DIRECTED:  TERMS SUCH AS "DIRECTED", "REQUESTED", AUTHORIZED", 
"SELECTED", "APPROVED", "REQUIRED", AND "PERMITTED" MEAN 
"DIRECTED BY THE ENGINEER", "REQUESTED BY THE ENGINEER", AND 
SIMILAR PHRASES.

APPROVED:  THE TERM "APPROVED", WHERE USED IN CONJUNCTION 
WITH THE ENGINEER'S ACTION ON THE CONTRACTOR'S SUBMITTALS, 
APPLICATIONS, AND REQUESTS, IS LIMITED TO THE ENGINEER'S DUTIES 
AND RESPONSIBILITIES AS STATED IN GENERAL AND SUPPLEMENTARY 
CONDITIONS.

FURNISH:  THE TERM "FURNISH" IS USED TO MEAN "SUPPLY AND DELIVER 
TO THE PROJECT SITE, READY FOR UNLOADING, UNPACKING, ASSEMBLY, 
INSTALLATION, AND SIMILAR OPERATIONS."

INSTALL:  THE TERM "INSTALL" IS USED TO DESCRIBE OPERATIONS AT 
PROJECT SITE INCLUDING THE ACTUAL "UNLOADING, UNPACKING, 
ASSEMBLY, ERECTION, PLACING, ANCHORING, APPLYING, WORKING TO 
DIMENSION, FINISHING, CURING, PROTECTING, CLEANING, AND SIMILAR 
OPERATIONS."

PROVIDE:  THE TERM "PROVIDE" MEANS "TO FURNISH AND INSTALL, 
COMPLETE AND READY FOR THE INTENDED USE."

INSTALLER:  AN "INSTALLER" IS THE CONTRACTOR OR AN ENTITY 
ENGAGED BY THE CONTRACTOR, EITHER AS AN EMPLOYEE, 
SUBCONTRACTOR, OR SUB-SUBCONTRACTOR, FOR PERFORMANCE OF A 
PARTICULAR CONSTRUCTION ACTIVITY, INCLUDING INSTALLATION, 
ERECTION, APPLICATION, AND SIMILAR OPERATIONS.  INSTALLERS ARE 
REQUIRED TO BE EXPERIENCED IN THE OPERATIONS THEY ARE 
ENGAGED TO PERFORM.

(E) EXISTING

(F) FUTURE

AD ACCESS DOOR

AIR COND AIR CONDITION(-ING,-ED)

APD AIR PRESSURE DROP

BD BALANCING DAMPER

BHP BRAKE HORSE POWER

BTU BRITISH THERMAL UNIT

BTUH BTU/HOUR

CFH CUBIC FEET PER HOUR

CFM CUBIC FEET PER MINUTE

CLG COOLING

COMP COMPONENT

COND CONDENS(-ER, -ING, -ATION)

CV CONTROL VALVE

DB DRY BULB TEMPERATURE

DCW DOMESTIC COLD WATER

DHW DOMESTIC HOT WATER

DHWR DOMESTIC HOT WATER RECIRC

DIA DIAMETER

DISCH DISCHARGE

DP DEPTH OR DEEP

EA EXHAUST AIR

EER ENERGY EFFICIENCY RATIO

EFF EFFICIENCY

EG ETHYLENE GLYCOL

ELEC ELECTRIC

ELEV ELEVATION

ENT ENTERING

EVAP EVAPORAT(-E, -ING, -ED, -OR)

EWT ENTERING WATER TEMPERATURE

EXT EXTERNAL

FC FLEXIBLE CONNECT(-OR, -ION)

FD FIRE DAMPER

FLA FULL LOAD AMPS

FPI FINS PER INCH

FPM FEET PER MINUTE

FPS FEET PER SECOND

FSD FIRE SMOKE DAMPER

GAL GALLON(S)

GE GREASE EXHAUST

GPH GALLONS PER HOUR

GPM GALLONS PER MINUTE

HD HEAD

HG MERCURY

HP HORSEPOWER

HR HOUR

HT HEIGHT

HTG HEATING

HZ HERTZ (FREQUENCY)

ID INSIDE DIAMETER

IN INCH

KW KILOWATT

LAT LEAVING AIR TEMPERATURE

LBS POUNDS

LG LENGTH

LH LATENT HEAT

LRA LOCKED ROTOR AMPS

LVG LEAVING

LWT LEAVING WATER TEMPERATURE

MBH THOUSAND BTU PER HOUR

MCA MINIMUM CIRCUIT AMPS

MFR MANUFACTUR(-ER, -ED)

NC NOISE CRITERIA

NIC NOT IN CONTRACT

NO NORMALLY OPEN

NPSH NET POSITIVE SUCTION HEAD

NTS NOT TO SCALE

OA OUTSIDE AIR

OD OUTSIDE DIAMETER

OZ OUNCE

PD PRESSURE DROP OR DIFFERENCE

PG PROPOLENE GLYCOL

PH PHASE

PPM PARTS PER MILLION

PRESS PRESSURE

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PSIA PSI ABSOLUTE

PSIG PSI GAUGE

R THERMAL RESISTANCE

RA RETURN AIR

RECIRC RECIRCULATE

REFR REFRIGERATION

REQD REQUIRED

RLA RATED LOAD AMPS

RPM REVOLUTIONS PER MINUTE

SA SUPPLY AIR

SC SHADING COEFFICIENT

SCFM STANDARD CUBIC FEET PER MINUTE

SCW SOFT COLD WATER

SF SAFETY FACTOR

SH SENSIBLE HEAT

SP STATIC PRESSURE

SPEC(S) SPECIFICATION(S)

SQ SQUARE

STD STANDARD

SW SOIL, WASTE

TA(R) TRANSFER AIR (RETURN)

TA(S) TRANSFER AIR (SUPPLY)

TD TEMP. DROP OR DIFF.

TEMP TEMPERATURE

THERM THERMAL

TOT TOTAL

TSTAT THERMOSTAT

V VOLT

V VENT

VAC VACUUM

VAV VARIABLE AIR VOLUME

VEL VELOCITY TEMPERATURE

VEL VELOCITY

VENT VENT, VENTILATION

VERT VERTICAL

VFD VARIABLE FREQUENCY DRIVE

VOL VOLUME

WB WET BULB TEMP

WC WATER COLUMN

WG WATER GAUGE

WPD WATER PRESSURE DROP

WT WEIGHT

WTR WATER

1 THE PLUMBING DRAWINGS SHOW THE GENERAL DESIGN, ARRANGEMENT AND
EXTENT OF THE PLUMBING SYSTEM.  BECAUSE OF THE SMALL SCALE OF THE
DRAWINGS, THESE DRAWINGS DO NOT SHOW ALL OFFSETS, BENDS OR ELBOWS
NECESSARY FOR THE COMPLETE INSTALLATION IN THE SPACE PROVIDED.
CONTRACTOR SHALL MAKE SUCH SLIGHT ALTERATIONS AS MAY BE NECESSARY
TO MAKE THE SYSTEM COMPLETE AND OPERATIONAL IN ACCORDANCE WITH THE
DESIGN INTENT.  MAJOR DEVIATIONS SUCH AS CHANGES IN COMPONENT SIZES,
WEIGHTS, QUANTITIES OR MATERIAL REQUIRE PRIOR APPROVAL BY THE DESIGN
ENGINEER.

2 THE DRAWINGS AND SPECIFICATIONS HAVE BEEN PREPARED TO SUPPLEMENT
EACH OTHER AND SHALL BE INTERPRETED AS AN INTEGRAL UNIT WITH THE ITEMS
SHOWN ON ONE AND NOT THE OTHER BEING FURNISHED AND INSTALLED AS
THOUGH SHOWN AND CALLED OUT IN BOTH.

3 THE ENTIRE PLUMBING INSTALLATION SHALL CONFORM TO THE REQUIREMENTS
OF THE MOST RECENTLY ADOPTED BUILDING CODES, MECHANICAL CODE,
PLUMBING CODE, ELECTRICAL CODE, AND ALL OTHER APPLICABLE CITY, COUNTY,
STATE, AND FEDERAL CODES AND REGULATIONS IN EFFECT.

4 THE ENTIRE PLUMBING INSTALLATION SHALL CONFORM TO ANY CODES, RULES,
REGULATIONS AND REQUIREMENTS OF THE BUILDING OWNER.

5 PRIOR TO FABRICATION AND INSTALLATION OF ANY PLUMBING COMPONENT THE
CONTRACTOR SHALL COORDINATE THE INSTALLATION OF ALL PLUMBING WORK
WITH ALL OTHER BUILDING TRADES, INCLUDING BUILDING TRADES HIRED
DIRECTLY BY THE OWNER.  WHERE CONFLICTS MAY OCCUR, THEY SHALL BE
RESOLVED PRIOR TO INSTALLATION.

6 ALL PLUMBING INFORMATION IS NOT SHOWN ON THE PLUMBING DRAWINGS.  THE
CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING ALL INFORMATION ON
ALL OTHER CONSTRUCTION DOCUMENTS.

7 . THE CONTRACTOR SHALL BE RESPONSIBLE TO REVIEW AND USE, WHERE
APPROPRIATE, ALL THE PLUMBING DETAILS SHOWN ON THE DRAWINGS.  DETAILS
MAY OR MAY NOT BE CALLED OUT ON THE DRAWINGS WITH SYMBOLS OR KEYED
NOTES.  ANY CHANGES RESULTING FROM FAILURE TO INSTALL THE PLUMBING
SYSTEM WITHOUT USING THE INCLUDED DETAILS SHALL BE THE RESPONSIBILITY
OF THE CONTRACTOR.

8 ANY PART OF THE PLUMBING INSTALLATION THAT FAILS, IS UNFIT, OR BECOMES
DAMAGED DURING CONSTRUCTION SHALL BE REPAIRED OR REPLACED BY THE
CONTRACTOR AT NO ADDITIONAL COST TO THE OWNER.

9 PROVIDE PROPER PROVISIONS FOR EXPANSION, CONTRACTION, OR MOVEMENT
OF ALL PIPING.

10 PROVIDE LARGE ENOUGH PIPE SLEEVES THROUGH WALL OR FLOOR TO ALLOW
FOR ANTICIPATED DIFFERENTIAL MOVEMENT.

11 ALL PIPING SHALL BE SUPPORT WITH CLEVIS HANGERS (MSS TYPE 1).
PERFORATED METAL STRAPS OR PLASTIC STRAPPING (PLUMBER TAPE) SHALL
NOT BE USED TO SUPPORT OR BRACE ANY PIPE.

12 PROVIDE PIPE HANGERS WITHIN 18-INCHES OF ALL CHANGES OF DIRECTION.

13 PROVIDE SWAY BRACING FOR ALL PIPING 4” AND LARGER AT ALL CHANGES IN
DIRECTION GREATER THAN 45-DEGREES.

14 ALL STEEL CLEVIS HANGERS USED TO SUPPORT COPPER PIPING SHALL BE
COPPER OR PLASTIC COATED.

15 COPPER PIPING SHALL NOT COME IN CONTACT WITH FIRE TREATED LUMBER.
PROVIDE ½” THICK SLIP-ON CLOSED CELL INSULATION WHERE COPPER PIPING IS
ADJACENT TO FIRE TREATED LUMBER.  CLOSED CELL INSULATION SHALL EXTEND
A MINIMUM OF 1-1/2” PAST LUMBER.

16 ALL EXPOSED PIPING SHALL BE INSTALLED IN A NEATLY ARRANGED MANNER
PARALLEL TO THE BUILDING STRUCTURE.

17 ALL EXPOSED DOMESTIC WATER PIPE IN OCCUPIED SPACES SHALL BE POLISHED
CHROME PLATED.

18 ALL EXPOSED DRAINAGE PIPING IN OCCUPIED SPACES INCLUDING TRAPS UNDER
SINKS SHALL BE POLISHED CHROME PLATED.

19 DRAWINGS SHOW GENERAL ARRANGEMENT OF THE DRAIN WASTE AND VENT
SYSTEM WITH THE REQUIRED CLEANOUTS.  CONTRACTOR SHALL PROVIDE ALL
ADDITIONAL CLEANOUTS AS REQUIRED BY THE PLUMBING CODE.

20 ALL SANITARY DRAINAGE SYSTEM PIPING 3” AND LARGER SHALL BE SLOPED IN
DIRECTION OF FLOW AT A MINIMUM OF 1/8” PER FOOT.

21 ALL SANITARY DRAINAGE SYSTEM PIPING SMALLER THAN 3” SHALL BE SLOPED IN
DIRECTION OF FLOW AT A MINIMUM OF 1/4” PER FOOT.

22 SLOPE VENT SYSTEM TOWARDS DRAINAGE SYSTEM.

23 SIMILAR EQUIPMENT SHALL BE OF THE SAME MANUFACTURER.

24 ALL EQUIPMENT SHALL PROVIDE THE SCHEDULED PERFORMANCE AT THE JOB
SITE ELEVATION.

25 FIXTURE AND EQUIPMENT MODEL NUMBERS SHOWN IN PLUMBING FIXTURE
SCHEDULE AND PLUMBING EQUIPMENT SCHEDULE ARE SHOWN TO ESTABLISH
THE TYPE OF PRODUCT THAT SHALL BE USED.  THE SELECTED PRODUCT SHALL
MEET THE SCHEDULED PERFORMANCE DATA SHOWN ON THE SCHEDULE EVEN IF
A DIFFERENT MODEL IS SUPPLIED THAT IS DIFFERENT THAN THAT SCHEDULED.

26 ALL EQUIPMENT SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE
EQUIPMENT MANUFACTURER’S INSTALLATION INSTRUCTIONS.  PROVIDE ALL
NECESSARY FITTINGS, TRANSITIONS, VALVES AND OTHER DEVICES AND
ACCESSORIES REQUIRED FOR A COMPLETE, WORKABLE INSTALLATION.

27 SEE “PLUMBING FIXTURE SCHEDULE” FOR INDIVIDUAL TRAPS, WASTE, VENT, AND
DOMESTIC WATER PIPING FOR INDIVIDUAL FIXTURES.

28 ALL PLUMBING EQUIPMENT SHALL BE LISTED AND LABELED BY AN APPROVED
TESTING AGENCY.

29 FIXTURES, EQUIPMENT AND PIPING INSTALLATION SHALL MEET NSF STANDARDS.

PLUMBING GENERAL NOTES

PLUMBING SHEET INDEX
PE001 PLUMBING COVER SHEET

PE501 PLUMBING DETAILS

PE601 PLUMBING SCHEDULES

PL101 PLUMBING PLANS

SOLENOID VALVE
S

BUTTERFLY VALVE

FLOAT AND THERMOSTATIC TRAP

ANCHOR

CAPPED PIPE

UNION

90 DEG TEE DOWN

90 DEG TEE UP

90 DEG ELBOW DOWN

90 DEG ELBOW UP

REFRIGERANT FILTER DRIER

REFRIGERANT STRAINER

REFRIGERANT SITE GLASS

REDUCER ECCENTRIC

REDUCER CONCENTRIC

VICTUALIC COUPLING

THERMOMETER

PRESSURE GAUGE

FLEXIBLE CONNECTION

GAUGE COCK

STRAINER

MANUAL AIR VENTMAV

GAS COCK

EXPANSION VALVE (REFRIG.)

FLOW SETTER

BALANCING OR PLUG COCK

VENTURI

ANGLE VALVE

PRESSURE REDUCING VALVE

CHAIN OPERATED GATE VALVE

RELIEF VALVE

BALL VALVE

GLOBE VALVE

AUTO 3-WAY VALVE

AUTO 2-WAY VALVE

CHECK VALVE

GATE VALVE

SHUT OFF VALVE

SYMBOL LEGEND
SYMBOL DESCRIPTION

REFER EN CE AND LINE SYMBOLS

VALVES, METERS, AND GAUGES



ADJUSTABLE 
STRAINER

TILE FLOOR

TILE BED

30"x30" SQUARE  
4 LBS. LEAD OR  
16 OZ COPPER
FLASHING
MEMBRANE

NO-HUB CONNECTION

CAULKED 
CONNECTION

FLASHING 
COLLAR

FLOOR

EXTEND 
TRAP SEAL 
PROTECTOR 
PIPE FROM 
NEAREST 
LAVATORY.

DOMESTIC WATER 
TO FIXTURES

BALL VALVE 
(TYPICAL)

PRESSURE REDUCING 
VALVE SET AT 60 PSIG

PRESSURE GAUGE
(0 - 100 PSIG) TYPICAL

WYE STRAINER

FULL SIZE DRAIN
VALVE 

WPR-2

UNION (TYPICAL)

CONTINUOUS
SEALANT

MINIMUM 12" TO
TOP OF ROOF

METAL DECK
RIGID INSULATION

ROOFING MEMBRANE

MEMBRANE
HORIZONTAL FLASHING

METAL COLLAR

VERTICAL FLASHING MEMBRANE

DRAW BAND

CONTINUOUS SEALANT

VENT

CONTINUOUS SEALANT

FLOORLINE

DOMESTIC COLD
WATER TO FIXTURES

DOMESTIC COLD
WATER FROM WATER
METER 

PRESSURE GAUGE
(0 - 100 PSIG) TYPICAL.

FULL SIZE DRAIN
VALVE (TYPICAL)

REDUCED PRESSURE
BACKFLOW PREVENTER

RPZ-1

2"ø

2"ø

WYE STRAINER
(TYPICAL)

WPR- 1 SEE WATER 
PRESSURE REGULATOR 
DETAIL

DOMESTIC WATER PIPING 
NOTE:
UNDERGROUND PIPE 4" AND 
SMALLER TO BE TYPE K SOFT 
COPPER TUBE AND 4" AND 
SMALLER ABOVE GROUND TO 
BE TYPE L HARD COPPER TUBE. 

INSTALLATION NOTE:
DETAIL IS DIAGRAMMATIC 
INSTALL WATER RISER 
VERTICALLY. VERIFY WITH 
MANUFACTURER. 

INSULATION

PROTECTION

SHIELD

MSS SP-69

TYPE 1

CLEVIS HANGER

INSULATION
STEEL PIPE HANGERS FOR

COPPER PIPE SHALL BE

PLASTIC COATED.

NOTES:

STEEL PIPE HANGERS FOR

PLASTIC PIPE SHALL BE

PLASTIC COATED.

1.

2.

NOTE:

SUCTION LINE

INSULATION

16 GUAGE GALV. SLEEVE.

LIQUID LINE SIMILAR.

FACE BRICK

SUPPORTS WITH "HYDRA-ZORB",
"CUSH-A-CLAMP" OR EQUAL.

SECURE REFRIGERANT PIPING TO

SEAL AROUND ALL OPENING

"UNISTRUT"
1-5/8" 3300

7

4"x 4"x 1/4"

(TYPICAL)
WELD BOTH SIDES

OR EQUAL.

ANCHORED TO STRUCTURE

LINE AGAINST CLAMP ASSEMBLY.
BUTT INSULATION OF SUCTION

BOLTS.
WITH 1/2"x 3-1/2" EXPANSION

324 S. State St., Suite 400
Salt Lake City, UT  84111

800-678-7077
801-328-5151

fax: 801-328-5155
www.spectrum-engineers.com
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PE501

PLUMBING
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18.0850
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Grand Junction Dos

Rios Park Restroom
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SCALE: NTS1
FLOOR DRAIN

SCALE: NTS2
WATER PRESSURE REGULATOR DETAIL

SCALE: NTS3
VENT THROUGH ROOF DETAIL

SCALE: NTS5
DOMESTIC WATER RISER

SCALE: NTS6
PIPE HANGER

SCALE: NTS4
PIPE PENETRATION DETAIL



PLUMBING FIXTURE SCHEDULE
SYMBOL FIXTURE TRAP WASTE VENT

DOMESTIC

COLD WATER

DOMESTIC

HOT WATER
DESCRIPTION

BASIS OF DESIGN

MANUFACTURER AND MODEL

WC WATER CLOSET INT. 4" 2" 1-1/4" ---- WALL MOUNTED, FLUSH VALVE, VITREOUS CHINA, ELONGATED, 1-1/2" REAR SPUD, BEDPAN
LUGS, 15" RIM HEIGHT, SIPHON JET, 2-1/8" MINIMUM TRAPWAY, 1.6 GPF,
SYSTEM PERFORMANCE MAP SCORE:  1,000 G. AT 1.28 GPF.
LOW CONSUMPTION, DIAPHRAGM TYPE ELECTRONIC SENSOR FLUSH VALVE, 24V HARDWIRED, 1.6 GALLON
PER FLUSH, PROVIDE TRANSFORMER. POLISHED CHROME PLATED BRASS.
OPEN FRONT SEAT,  LESS SEAT, HEAVY DUTY MOLDED PLASTIC, ELONGATED, STAINLESS STEEL HINGE
POSTS.

KOHLER K-84323

SLOAN 140 ESS-1.6

BEMIS 1955C

WC-A WATER CLOSET
(ACCESSIBLE PUBLIC

TOILET ROOM)

INT. 4" 2" 1-1/4" ---- WALL MOUNTED, FLUSH VALVE, VITREOUS CHINA, ELONGATED, 1-1/2" REAR SPUD, BEDPAN
LUGS, 15" RIM HEIGHT, SIPHON JET, 2-1/8" MINIMUM TRAPWAY, 1.6 GPF, INSTALL MINIMUM 17" AFF.
SYSTEM PERFORMANCE MAP SCORE:  1,000 G. AT 1.28 GPF.
LOW CONSUMPTION, DIAPHRAGM TYPE ELECTRONIC SENSOR FLUSH VALVE, 24V HARDWIRED, 1.6 GALLON PER
FLUSH, PROVIDE TRANSFORMER. POLISHED CHROME PLATED BRASS.
OPEN FRONT SEAT,  LESS SEAT, HEAVY DUTY MOLDED PLASTIC, ELONGATED, STAINLESS STEEL HINGE
POSTS.

KOHLER K-84323

SLOAN 140 ESS-1.6

BEMIS 1955C

UR URINAL (ACCESSIBLE) INT. 2" 2" 1" --- WALL MOUNTED, FLUSHING RIM, WASHOUT, VITREOUS CHINA. 3/4" REAR SPUD.
ELECTRONIC, HARD WIRED, 24V, DIAPHRAGM TYPE FLUSH VALVE, 0.25 GALLON PER FLUSH
POLISHED CHROME PLATED BRASS
FLOOR MOUNTED SUPPORT, FLOOR BEARING PLATE, TOP AND BOTTOM BEARING STUDS

KOHLER K-4991-ER

SLOAN 195 ESS

J.R. SMITH 0615

LAV LAVATORY
(ACCESSIBLE)

1-1/4" 1-1/2" 1-1/2" 1/2" 1/2" FIXTURE:  VITREOUS CHINA, WALL MOUNTED, 4" CENTERS, ADA.
FAUCET:  SENSOR FAUCET, 24V HARD WIRED CONNECTION,  LAMINAR FLOW RESTRICTOR, POLISHED CHROME
PLATED LEAD FREE BRASS.
DRAIN:  CHROME PLATED GRID TYPE DRAIN, CHROME PLATED BRASS TAILPIECE, OFFSET TAILPIECE.
TRAP: WHITE POLYVINYL CHLORIDE (PVC).
AERATOR:  POLISHED CHROME PLATED LEAD-FREE BRASS, LAMINAR FLOW, 0.5 GPM.
STOPS:  1/2" I.P.S. x 3/8" O.D COMPRESSION, POLISHED CHROME PLATED HEAVY PATTERN LEAD FREE BRASS
ANGLE BALL VALVE.
SUPPLIES:  PEX TUBING, FORMED NOSEPIECE WITH FLANGE, RUBBER WASHER OR GASKET, PLASTIC
COMPRESSION SLEEVE, ASTM A112.18.6, ASTMF877.
ENCLOSURE: RIGID POLYVINYL CHLORIDE ENCLOSURE, ADA ACCESSIBLE, UL LISTED

KOHLER K-2007

SLOAN ETF-600

MCGUIRE 155WCECO

DEARBORN 9701-1

BRASSCRAFT KTCR19XC

BRASSCRAFT P1-15A

TRUEBRO "LAV SHIELD" 2018

MS MOP SINK 3" 3" 2" 1/2" 1/2" CAST - IN - PLACE CONCRETE. COORDINATE DIMENSIONS WITH OWNER.
FLAT GRID DRAIN, POLISHED CHROME PLATED.
POLISHED CHROME PLATED LEAD-FREE BRASS, ATMOSPHERIC VACUUM BREAKER,
3/4" THREADED HOSE CONNECTION. LEVER HANDLES
OFFSET INLETS ARM WITH INTEGRAL CHECK
PROVIDE ADDITIONAL HOSE BIB WATER CONNECTION FOR CHEMICAL DISPENSER. PROVIDE DOUBLE CHECK
WITH VACUUM BREAKER ON WATER LINE SERVING ADDITIONAL HOSE BIB.

CHICAGO FAUCET 540-LD897SWXFABCP

DF DRINKING FOUNTAIN 1-1/4" 1-1/2" 1-1/2" 1/2" -- FIXTURE FURNISHED BY OWNER, INSTALLED BY THIS CONTRACTOR.
SCHEDULE 40 PVC P-TRAP
ANGLE BALL VALVE STOPS, 1/2" I.P.S. x 3/8" O.D COMPRESSION, POLISHED CHROME PLATED
LEAD FREE BRASS, HEAVY PATTERN
RIGID POLISHED CHROME PLATED COPPER TUBING SUPPLIES
REMOTE CHILLER. 115V/1PH/60HZ

 DEARBORN 9701-1

BRASSCRAFT KTCR19XC

BRASSCRAFT P1-15A

ELKAY ECH8

NOTES:
1. PROVIDE ALL FIXTURE CARRIERS FOR WALL MOUNTED PLUMBING FIXTURES.
2. INSTALL PER MANUFACTURER'S RECOMMENDATIONS.

PLUMBING FIXTURE SCHEDULE (DRAINS)
SYMBOL FIXTURE TRAP WASTE VENT DOMESTIC

COLD WATER
DOMESTIC

HOT WATER
DESCRIPTION MANUFACTURERS AND MODEL

FD FLOOR DRAIN 2" 2" 2" --- --- FIXTURE:
STRAINER:

TRAP:

PVC BODY, FLASHING COLLAR, TRAP PRIMER CONNECTION.
5" ROUND NICKEL BRONZE ADJUSTABLE.
PVC P-TRAP.

JRS PRODUCTS 212
JRS PRODUCTS 210-12

CO CLEANOUT --- SAME AS PIPE --- --- ---
EQUIPMENT: CAST IRON BLIND PLUG. CHARLOTTE PIPE NH-50

FCO FLOOR CLEANOUT --- SAME AS PIPE --- --- ---
EQUIPMENT: HEAVY DUTY NICKEL BRONZE TOP, BRASS PLUG J. R. SMITH 4113S-NB

COTG CLEANOUT TO GRADE --- SAME AS PIPE --- --- ---
EQUIPMENT: HEAVY DUTY  NICKEL BRONZE TOP, BRASS PLUG J. R. SMITH 4113S-NB

WCO WALL CLEANOUT --- SAME AS PIP --- --- --- EQUIPMENT: ROUND FLAT STAINLESS STEEL WALL PLATE J.R. SMITH 4532S

ACCEPTABLE MANUFACTURERS:

DRAINAGE (FLOOR DRAINS, ETC): J.R. SMITH, ZURN, WATTS

PLUMBING FIXTURE SCHEDULE (MISC. VALVES)

SYMBOL FIXTURE TRAP WASTE VENT
DOMESTIC

COLD
WATER

DOMESTIC
HOT

WATER
DESCRIPTION

MANUFACTURER

AND MODEL

NFWH NON-FREEZE WALL HYDRANT --- --- --- 3/4" --- EQUIPMENT: ENCASED, NON FREEZE, COMPRESSION CLOSURE VALVE, HINGED COVER WITH KEY
LOCK 3/4" HOSE CONNECTION, INTEGRAL VACUUM BREAKER.

ZURN Z1305

WPR-1 WATER PRESSURE REGULATOR --- --- --- 2" --- EQUIPMENT:
CAPACITY:

LEAD FREE CONSTRUCTION, HIGH CAPACITY, WITH STRAINER
75 GPM AT 15 PSIG FALL OFF PRESSURE

WATTS LF223

RPZ-1 BACKFLOW PREVENTER --- --- --- 2" --- EQUIPMENT:
REDUCED PRESSURE ZONE ASSEMBLY, LEAD FREE BRONZE BODY, BRONZE SEATS,
OSY SEATED GATE VALVES, ASSE 1013 LISTED.   10 PSI DROP @ 75 GPM.

WATTS 909QT

BV BALANCING VALVE --- --- --- --- 1/2" EQUIPMENT: CALIBRATED, LEAD FREE BRASS BODY, STAINLESS STEEL BALL, TEFLON SEAT
RINGS,
NSF 61-G COMPLIANT.

BELL & GOSSETT CB-LF

ACCEPTABLE MANUFACTURERS:

BACKFLOW PREVENTER:
BALANCING VALVE:

PRESSURE REDUCING VALVES:

WATTS,
ARMSTRONG,
POWERS,

FEBCO,
BELL & GOSSETT,

DOMESTIC COLD WATER DEMAND

EQUIPMENT OCCUPANCY
TYPE OF SUPPLY

CONTROL
QUANTITY

INDIVIDUAL
WATER SUPPLY FIXTURE

UNITS

TOTAL
COLD

WATER  FIXTURE
UNITS

TOTAL
WATER

SERVICE FIXTURE
UNITS COLD

WATER
TOTAL

URINAL PUBLIC FLUSHOMETER VALVE 2 5.0 5.0 10 10

LAVATORY PUBLIC FAUCET 4 1.5 2.0 6 8

MOP SINK PUBLIC FAUCET 1 2.25 3.0 2 3

DRINKING FOUNTAIN PUBLIC MIXING VALVE 1 .25 .25 0.3 0.25

WATER CLOSET, 1.6 GPF PUBLIC FLUSHOMETER VALVE 6 10.0 10.0 60 60

TOTAL WATER SUPPLY FIXTURE UNITS (WSFU) 81

CONVERSION FROM WSFU TO FLOW RATE (IPC TABLE E103.3(3)) (GPM) 62

ADDITIONAL FIXTURES (GPM) 0

CHAPTER 10 - WATER SUPPLY AND
DISTRUBUTION, AND

SYSTEM IS PREDOMINATELY FLUSH VALVES

TOTAL GPM 62

PIPE SIZE (WATER SUPPLY TO BUILDING) : 2"

2012 IPC FIGURE E103.3(6) - FRICTION LOSS (PSI) FOR FAIRLY ROUGH PIPE 4 PSIG / 100 FEET

2012 IPC FIGURE E103.3(6) - FLUID VELOCITY (FPS) FOR FAIRLY ROUGH PIPE 6 FPS

SANITARY SEWER DEMAND
EQUIPMENT OCCUPANCY QUANTITY

INDIVIDUAL DRAINAGE
FIXTURE UNIT

TOTAL
DRAINAGE

FIXTURE UNITS

LAVATORY PUBLIC 4 1.0 4

DRINKING FOUNTAIN PUBLIC 1 .5 1

SHOWER PUBLIC 0 2.0 0

URINAL PUBLIC 2 4.0 8

MOP SINK PUBLIC 2 2.0 4

FLOOR DRAIN, 2" TRAP PUBLIC 5 2.0 10

WATER CLOSET, 1.6 GPF FLUSHOMETER VALVE PUBLIC 4 6.0 24

MISCELLANEOUS LOADS 0

TOTAL (WSFU): 50.5

2012 INTERNATIONAL PLUMBING CODE SLOPE: 1/8" PER FOOT

4"
CHAPTER 11 - SANITARY DRAINAGE REQUIRED PIPE SIZE

TABLE 709.1 - DRAINAGE FIXTURE UNITS FOR
FIXTURES & GROUPS

(160 DFU'S PERMITTED ON 4" MAIN)

ADDITIONAL DRAINAGE CAPACITY FOR SELECTED BUILDING DRAIN SIZE 109.5

WATER HAMMER ARRESTER SCHEDULE
SYMBOL

INLET SIZE
(INCHES)

PDI SYMBOL
CAPACITY

(WFU)

WHA-A ½ A 1-11

WHA-B 3/4 B 12-32

WHA-C 1 C 33-60

WHA-D 1 D 61-113

ACCEPTBLE MANUFACTURERS NOTES / REMARKS

SOUIX CHIEF "HYDRA-ARRESTER" 652 (1)  ANSI/ASSE 1010 LISTED

MIFAB "MWH" (2)  LEAD FREE CONSTRUCTION

PPP "SC"
(3)  COPPR TUBE BODY; POLY PISTON; EPDM O-RINGS

WATTS LF05
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Salt Lake City, UT  84111

800-678-7077
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SHELTER

104

MEN

102

ENTRY

100

CHASE

103

WOMEN

101

FD

WCA

WC

WC

WC

LAV

LAVLAV

LAV

UR

UR

WC

WCA

4"ø
SS

DF

2"ø
V

3"ø
V

FD

FD

3" VTR

1

2

4"ø
SS

3"ø
SS

2"ø
SS

4"ø
SS

4"ø
SS

1 1/2"ø
SS

2"ø
SS

CO CO

FD FD

2"ø
V

FCO
2"ø
SS

MOP

SHELTER

104

MEN

102

ENTRY

100

WOMEN

101

CHASE

103

2"ø
DCW

2"ø
DCW

1 1/2"ø
DCW

WCA

WC

UR

UR

LAV

LAV LAV

LAV

WC

WC

WC

WCA

DFNFWH

MOP

2"ø
DCW

2"ø
DCW

3

4

WHA-D
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SHEET KEYNOTES
1 SANITARY MAIN TO CIVIL. MINIMUM INVERT DEPTH 36"

2 ALTERNATE LOCATION FOR WASTE LINE CONNECTION TO RESTROOMS. IF
ROUTING IS REQUIRED TO ROUTE THIS WAY, DRAINAGE PIPING TO MIRROR
LAYOUT INDICATED.

3 DOMESTIC WATER LINE TO CIVIL. PROVIDE STOP AND WASTE VALVE.

4 DOMESTIC WATER RISER. SEE DETAILS.  SLOPE WATER LINES BACK TO MAIN
RISER. PROVIDE ISOLATION VALVE AT BASE OF RISER AND HOSE BIBB ABOVE
ISOLATION VALVE FOR DRAINING.

1/4" = 1'-0"
1

MAIN LEVEL PLUMBING PLAN - DWV

1/4" = 1'-0"
2

MAIN LEVEL PLUMBING PLAN - WATER

1
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GROUND BUS

UFER GROUND
ROD

#3/0 CU

#6 CU
FROM UTILITY
COORDINATE 
WITH OWNER

125/2

ELECTRICAL METER
120/240V, 1Ø, 3W
125A
NEMA 3R

3#1, #6G, 1.5" CND

3#1, #6G, 1.5" CND
INCLUDE 150' IN BID
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COVER SHEET
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29 May 2020

Grand Junction Dos

Rios Park Restroom

PERMIT SET

ELECTRICAL SHEET INDEX
EE001 ELECTRICAL COVER SHEET

EE101 ELECTRICAL PLANS

EE601 ELECTRICAL SCHEDULES

EE801 ELECTRICAL SPECIFICATIONS

GENERAL ELECTRICAL NOTES

3. EXPOSED STRUCTURE AREAS (EXCLUDING MECHANICAL, ELECTRICAL, AND
COMMUNICATION SPACES):  INSTALL RACEWAYS BETWEEN DECK AND
STRUCTURE WHEREVER POSSIBLE IN EXPOSED STRUCTURE CEILING AREAS.
ROUTE RACEWAYS IN CONCEALED AREAS WHEREVER POSSIBLE.  REFER ALL
CONDITIONS WHERE RACEWAYS MUST BE INSTALLED WHICH CANNOT COMPLY
WITH THESE REQUIREMENTS TO THE ARCHITECT.

4. SUBMITTALS:  PROVIDE ORIGINAL ELECTRONIC PDF FORMAT, BOUND,
BOOKMARKED (EACH SECTION AND PRODUCT), AND HIGHLIGHTED. JOB NAME
AND SUBCONTRACTOR SHALL BE ON THE FRONT COVER.  PREPARE INDEX OF
EQUIPMENT SUBMITTED IN EACH TAB.

5. REFLECTED CEILING PLANS:  COORDINATE THE LOCATION OF LIGHT FIXTURES
WITH THE ARCHITECTURAL REFLECTED CEILING PLANS.  REFER ALL
DISCREPANCIES TO THE ARCHITECT AND ENGINEER.

6. ALL WORK SHALL BE DONE ACCORDING TO THE CURRENT NATIONAL ELECTRIC
CODE (NEC), IBC, NFPA, AND IFC.  COMPLIANCE AND FINAL APPROVAL IS SUBJECT
TO THE ON SITE FIELD INSPECTION OF THE AHJ.

1. CLARIFICATION METHODS:  AT THE TIME OF BIDDING, BIDDERS SHALL FAMILIARIZE
THEMSELVES WITH THE DRAWINGS AND SPECIFICATIONS.  ANY QUESTIONS,
MISUNDERSTANDINGS, CONFLICTS, DELETIONS, DISCONTINUED PRODUCTS,
CATALOG NUMBER DISCREPANCIES, DISCREPANCIES BETWEEN THE EQUIPMENT
SUPPLIED AND THE INTENT OR FUNCTION OF THE EQUIPMENT, ETC, SHALL BE
SUBMITTED TO THE ARCHITECT/ENGINEER IN WRITING FOR CLARIFICATION PRIOR
TO ISSUANCE OF THE FINAL ADDENDUM AND BIDDING OF THE PROJECT.  WHERE
DISCREPANCIES OR MULTIPLE INTERPRETATIONS OCCUR, THE MOST STRINGENT
(WHICH IS GENERALLY RECOGNIZED AS THE MOST COSTLY) THAT MEETS THE
INTENT OF THE DOCUMENTS SHALL BE ENFORCED.

2. OWNER FURNISHED ITEMS:  THE OWNER WILL FURNISH MATERIAL AND
EQUIPMENT AS INDICATED IN THE CONTRACT DOCUMENTS TO BE INCORPORATED
INTO THE WORK.  THESE ITEMS ARE ASSIGNED TO THE INSTALLER AND COSTS
FOR RECEIVING, HANDLING, STORAGE, IF REQUIRED, AND INSTALLATION ARE
INCLUDED IN THE CONTRACT SUM.

A. THE INSTALLER'S RESPONSIBILITIES ARE THE SAME AS IF THE INSTALLER
FURNISHED THE MATERIALS OR EQUIPMENT.

B. THE OWNER WILL ARRANGE AND PAY FOR DELIVERY OF OWNER
FURNISHED ITEMS FREIGHT ON BOARD JOB SITE AND THE INSTALLER WILL
INSPECT DELIVERIES FOR DAMAGE.  IF OWNER FURNISHED ITEMS ARE
DAMAGED, DEFECTIVE OR MISSING, DOCUMENT DAMAGED ITEMS WITH
THE TRANSPORT COMPANY AND THE OWNER WILL ARRANGE
FOR REPLACEMENT.  THE OWNER WILL ALSO ARRANGE FOR
MANUFACTURER'S FIELD SERVICES, AND THE DELIVERY OF
MANUFACTURER'S WARRANTIES AND BONDS TO THE INSTALLER.

C. THE INSTALLER IS RESPONSIBLE FOR DESIGNATING THE DELIVERY DATES
OF OWNER FURNISHED ITEMS AND FOR RECEIVING, UNLOADING AND
HANDLING OWNER FURNISHED ITEMS AT THE SITE.THE  INSTALLER IS
RESPONSIBLE FOR PROTECTING OWNER FURNISHED ITEMS FROM
DAMAGE, INCLUDING DAMAGE FROM EXPOSURE TO THE ELEMENTS, AND
TO REPAIR OR REPLACE ITEMS DAMAGED AS A RESULT OF HIS
OPERATIONS.

DEFINITIONS
NOTE: ALL DEFINITIONS MAY NOT BE USED.

INDICATED:  THE TERM "INDICATED" REFERS TO GRAPHIC REPRESENTATIONS, 
NOTES, OR SCHEDULES ON THE DRAWINGS, OTHER PARAGRAPHS OR 
SCHEDULES IN THE SPECIFICATIONS, AND SIMILAR REQUIREMENTS IN THE 
CONTRACT DOCUMENTS.  WHERE TERMS SUCH AS "SHOWN", "NOTED", 
"SCHEDULED", AND "SPECIFIED" ARE USED, IT IS TO HELP THE READER LOCATE 
THE REFERENCE, NO LIMITATION ON LOCATION IS INTENDED.

DIRECTED:  TERMS SUCH AS "DIRECTED", "REQUESTED", AUTHORIZED", 
"SELECTED", "APPROVED", "REQUIRED", AND "PERMITTED" MEAN "DIRECTED BY 
THE ENGINEER", "REQUESTED BY THE ENGINEER", AND SIMILAR PHRASES.

APPROVED:  THE TERM "APPROVED", WHERE USED IN CONJUNCTION WITH THE 
ENGINEER'S ACTION ON THE CONTRACTOR'S SUBMITTALS, APPLICATIONS, AND 
REQUESTS, IS LIMITED TO THE ENGINEER'S DUTIES AND RESPONSIBILITIES AS 
STATED IN GENERAL AND SUPPLEMENTARY CONDITIONS.

FURNISH:  THE TERM "FURNISH" IS USED TO MEAN "SUPPLY AND DELIVER TO 
THE PROJECT SITE, READY FOR UNLOADING, UNPACKING, ASSEMBLY, 
INSTALLATION, AND SIMILAR OPERATIONS."

INSTALL:  THE TERM "INSTALL" IS USED TO DESCRIBE OPERATIONS AT PROJECT 
SITE INCLUDING THE ACTUAL "UNLOADING, UNPACKING, ASSEMBLY, ERECTION, 
PLACING, ANCHORING, APPLYING, WORKING TO DIMENSION, FINISHING, 
CURING, PROTECTING, CLEANING, AND SIMILAR OPERATIONS."

PROVIDE:  THE TERM "PROVIDE" MEANS "TO FURNISH AND INSTALL, COMPLETE 
AND READY FOR THE INTENDED USE."

INSTALLER:  AN "INSTALLER" IS THE CONTRACTOR OR AN ENTITY ENGAGED BY 
THE CONTRACTOR, EITHER AS AN EMPLOYEE, SUBCONTRACTOR, OR SUB-
SUBCONTRACTOR, FOR PERFORMANCE OF A PARTICULAR CONSTRUCTION 
ACTIVITY, INCLUDING INSTALLATION, ERECTION, APPLICATION, AND SIMILAR 
OPERATIONS.  INSTALLERS ARE REQUIRED TO BE EXPERIENCED IN THE 
OPERATIONS THEY ARE ENGAGED TO PERFORM.

TECHNOLOGY SYSTEMS:  THE TERM "TECHNOLOGY SYSTEMS" IS USED TO 
DESCRIBE ALL LOW VOLTAGE SYSTEMS GENERALLY REFERRED TO AS 
"SPECIAL SYSTEMS".  THESE SYSTEMS INCLUDE BUT ARE NOT NECESSARILY 
LIMITED TO ALL SYSTEMS WHICH UTILIZE VOLTAGES OF LESS THAN 71 VOLTS 
SUCH AS SOUND SYSTEMS, VIDEO SYSTEMS, TV SYSTEMS, SECURITY 
SYSTEMS, VOICE AND DATA CABLING SYSTEMS, ETC...

ABBREVIATIONS
NOTE: ALL ABBREVIATIONS MAY NOT BE USED.

kV KILOVOLT

kVA KILOVOLT AMPERE

kVAR KILOVOLT AMPERE REACTIVE

kW KILOWATT

kWh KILOWATT HOUR

LED LIGHT EMITTING DIODE

LFMC LIQUID TIGHT FLEXIBLE METAL
CONDUIT

LFNC LIQUID TIGHT FLEXIBLE
NONMETALLIC CONDUIT

LPS LOW PRESSURE SODIUM

LRA LOCKED ROTOR AMPS

LTG LIGHTING

LV LOW VOLTAGE

MATV MASTER ANTENNA TELEVISION
SYSTEM

MAX MAXIMUM

MC METAL CLAD

MCA MINIMUM CIRCUIT AMPS

MCB MAIN CIRCUIT BREAKER

MCC MOTOR CONTROL CENTER

MCP MOTOR CIRCUIT PROTECTION

MDP MAIN DISTRIBUTION PANEL

MG MOTOR GENERATOR

MH MANHOLE

MIN MINIMUM

MLO MAIN LUGS ONLY

MOCP MAXIMUM OVERCURRENT
PROTECTION

NA NOT APPLICABLE

NC NORMALLY CLOSED

NEC NATIONAL ELECTRICAL CODE

NEMA NATIOANL ELECTRICAL
MANUFACTURERS
ASSOCIATION

NFC NATIONAL FIRE CODE

NFPA NATIONAL FIRE PROTECTION
ASSOCIATION

NIC NOT IN CONTRACT

NL NIGHT LIGHT

NO NORMALLY OPEN

NTS NOT TO SCALE

OC ON CENTER

OCP OVER CURRENT PROTECTION

OF/CI OWNER FURNISHED/
CONTRACTOR INSTALLED

OF/OI OWNER FURNISHED/ OWNER
INSTALLED

OFP OBTAIN FROM PLANS

OH DR OVERHEAD (COILING) DOOR

OL OVERLOAD

PB PUSHBUTTON

PF POWER FACTOR

PH PHASE

PNL PANEL

PT POTENTIAL TRANSFORMER

PTZ PAN/TILT/ZOOM

QTY QUANTITY

R REMOVE

RCP REFLECTED CEILING PLAN

RMC RIGID METAL CONDUIT

RNC RIGID NONMETAL CONDUIT

RPM REVOLUTIONS PER MINUTE

RR REMOVE AND RELOCATE

S/S START/STOP

SCA SHORT CIRCUIT AMPS

SCBA STANDARD COLOR AS
SELECTED BY ARCHITECT

SF SQUARE FOOT (FEET)

SFBA STANDARD FINISH AS
SELECTED BY ARCHITECT

SPD SURGE PROTECTIVE DEVICE

SPDT SINGLE POLE, DOUBLE THROW

SPEC SPECIFICATION

SPST SINGLE POLE, SINGLE THROW

ST SINGLE THROW

SWBD SWITCHBOARD

SWGR SWITCHGEAR

TL TWIST LOCK

TP TELEPHONE POLE

TP TWISTED PAIR

TTB TELEPHONE TERMINAL BOARD

TV TELEVISION

TVSS TRANSIENT VOLTAGE SURGE
SUPPRESSER

TYP TYPICAL

UF UNDERFLOOR

UGND UNDERGROUND

UPS UNINTERRUPTIBLE POWER
SUPPLY

V VOLTS

VA VOLT AMPERE

VFC/VF
D

VARIABLE FREQUENCY MOTOR
CONTROLLER

W/ WITH

W/O WITHOUT

WP WEATHERPROOF

XFMR TRANSFORMER

1P SINGLE POLE

1PH SINGLE-PHASE

1WAY ONE-WAY

2/C TWO-CONDUCTOR

2WAY TWO-WAY

3/C THREE-CONDUCTOR

3WAY THREE-WAY

4OUT QUADRUPLE RECEPTACLE
OUTLET

4PDT FOUR-POLE DOUBLE THROW

4PST FOUR-POLE SINGLE THROW

4W FOUR-WIRE

4WAY FOUR-WAY

A ABOVE COUNTER

AC ARMORED CABLE

ADA AMERICANS WITH DISABILITIES
ACT

ADJ ADJACENT

AFF ABOVE FINISHED FLOOR

AFG ABOVE FINISHED GRADE

AIC AMPERE INTERRUPTING
CAPACITY

ALUM ALUMINUM

AMP AMPERE

ANN ANNUNCIATOR

AP ACCESS POINT (WIRELESS
DATA)

AR AS REQUIRED

ASC AMPS SHORT CIRCUIT

ATS AUTOMATIC TRANSFER
SWITCH

AV AUDIO VISUAL

AWG AMERICAN WIRE GAGE

BB
XFMR

BUCK-BOOST TRANSFORMER

C CEILING MOUNTED

CATV COMMUNITY ANTENNA
TELEVISION

CB CIRCUIT BREAKER

CCBA CUSTOM COLOR AS SELECTED
BY ARCHITECT

CCTV CLOSED CIRCUIT TELEVISION

CF/CI CONTRACTOR FURNISHED/
CONTRACTOR INSTALLED

CF/OI CONTRACTOR FURNISHED/
OWNER INSTALLED

CFBA CUSTOM FINISH AS SELECTED
BY ARCHITECT

CKT CIRCUIT

CM CONSTRUCTION MANAGER

CND CONDUIT

CO CONVENIENCE OUTLET

COR CONTRACTING OFFICER'S
REPRESENTATIVE

CP CONTROL PANEL

CT CURRENT TRANSFORMER

CTV CABLE TELEVISION

CU COPPER

dBA UNIT OF SOUND LEVEL

DPDT DOUBLE POLE, DOUBLE
THROW

DS DISCONNECT SWITCH

EA EACH

EM EMERGENCY

EMT ELECTRICAL METALLIC TUBING

ENT ELECTRIC NONMETALLIC
TUBING

EPO EMERGENCY POWER OFF

EQUIP EQUIPMENT

EX EXISTING

F FURNITURE MOUNTED

FA FIRE ALARM

FCP FIRE ALARM CONTROL PANEL

FLA FULL LOAD AMPS

FMC FLEXIBLE METAL CONDUIT

FOB FREIGHT ON BOARD

FVNR FULL VOLTAGE
NON-REVERSING

FVR FULL VOLTAGE REVERSING

G GROUND

GEN GENERATOR

GFCI GROUND FAULT INTERRUPTER

GFP GROUND FAULT PROTECTION

HD HEAVY DUTY

HID HIGH INTENSITY DISCHARGE

HOA HAND-OFF-AUTOMATIC

HP HORSE POWER

HPF HIGH POWER FACTOR

HPS HIGH PRESSURE SODIUM

HV HIGH VOLTAGE

HZ HERTZ

I/O INPUT/ OUTPUT

IG ISOLATED GROUND

IMC INTERMEDIATE METAL
CONDUIT

IN/IS INSULATED/ ISOLATED

IR INFRARED

J-BOX JUNCTION BOX

SYMBOL DESCRIPTION

SYMBOLS LEGEND
SYMBOL DESCRIPTION

SYMBOLS LEGEND
SYMBOL DESCRIPTION

SYMBOLS LEGEND

SWITCH, SINGLE POLE ("x" INDICATES FIXTURES CONTROLLED).
X

RECEPTACLE, QUADRAPLEX WITH GROUND FAULT CIRCUIT
INTERRUPTER:  NEMA 5-20R.

RECEPTACLE, SPECIAL PURPOSE.  PROVIDE RECEPTACLE TO
MATCH EQUIPMENT PLUG.

RECEPTACLE, DUPLEX WITH GROUND FAULT CIRCUIT
INTERRUPTER:  NEMA 5-20R.

RECEPTACLE, DUPLEX WITH GROUND FAULT CIRCUIT 
INTERRUPTER, WET LABEL, "WEATHERPROOF IN USE": 
NEMA 5-20R.W

DF

RECEPTACLE, DUPLEX WITH GROUND FAULT CIRCUIT 
INTERRUPTER, DRINKING FOUNTAIN:  CONCEAL WATER COOLER 
RECEPTACLE BEHIND WATER COOLER.  SEE 
MECHANICAL/PLUMBING SHOP DRAWINGS FOR INSTALLATION 
REQUIREMENTS.

RECEPTACLE, DUPLEX:  NEMA 5-20R.

WIRING DEVICES LIGHTING (REFER TO FIXTURE SCHEDULE FOR SYMBOLS)

FIXTURE IDENTIFICATION:  (W-3) INDICATES FIXTURE TYPE AS
SCHEDULED.

(W-3)

L
LIGHTING SPACE CONTROL TYPE.  X INDICATES TYPE.  SEE
SCHEDULE / DIAGRAM.

X

DIGITAL LIGHTING ROOM CONTROLLERRC

DIGITAL LIGHTING DIMMING CONTROLLERDC

LOW VOLTAGE DIGITAL LIGHTING CONTROL SWITCH:  LETTER 
"a,b" INDICATES ZONING WHERE SHOWN (REFER TO PLANS, 
SCHEDULES, AND DETAILS FOR EXACT BUTTON CONFIGURATION 
AND PROGRAMMING REQUIREMENTS)

a,b

LIGHTING CONTROL

OCCUPANCY SENSOR, DUAL TECHNOLOGY,
OMNI-DIRECTIONAL, CEILING.

OCCUPANCY SENSOR, DUAL TECHNOLOGY, WALL.

MECHANICAL EQUIPMENT INDICATOR.  "X-X" INDICATES 
EQUIPMENT MARK SHOWN ON EQUIPMENT SCHEDULE.  "XMDP" 
IDENTIFIES PANEL EQUIPMENT IS CIRCUITED TO.  REFER TO 
EQUIPMENT SCHEDULE FOR ADDITIONAL INFORMATION.

XMDP
X-X

DEMOLITION LINE:  DASHED, MEDIUM LINE

EXISTING TO REMAIN LINE:  THIN LINE.

HIDDEN FEATURES LINE:  HIDDEN, THIN LINE

NEW LINE:  MEDIUM LINE.

BREAK, ROUND

BREAK, STRAIGHT:  TO BREAK PARTS OF DRAWING

REVISION INDICATOR.1

KEYNOTE INDICATOR.1

ROOM IDENTIFIER WITH ROOM NAME AND NUMBER.
ROOM NAME

100

REFERENCE AND LINE SYMBOLS

MECHANICAL EQUIPMENT CONNECTION.  REFER TO EQUIPMENT 
SCHEDULE FOR REQUIREMENTS.

JUNCTION BOX, CEILING.CJ

PULL BOX.PB

JUNCTION BOX.J

ADA ACCESS PUSH PLATEHC

CONDUCTOR & CONDUIT ("CC") SCHEDULE INDICATOR.  REFER
TO ONE-LINE DIAGRAM.

1

CONDUIT STUB.  DIMENSION RECORD DRAWINGS AND MARK.

LOW VOLTAGE WIRING:  DIVIDE, MEDIUM LINE.

BRANCH CIRCUIT HOME RUN TO PANELBOARD: NUMBER OF
ARROWS INDICATES NUMBER OF CIRCUITS.  LETTER AND
NUMBER NOTATIONS IDENTIFY PANEL AND CIRCUIT NUMBERS.
NUMBER IN BOX REFERS TO THE CONDUCTOR AND CONDUIT
SCHEDULE.  FOR BRANCH WIRING USE #12 CONDUCTORS,
EXCEPT #10 CONDUCTORS SHALL BE INSTALLED IF DISTANCES
EXCEED THOSE SPECIFIED IN THE ELECTRICAL 
SPECIFICATIONS.

A-1,3,5

1

BRANCH CIRCUIT HOME RUN TO PANELBOARD: NUMBER OF
ARROWS INDICATES NUMBER OF CIRCUITS.  LETTER AND
NUMBER NOTATIONS IDENTIFY PANEL AND CIRCUIT NUMBERS.
USE #12 CONDUCTORS, EXCEPT #10 CONDUCTORS SHALL BE
INSTALLED IF DISTANCES EXCEED THOSE SPECIFIED IN THE
ELECTRICAL SPECIFICATIONS.

A-1,3,5

WIRING TURNED DOWN OR AWAY FROM OBSERVER.

WIRING TURNED UP OR TOWARDS OBSERVER.

WIRING.

WIRING METHODS

LIGHTING CONTROL STATION.

SWITCH, TOGGLE MOTOR STARTER WITH OVERLOAD
PROTECTION.

ST

DISCONNECT SWITCH, UNFUSED.

DISCONNECT SWITCH, FUSED.

STARTER, COMBINATION WITH DISCONNECT SWITCH.

STARTER OR MOTOR CONTROLLER.

PUSHBUTTON.

PANELBOARD CABINET, SURFACE MOUNTED, 1 SECTION.

METER.M

ELECTRICAL POWER AND DISTRIBUTION

SCALE: 1/8" = 1'-0"B2
ONE-LINE DIAGRAM
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PLANS
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29 May 2020
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Rios Park Restroom
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GENERAL SHEET NOTES

SHEET KEYNOTES
1 EXTERIOR RECEPTACLES AND PLUG COVERS SHALL BE WEATHERPROOF TO

COMPLY WITH NEC REQUIREMENTS. THEY SHALL BE MORTARED-IN TYPE, FLUSH
MOUNTED AND LOCKABLE. ALL EXTERIOR RECEPTACLE AND PLUG COVERS SHALL
BE OPENED BY A SINGLE KEY. EXTERIOR RECEPTACLE AND PLUG COVERS SHALL BE
MADE OF HEAVY-DUTY CAST ALUMINUM. COORDINATE COLOR WITH THE
ARCHITECT/OWNER. INSTALL CONDUITS FEEDING THE SHELTER AREA RECEPTACLES
UNDER THE FLOOR SLAB.

2 PROVIDE ELECTRICAL CONNECTIONS TO FAUCET AND FLUSH VALVES. COORDINATE
EXACT LOCATION WITH THE PLUMBING INSTALLERS.  ALL CONNECTIONS AND
CONDUITS SHALL BE RECESSED AND ACCESSIBLE ONLY IN THE PLUMBING CHASE.

3 PROVIDE ELECTRICAL CONNECTIONS TO HAND DRYERS. CIRCUIT WITH 2#10, #10G IN
0.75" CONDUIT. COORDINATE EXACT LOCATION WITH INSTALLERS PRIOR TO
ROUGH-IN.

4 PROVIDE LIGHTING CONTACTOR PANEL WITH ASTRONOMICAL CLOCK OR EXTERIOR
RATED ROOM CONTROLLER WITH ASTRONOMICAL CLOCK FOR LIGHTING CONTROL.
COORDINATE PROGRAMMING OF THE LIGHTING WITH THE OWNER.

5 STUB (2) 1" PVC CONDUITS AND (4) 2" PVC CONDUITS FROM PANELBOARD LOCATION
TO 5' BEYOND ADJACENT CONCRETE. MARK GPS COORDINATES OF CONDUITS ON
RECORD DRAWINGS FOR FUTURE USE.

6 PROVIDE VANDAL RESISTENT OCCUPANCY SENSOR. MOUNT SENSOR AS HIGH AS
POSSIBLE TO AVOID VANDALISM. PROVIDE SENSOR WITH AUXILIARY RELAY.
CONNECT AUXILIARY RELAY TO EXHAUST FAN FOR CONTROL.

7 PROVIDE EXTERIOR RATED PHOTOCELL, PRECISION #T-168 OR APPROVED
EQUIVALENT.

8 MOUNT FIXTURES WITH THE TOP OF THE FIXTURE TIGHT AGAINST THE CEILING.

9 CIRCUIT THROUGH LIGHTING CONTROLLER. COORDINATE PROGRAMMING WITH THE
OWNER.

SCALE: 1/4" = 1'-0"A2
LEVEL 1 POWER PLAN

SCALE: 1/4" = 1'-0"C2
LEVEL 1 LIGHTING PLAN

tds
Group

tds
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tds
Text Box
5/29/2020
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OPTION 1 OPTION 2 OPTION 3

(A) GENERAL PURPOSE LENSED LED STRIPLIGHT. 4' 5" 4" P LED 3500K LED DRIVER 120V 42 5000 COLUMBIA
(LCL-4-35-ML-E-U)

(B) VANDAL RESISTANT CORNER MOUNT LINEAD LED
FIXTURE.

4' 9" 9" LED 3500K LED DRIVER 120V 73 6500 FAIL-SAFE
(FCC-X-4-LD4-2-STD-35-1

20-80/85-EDC-1-WL)

(C) PERIMETER LED WALL PACK. 12" 7" 6" W LED 5000K LED DRIVER 120V 17 1700 HUBBELL
(NRG-356L-5K-U-PC)

(D) SURFACE MOUNT LED FIXTURE. 14" 14" 8" GS LED 5000K LED DRIVER 120V 35 4400 HUBBELL
(NRG-4-30LU-5K-035-SCB

A)

DIFFUSER/LENSFINISH PROVIDE UNIT PRICES AND FIXTURE BRAND SELECTED FOR ADD/DELETE CHANGES 
FOR EACH FIXTURE TYPES SHOWN WITHIN 48 BUSINESS HOURS OF THE BID DATE.  
FAILURE TO COMPLY WITH THIS REQUIREMENT MAY DISQUALIFY THE PRODUCTS 
AND EMPOWER THE ENGINEER TO DETERMINE FAIR VALUE FOR FIXTURE AND 
INSTALLATION CHANGES, WITHOUT FURTHER INPUT FROM THE CONTRACTOR OR 
INSTALLER.  

CONTRACTOR ALLOWANCE PRICES ARE ACCURATE WHEN THIS JOB WAS 
SPECIFIED, CONTRACTOR AND ELECTRICAL DISTRIBUTOR SHALL VERIFY THIS 
ALLOWANCE AND REPORT ANY PROBLEMS TO THE ENGINEER BEFORE THE BID.  
ALLOWANCE PRICE MAY OR MAY NOT INCLUDE LAMP(S) OR FREIGHT AS NOTED, 
AND DO NOT INCLUDE ANY TAXES.  

SUBSTITUTIONS AND/OR EQUAL FIXTURES MUST RECEIVE APPROVAL PRIOR TO 
BIDDING, THEY MUST BE SUBMITTED TO THE ENGINEER NO LESS THAN 2 WEEKS 
PRIOR TO BID OPENING.

SAMPLES MUST BE PROVIDED FOR ANY AND ALL FIXTURES UPON A/E REQUEST 
PRIOR TO RELEASING FIXTURES.

ALL FIXTURES SHALL BE LISTED AND APPROVED FOR THEIR INTENDED USE AND 
LOCATION.

VERIFY THE PROPER MOUNTING KITS OR ACCESSORIES TO FACILITATE 
INSTALLATION AS SHOWN AT EACH LOCATION ON THE DRAWINGS.  

COMPLY WITH THE "INTERIOR LIGHTING" SECTION OF THE SPECIFICATIONS.

REFER TO SPECIFICATIONS FOR IMPORTANT TECHNICAL REQUIREMENTS FOR 
LIGHTING FIXTURES, DRIVERS, AND LAMPS.   

ALL LIGHT FIXTURES TO BE EITHER "DLC" OR "LIGHTING FACTS" LISTED OR TO BE 
APPROVED BY ARCHITECT/ENGINEER AND OWNER.

LUMINAIRE OPTIONSMOUNTING REFLECTOR 1.

2.

3.

4.

5.

6.

7.

8.

9.

DIAMETER

H
E

IG
H

T

LENGTH DEPTH

H
E

IG
H

T

LENGTH

DEPTH

HEIGHT

NOTES

INTERIOR LIGHTING FIXTURE SCHEDULE

ABBREVIATIONS GENERAL NOTES

ARHR - AIR RETURN AND HEAT REJECTION

DL - DAMP LOCATION

EQC - EARTHQUAKE CLIPS

F - FUSING

HLD - HINGED AND LATCHED DOOR

HS - HOUSE SIDE SHIELD

PS - PHOTOCELL SWITCH

QRS - QUARTZ RESTRIKE

ST - STATIC

WG - WIRE GUARD

WL - WET LOCATION

B - BASE

C - CEILING

F - FLANGE

G - GRID

P - PENDANT

PL POLE

R - RECESSED

S - SURFACE

W - WALL

MW - MATTE WHITE

BL - BLACK

SL - SILVER

GL - GOLD

CL - CLEAR

PW - PAINTED WHITE

EA - EXTRUDED ALUMINUM

S - STEEL

GS - GALVANIZED STEEL

C - CAST

CBA - COLOR BY ARCHITECT

SCBA - STANDARD COLOR BY
ARCHITECT

CCA - CUSTOM COLOR BY
ARCHITECT

FS
209D

- MEETS FEDERAL
STANDARD 209D

TP - THERMALLY
PROTECTED

FL - FLUSH

R - REGRESS

M - MITERED

OP - NONE/OPEN

SP - SPECULAR

SS - SEMI-SPECULAR

D - DIFFUSE (WHITE ENAMEL)

SC - SPECULAR (COLORED)

PR - PRISMATIC

FDR - FULL DEPTH REFLECTOR

DS - DIFFUSE (SEMI SPECULAR) SILVER

LI - LOW IRIDESCENT

IR - IRIDESCENT

SL - SILVER

GL - GOLD

CA - CLEAR ALZAK

#A - ACRYLIC #THICK

#OA - ACRYLIC #THICK (OPAL)

GC - GLASS (CLEAR)

GO - GLASS (OPAL)

GF - GLASS (FROSTED)

SGL - SOFT GLOW LENS

HPL - HIGH PERFORMANCE LENS

DO - DROP OPAL

CGL - CONVEX GLASS LENS

S - SATIN LENS

1

EQUIPMENT SCHEDULE
EQUIPMENT SCHEDULE KEY

E

Q

*

**

-

-

-

-

DIVISION 26

FURNISHED WITH EQUIPMENT

COORDINATE WITH THE DIVISION 23 TEMPERATURE CONTROL INSTALLER

AUTOMATIC CONTROL WIRING BY DIVISION 23

NOTES:
1. NEMA 3R
2. TOGGLE SWITCH W/ THERMAL OVERLOAD
3. PROVIDE FUSED DISCONNECT ELEVATOR POWER MODULE WITH SHUNT TRIP
4. CONTRACTOR TO PERFOM FINAL CONNECTION TO LINE VOLTAGE THERMOSTATS
5. TOGGLE SWITCH W/BACNET INTERFACE.
6. INDOOR UNITS FED FROM OUTDOOR UNIT. PROVIDE DISCONNECTS FOR BOTH.

7. PROVIDE SWITCH WITH BACNET MS/TP CAPABILITY.
8. PROVIDE LABEL ON DISCONNECT "DISCONNECT OUTDOOR UNIT PRIOR TO INDOOR."
9. LINE VOLTAGE THERMOSTAT ON WALL.
10. PROVIDE EXPLOSION PROOF DEVICES AND WIRING METHODS.
11. PROVIDE DUAL-REDUNDANT 100% RATED VFD'S FOR AIR HANLDER.
12. PROVIDE MANUAL STARTER WITH THERMAL OVERLOAD AND RELAY FOR ATC/BAS CONTROL.

GRAND JUNCTION RESTROOM

MARK QTY ITEM DESCRIPTION

LOAD DATA

WIRE AND
CONDUIT SIZE

OVERCURRENT
PROTECTION DISCONNECT STARTER

NOTES MARKHP kW MCA FLA
VOL

T PH Hz
FURN

BY DEVICE LOCATION
FURN

BY DEVICE LOCATION
FURN

BY DEVICE SIZES
SELECTOR

SWITCH
PILOT
LAMP

NORMALLY
OPEN

CONTACT

NORMALLY
CLOSED

CONTACT

PHASE
FAILURE
RELAY

AHU-1 1 AIR HANDLING UNIT - 6 - 27 240 1 60 2 #8, #10 GR
1" CND

E 30/2
CB

1LA E 30A/2P
NF

ADJ TO
EQUIP

Q - - - - - - - AHU-1

EF-1 2 EXHAUST FAN 1/6 - - 4.4 120 1 60 2 #12, #12 GR
0.75" CND

E 20/1
CB

1LA E TOGGLE
SWITCH

ADJ TO
EQUIP

Q - - - - - - - EF-1

NOTES:

BKR:  GF=GFCI, GF3=30mA GFCI CAPABLE OF BEING LOCAKED OUT IN OPEN POSITION, IG=ISOLATED GROUND, AF=AFCI, ST=SHUNT TRIP, RED=PROVIDE RED COLORED BREAKER,
AF=ARC FAULT CURRENT INTERRUPTER, GA=COMBINATION OF GROUND FAULT AND ARC FAULT CIRCUIT INTERRUPTER, GS=COMBINATION OF SHUNT TRIP WITH GFCI

ALL OTHER LOADS @ 100% : 7.8 kVA  -
MOTOR TOTALS INCLUDED IN ALL OTHER LOADS WITH
LARGEST MOTOR CALCULATED @ 125% PER NEC

RECEPTACLES: 0.9 kVA @ 100% = 0.9 kVA  - FIRST 10kVA @ 100%, REMAINDER @ 50% AVERAGE AMPS PER PHASE = 6372

LIGHTING & CONTINUOUS LOADS: 1216.5 kVA @ 125% = 1520.6...  - 100% CONNECTED LOAD PLUS 25% DIVERSIFIED TOTAL kVA = 1529

NEC DIVERSIFIED LOAD CALCULATIONS

CONNECTED AMPS PER PHASE 10174 32  AVERAGE CONNECTED AMPS PER PHASE = 5103

TOTALS: CONNECTED kVA PER PHASE 1221 4 CONNECTED TOTAL kVA = 1225

29 -- -- -- -- -- -- 1.0 0.0 SPARE -- -- -- 1 20 30

27 20 2 0.0 2.0 0.0 MOTOR CHASE 103 1.0 0.0 SPARE -- -- -- 1 20 28

25 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 26

23 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 24

21 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 22

19 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 20

17 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 18

15 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 16

13 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 14

11 20 1 0.0 0.0 0.4 CO: SHELTER 104 0.4 0.0 SPARE -- -- -- 1 20 12

9 20 1 0.0 0.1 0.0 PWR: SENSORS 0.1 0.0 SPARE -- -- -- 1 20 10

7 20 1 -- -- -- SPARE 0.0 0.0 SPARE -- -- -- 1 20 8

5 20 1 0.0 0.0 0.4 CO CHASE 103 0.4 0.6 MOTOR ROOM 102, 101 0.0 0.6 0.0 1 20 6

3 20 1 0.0 0.0 0.2 CO: SHELTER 104 0.2 2.3 PWR: HAND DRYER 0.0 2.3 0.0 1 25 4

1 20 1 121... 0.0 0.0 AREA LIGHTING 12... 2.3 PWR: HAND DRYER 0.0 2.3 0.0 1 25 2

NO AMP POLE BKR LTG PWR CO DESCRIPTION A B DESCRIPTION CO PWR LTG BKR POLE AMP NO

CKT OCP LOAD (kVA) PHASE LOAD LOAD (kVA) OCP CKT

ACCESSORIES: PANEL DIRECTORY, IDENTIFICATION, GROUNDING BAR AIC RATING:

120/240 V, 1 PH 3 WIRE 22" W x 6" D, BOLT-ON 100 AMPERE SURFACE CHASE 103

VOLTS/PHASE/WIRE: PANEL SIZE & TYPE: MAIN SIZE AND TYPE: FED FROM: CABINET: LOCATION: NOTES:

PANEL: "1LA"

tds
Group

tds
Pen

tds
Text Box
5/29/2020
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SPECIFICATIONS
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Grand Junction Dos

Rios Park Restroom

PERMIT SET

SECTION 260500 -  COMMON WORK RESULTS FOR ELECTRICAL 

GENERAL

MATERIALS AND INSTALLATION SHALL COMPLY WITH THE LATEST ADOPTED EDITION OF THE 
NATIONAL ELECTRICAL CODE, OTHER APPLICABLE NFPA SECTIONS, STATE AND LOCAL 
CODES, AND RECOGNIZED INDUSTRY STANDARDS AND PRACTICES.

LISTING AND LABELING:  PROVIDE PRODUCTS THAT ARE UL LISTED AND LABELED.

NEMA COMPLIANCE:  COMPLY WITH CONSTRUCTION AND INSTALLATION REQUIREMENTS OF 
APPLICABLE NEMA STANDARDS.

SUBMITTALS: SUBMIT PRODUCT DATA AND SHOP DRAWING ON THE FOLLOWING EQUIPMENT 
FOR APPROVAL:

1. WIRING DEVICES.
2. LIGHTING FIXTURES.

PRIOR TO SUBMITTING BID, VISIT SITE TO VERIFY ALL EXISTING CONDITIONS AND ANY ITEMS 
THAT WILL AFFECT WORK OF THIS PROJECT.  INCLUDE ALL COSTS IN BID.

MAINTAIN A SET OF REDLINED AS-BUILT DRAWINGS AND DELIVER TO OWNER UPON 
COMPLETION OF PROJECT.

PROTECT ADJACENT MATERIALS INDICATED TO REMAIN.  INSTALL AND MAINTAIN DUST AND 
NOISE BARRIERS TO KEEP DIRT, DUST, AND NOISE FROM BEING TRANSMITTED TO ADJACENT 
AREAS.  REMOVE PROTECTION AND BARRIERS AFTER DEMOLITION OPERATIONS ARE 
COMPLETE.

LOCATE, IDENTIFY, AND PROTECT ELECTRICAL SERVICES WITHIN OR PASSING THROUGH 
DEMOLITION AREA AND SERVING OTHER AREAS OUTSIDE THE DEMOLITION LIMITS.  MAINTAIN 
SERVICES TO AREAS OUTSIDE DEMOLITION LIMITS.  WHEN SERVICES MUST BE INTERRUPTED, 
INSTALL TEMPORARY SERVICES FOR AFFECTED AREAS.  COORDINATE POWER 
INTERRUPTIONS ONE WEEK IN ADVANCE WITH OWNER.  IF POWER INTERRUPTIONS DISTURB 
NORMAL OPERATIONS, THEN POWER INTERRUPTIONS ARE ONLY ALLOWED DURING NON-
BUSINESS OR NON-OPERATION HOURS.

PATCH AND REPAIR SURFACES THAT ARE DISTURBED OR DAMAGED AS A RESULT OF 
ELECTRICAL INSTALLATION.  RESTORE SURFACES TO ORIGINAL CONDITION.

INSTALLATION OF FIRE-STOPPING SEALANT: INSTALL UL-LISTED SEALANT, INCLUDING 
FORMING, PACKING, AND OTHER ACCESSORY MATERIALS, TO FILL OPENINGS AROUND 
ELECTRICAL SERVICES PENETRATING FLOORS AND WALLS, TO PROVIDE FIRE-STOPS WITH 
FIRE-RESISTANCE RATINGS INDICATED FOR FLOOR OR WALL ASSEMBLY IN WHICH 
PENETRATION OCCURS.  COMPLY WITH INSTALLATION REQUIREMENTS ESTABLISHED BY 
TESTING AND INSPECTING AGENCY.

SECTION 260519 - RACEWAYS AND BOXES FOR ELECTRICAL SYSTEMS

PRODUCTS

PROVIDE STEEL RACEWAY, FITTING, AND BOX SYSTEM FOR ALL WIRING, EXCEPT FOR 
PLASTIC CONDUIT MAY BE INSTALLED UNDERGROUND.

RIGID STEEL CONDUIT:  ANSI C80.1.

INTERMEDIATE METAL CONDUIT:  ANSI C80.6.

PLASTIC-COATED STEEL CONDUIT AND FITTINGS:  NEMA RN 1.

PLASTIC-COATED INTERMEDIATE METAL CONDUIT AND FITTINGS:  NEMA RN 1.

ELECTRICAL METALLIC TUBING AND FITTINGS:  ANSI C80.3 WITH SET-SCREW OR 
COMPRESSION-TYPE FITTINGS.  CAST FITTINGS ARE NOT ALLOWED.

FLEXIBLE METAL CONDUIT:  ZINC-COATED STEEL.

LIQUIDTIGHT FLEXIBLE METAL CONDUIT:  FLEXIBLE STEEL CONDUIT WITH PVC JACKET.

FITTINGS:  NEMA FB 1, COMPATIBLE WITH CONDUIT/TUBING MATERIALS AND SUITABLE FOR 
USE AND LOCATION.

RIGID NONMETALLIC CONDUIT (RNC):  NEMA TC 2, SCHEDULE 40 OR 80 PVC.

PVC CONDUIT AND TUBING FITTINGS:  NEMA TC 3; MATCH TO CONDUIT OR CONDUIT/TUBING 
TYPE AND MATERIAL.  OUTLET AND DEVICE BOXES:  USE ONE OF THE FOLLOWING:

1. SHEET METAL BOXES:  NEMA OS 1.

EXECUTION

PROVIDE MINIMUM 3/4" RACEWAY.

OUTDOORS WIRING METHODS:  USE THE FOLLOWING WIRING METHODS:

1. EXPOSED:  RIGID OR INTERMEDIATE METAL CONDUIT.

2. CONCEALED:  RIGID OR INTERMEDIATE METAL CONDUIT.

3. UNDERGROUND:  RIGID NONMETALLIC CONDUIT, EXCEPT THAT WRAPPED RIGID METAL 
SHALL BE USED FOR BENDS GREATER THAN 22 DEGREES.

4. PENETRATING CONCRETE FLOORS AND FOUNDATIONS: WRAPPED RIGID METAL CONDUIT 
(MINIMUM 4' EACH SIDE).

5. CONNECTION TO VIBRATING EQUIPMENT (INCLUDING TRANSFORMERS AND HYDRAULIC, 
PNEUMATIC, OR ELECTRIC SOLENOID OR MOTOR-DRIVEN EQUIPMENT):  LIQUIDTIGHT 
FLEXIBLE METAL CONDUIT.

6. BOXES AND ENCLOSURES:  NEMA TYPE 3R OR TYPE 4.

DIRECT BURIED CONDUIT OUTSIDE A BUILDING SHALL NOT BE LESS THAN 24" DEEP, WITH 
MAGNETIC "YELLOW WARNING" RIBBON 12" DIRECTLY ABOVE AND 6" BELOW FINIISHED 
GRADE MEASURED FROM THE TOP OF THE CONDUIT.

INDOORS WIRING METHODS:  USE THE FOLLOWING WIRING METHODS:

1. CONNECTION TO VIBRATING EQUIPMENT, INCLUDING TRANSFORMERS AND HYDRAULIC, 
PNEUMATIC, OR ELECTRIC SOLENOID OR MOTOR-DRIVEN EQUIPMENT: FLEXIBLE METAL 
CONDUIT WITH MINIMUM 18" OF LIQUID-TIGHT FLEXIBLE CONDUIT (MAXIMUM OF 6 FEET), 
EXCEPT IN WET OR DAMP LOCATIONS USE LIQUIDTIGHT FLEXIBLE METAL CONDUIT (MAXIMUM 
OF 6 FEET).

2. DAMP OR WET LOCATIONS:  RIGID STEEL CONDUIT.

3. EXPOSED:  ELECTRICAL METALLIC TUBING, RIGID OR INTERMEDIATE METAL CONDUIT 
WHERE SUBJECT TO PHYSICAL DAMAGE.

4. CONCEALED:  ELECTRICAL METALLIC TUBING.

5. CONNECTION FOR CONDUIT IN CRAMPED QUARTERS OR MISALIGNMENT EXIST. FLEXIBLE 
METAL CONDUIT (MINIMUM 1/2").
CONCEAL CONDUIT AND EMT, UNLESS OTHERWISE INDICATED, WITHIN FINISHED WALLS, 
CEILINGS, AND FLOORS. 

INSTALL RACEWAYS LEVEL AND SQUARE AND AT PROPER ELEVATIONS.  RUN 
PERPENDICULAR AND AT RIGHT ANGLES TO BUILDING AND STRUCTURAL ELEMENTS.  RUN 
PARALLEL OR BANKED RACEWAYS TOGETHER, ON COMMON SUPPORTS WHERE PRACTICAL.  
MAKE BENDS IN PARALLEL OR BANKED RUNS FROM SAME CENTER LINE TO MAKE BENDS 
PARALLEL.

SUPPORT RACEWAYS AS FOLLOWS, IN COMPLIANCE WITH DIVISION 16 SECTION 
"SUPPORTING DEVICES”: TWO SUPPORTS PER 10' RUN, WITHING 12" OF A COUPLING, FITTING 
OR BEND GREATER THAN 45 DEGREES, AND WITHIN 12" OF EVERY BOX TO WHICH THE 
RACEWAY IS ENTERING OR EXITING.

RUN CONCEALED RACEWAYS WITH A MINIMUM OF BENDS IN THE SHORTEST PRACTICAL 
DISTANCE CONSIDERING THE TYPE OF BUILDING CONSTRUCTION AND OBSTRUCTIONS, 
EXCEPT AS OTHERWISE INDICATED.

RACEWAYS EMBEDDED IN SLABS:  INSTALL IN MIDDLE THIRD OF THE SLAB THICKNESS 
WHERE PRACTICAL, AND LEAVE AT LEAST 1 INCH (25 MM) CONCRETE COVER.

JOINTS AND TERMINATIONS: JOIN RACEWAYS WITH FITTINGS DESIGNED AND APPROVED FOR 
THE PURPOSE AND MAKE JOINTS AND TERMINATIONS TIGHT.

1. MAKE RACEWAY TERMINATIONS TIGHT.  USE BONDING BUSHINGS OR WEDGES AT 
CONNECTIONS SUBJECT TO VIBRATION.

2. USE BONDING JUMPERS WHERE JOINTS CANNOT BE MADE TIGHT.

3. USE INSULATED THROAT OR EQUAL TYPE PLASTIC BUSHINGS FOR BOX CONNECTIONS 
TO PROTECT CONDUCTORS.

4. CONNECTORS ON FLEXIBLE CONDUIT AND MC CABLE SHALL BE THREADED TYPE - NOT 
PUSH-IN QUICK CONNECT TYPE.

INSTALL 200-LB NYLON PULL CORD IN ALL EMPTY RACEWAYS. CAP RACEWAY USING A BLANK 
COVER SIMILAR TO ADJACENT WIRING DEVICE COVERS.

ALL FUTURE RACEWAYS SHALL TERMINATE IN AN ACCESSIBLE CEILING SPACE UNLESS 
NOTED OTHERWISE. EXTEND AS NECESSARY. 

RECORD CIRCUIT NUMBERS ON THE INSIDE BACK OF RECEPTACLE AND LIGHTING OUTLET 
BOXES USING A PERMANT MARKER OR PERMANENT LABEL.

PROVIDE GROUNDING CONNECTIONS FOR RACEWAY, BOXES, AND COMPONENTS AS 
INDICATED AND INSTRUCTED BY MANUFACTURER.  TIGHTEN CONNECTORS AND TERMINALS, 
INCLUDING SCREWS AND BOLTS, ACCORDING TO EQUIPMENT MANUFACTURER'S PUBLISHED 
TORQUE-TIGHTENING VALUES FOR EQUIPMENT CONNECTORS.  WHERE MANUFACTURER'S 
TORQUING REQUIREMENTS ARE NOT INDICATED, TIGHTEN CONNECTORS AND TERMINALS 
ACCORDING TO TIGHTENING TORQUES SPECIFIED IN UL STANDARD 486A.

SECTION 260526 - LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES

PRODUCTS

WIRES AND CABLES: TYPE THHN/THWN COPPER CONDUCTOR.

SOLID CONDUCTOR FOR 10 AWG AND SMALLER; STRANDED CONDUCTOR FOR LARGER THAN 
10 AWG.

CONNECTORS AND SPLICES:  UL-LISTED FACTORY-FABRICATED WIRING CONNECTORS OF 
SIZE, AMPACITY RATING, MATERIAL, AND TYPE AND CLASS FOR APPLICATION AND FOR 
SERVICE INDICATED.  SELECT TO COMPLY WITH PROJECT'S INSTALLATION REQUIREMENTS 
AND AS SPECIFIED IN THE "EXECUTION" ARTICLE. 

DO NOT PROVIDE THE FOLLOWIN G UNLESS APPROVED BY THE DIRECTOR: 

1. EXPOSED CABLE WIRING.

2. SPLICES IN PANELBOARD, SWITCHBOARD ENCLOSURES, OR IN CONDUIT BODIES.

DO NOT USE ALLUMINUM CONDUCTORS OR NON-METALLIC SHEATHED CABLE.

COLOR-CODING OF SECONDARY PHASE CONDUCTORS: COLOR CODE SWITCH LEGS, 
TRAVELERS AND OTHER WIRING FOR BRANCH CIRCUITS OTHER THAN THOSE LISTED BELOW.  
PERMANENTLY POST COLOR CODE AT EACH BRANCH PANELBOARD.  USE THE FOLLOWING 
COLORS FOR SERVICE, FEEDER AND BRANCH-CIRCUIT PHASE CONDUCTORS:

1. 208/120-V CONDUCTORS:

a. PHASE A:  BLACK.
b. PHASE B:  RED.
c. PHASE C:  BLUE.
d. NEUTRAL: WHITE.
e. GROUND: GREEN.
f. INSULATED GROUND: GREEN WITH WHITE STRIPE.

2. 480/277-V CONDUCTORS:

a. PHASE A:  BROWN.
b. PHASE B:  YELLOW
c. PHASE C:  VIOLET.
d. NEUTRAL: GRAY.
e. GROUND: GREEN.

3. ORANGE IS RESERVED FOR THE HIGH-LEG OF CENTER-TAPPED DELTA SYSTEM.

4. #8 AND LARGER CONDUCTORS MAY BE TAPED WITH 8" OF HALF-LAPPED COLORED TAPE 
AT TERMINATIONS AND PULL BOXES.

EXECUTION

INSTALL WIRES AND CABLES AS INDICATED, ACCORDING TO MANUFACTURER'S WRITTEN 
INSTRUCTIONS AND THE NECA "STANDARD OF INSTALLATION."

PULL CONDUCTORS INTO RACEWAY SIMULTANEOUSLY WHERE MORE THAN ONE IS BEING 
INSTALLED IN SAME RACEWAY.

CONDUCTOR SPLICES:  KEEP TO MINIMUM.

INSTALL SPLICES AND TAPES THAT POSSESS EQUIVALENT OR BETTER MECHANICAL 
STRENGTH AND INSULATION RATINGS THAN CONDUCTORS BEING SPLICED.

USE SPLICE AND TAP CONNECTORS THAT ARE COMPATIBLE WITH CONDUCTOR MATERIAL. DO 
NOT USE PUSH-IN TYPE QUICK-WIRE DEVICES OR WIRE CONNECTORS.

WIRING AT OUTLETS:  INSTALL WITH AT LEAST 12 INCHES (300 MM) OF SLACK CONDUCTOR AT 
EACH OUTLET.

CONNECT OUTLETS AND COMPONENTS TO WIRING AND TO GROUND AS INDICATED AND 
INSTRUCTED BY MANUFACTURER.  TIGHTEN CONNECTORS AND TERMINALS, INCLUDING 
SCREWS AND BOLTS, ACCORDING TO EQUIPMENT MANUFACTURER'S PUBLISHED TORQUE-
TIGHTENING VALUES FOR EQUIPMENT CONNECTORS.  WHERE MANUFACTURER'S TORQUING 
REQUIREMENTS ARE NOT INDICATED, TIGHTEN CONNECTORS AND TERMINALS ACCORDING TO 
TIGHTENING TORQUES SPECIFIED IN UL STANDARD 486A.

METAL CLAD (MC) CABLE:

1. MC CABLE MAY BE USED FOR FINAL CONNECTIONS TO DEVICES AND AT THE TAIL END OF 
THE ELECTRICAL CIRCUITS BUT NEVER FOR HOMERUNS OR IN THE ELECTRICAL ROOM.

SECTION 260529 - WIRING DEVICES

PRODUCTS

WIRING DEVICES:  COMPLY WITH NEMA STANDARD WD 1, "GENERAL PURPOSE WIRING 
DEVICES."
COLOR: AS SELECTED BY ARCHITECT/OWNER, EXCEPT AS OTHERWISE INDICATED OR 
REQUIRED BY CODE.

STANDARD DUPLEX RECEPTACLES: 20A DEVICES; PROVIDE NYLON FACE, BACK AND SIDE 
WIRING.  COMPLY WITH FEDERAL SPECIFICATION W-C-596 AND HEAVY-DUTY GRADE OF UL 
STANDARD 498, "ELECTRICAL ATTACHMENT PLUGS AND RECEPTACLES." PROVIDE NRTL 
LABELING OF DEVICES TO VERIFY THESE COMPLIANCES.

GROUND-FAULT CIRCUIT INTERRUPTER (GFCI) RECEPTACLES:  UL STANDARD 943, "GROUND 
FAULT CIRCUIT INTERRUPTERS," FEED-THROUGH TYPE, WITH INTEGRAL NEMA 5-20R DUPLEX 
RECEPTACLE ARRANGED TO PROTECT CONNECTED DOWNSTREAM RECEPTACLES ON THE 
SAME CIRCUIT.  DESIGN UNITS FOR INSTALLATION IN A 2-3/4-INCH (70-MM) DEEP OUTLET BOX 
WITHOUT AN ADAPTER.

SNAP SWITCHES:  20A DEVICES; PROVIDE NYLON FACE, QUIET-TYPE A.C. SWITCHES, NRTL 
LISTED AND LABELED AS COMPLYING WITH UL STANDARD 20 "GENERAL USE SNAP SWITCHES," 
AND WITH FEDERAL SPECIFICATION W-S-896.

TELEPHONE JACK: RJ-45, 8-POSITION, MODULAR, LATCHING-PLUG TYPE, FLUSH IN FACE OF 
WALL PLATED.

WALL PLATES:  SINGLE AND COMBINATION TYPES THAT MATE AND MATCH WITH 
CORRESPONDING WIRING DEVICES.  FEATURES INCLUDE THE FOLLOWING:

1. COLOR:  MATCHES WIRING DEVICE EXCEPT AS OTHERWISE INDICATED.

2. PLATE-SECURING SCREWS:  METAL WITH HEADS COLORED TO MATCH PLATE FINISH.

3. MATERIAL FOR FINISHED SPACES: NYLON EXCEPT AS OTHERWISE INDICATED.

4. MATERIAL FOR UNFINISHED SPACES:  STAINLESS STEEL.

EXECUTION

WIRING DEVICES SHALL CONNNECT CONDUCTORS USING THREADED SCREWS. DO NOT USE 
PUSH-IN QUICK-WIRE CONNECTIONS. 

DO NOT USE GFCI FEED-THROUGHS,

INSTALL DEVICES AND ASSEMBLIES PLUMB AND SECURE.  PROTECT DEVICES AND 
ASSEMBLIES DURING PAINTING AND INSTALL WALL PLATES WHEN PAINTING IS COMPLETE.

ARRANGEMENT OF DEVICES:  EXCEPT AS OTHERWISE INDICATED, MOUNT FLUSH, WITH LONG 
DIMENSION VERTICAL, AND GROUNDING TERMINAL OF RECEPTACLES ON TOP.  GROUP 
ADJACENT SWITCHES UNDER SINGLE, MULTIGANG WALL PLATES.

SECTION 260533 - LIGHTING CONTROL DEVICES

MANUFACTURERS:

1. INTERMATIC, INC.

2. PARAGON ELECTRIC CO.

3. TORK.

INDOOR OCCUPANCY SENSORS

MANUFACTURERS:

1. HUBBELL LIGHTING INC.
2. LEVITON MFG. COMPANY INC.
3. LITHONIA LIGHTING.
4. SENSOR SWITCH, INC.
5. COOPER/GREENGATE CONTROLS.
6. WATT STOPPER (THE).

GENERAL DESCRIPTION:  WALL- OR CEILING-MOUNTING, SOLID-STATE UNITS WITH A SEPARATE 
RELAY UNIT.

1. OPERATION:  UNLESS OTHERWISE INDICATED, TURN LIGHTS ON WHEN COVERED AREA IS 
OCCUPIED AND OFF WHEN UNOCCUPIED; WITH A TIME DELAY FOR TURNING LIGHTS OFF, 
ADJUSTABLE OVER A MINIMUM RANGE OF 1 TO 15 MINUTES.

2. SENSOR OUTPUT:  CONTACTS RATED TO OPERATE THE CONNECTED RELAY, COMPLYING 
WITH UL 773A.  SENSOR SHALL BE POWERED FROM THE RELAY UNIT.

3. RELAY UNIT:  DRY CONTACTS RATED FOR 20-A BALLAST LOAD AT 120- AND 277-V AC, FOR 
13-A TUNGSTEN AT 120-V AC, AND FOR 1 HP AT 120-V AC.  POWER SUPPLY TO SENSOR SHALL 
BE 24-V DC, 150-MA, CLASS 2 POWER SOURCE AS DEFINED BY NFPA 70.

4. MOUNTING:

a. SENSOR:  SUITABLE FOR MOUNTING IN ANY POSITION ON A STANDARD OUTLET BOX.
b. RELAY:  EXTERNALLY MOUNTED THOUGH A 1/2-INCH (13-MM) KNOCKOUT IN A 

STANDARD ELECTRICAL ENCLOSURE.
c. TIME-DELAY AND SENSITIVITY ADJUSTMENTS:  RECESSED AND CONCEALED BEHIND 

HINGED DOOR.

5. INDICATOR:  LED, TO SHOW WHEN MOTION IS BEING DETECTED DURING TESTING AND 
NORMAL OPERATION OF THE SENSOR.

6. BYPASS SWITCH:  OVERRIDE THE ON FUNCTION IN CASE OF SENSOR FAILURE.

DUAL-TECHNOLOGY TYPE:  CEILING MOUNTING; DETECT OCCUPANCY BY USING A 
COMBINATION OF PIR AND ULTRASONIC DETECTION METHODS IN AREA OF COVERAGE.  
PARTICULAR TECHNOLOGY OR COMBINATION OF TECHNOLOGIES THAT CONTROLS ON AND 
OFF FUNCTIONS SHALL BE SELECTABLE IN THE FIELD BY OPERATING CONTROLS ON UNIT.

1. SENSITIVITY ADJUSTMENT:  SEPARATE FOR EACH SENSING TECHNOLOGY.

2. DETECTOR SENSITIVITY:  DETECT OCCURRENCES OF 6-INCH (150-MM) MINIMUM 
MOVEMENT OF ANY PORTION OF A HUMAN BODY THAT PRESENTS A TARGET OF AT LEAST 36 
SQ. IN. (232 SQ. CM), AND DETECT A PERSON OF AVERAGE SIZE AND WEIGHT MOVING AT 
LEAST 12 INCHES (305 MM) IN EITHER A HORIZONTAL OR A VERTICAL MANNER AT AN 
APPROXIMATE SPEED OF 12 INCHES/S (305 MM/S).

3. DETECTION COVERAGE (STANDARD ROOM):  DETECT OCCUPANCY ANYWHERE WITHIN A 
CIRCULAR AREA OF 1000 SQ. FT. (93 SQ. M) WHEN MOUNTED ON A 96-INCH- (2440-MM-) HIGH 
CEILING.

MULTIPOLE CONTACTORS

MANUFACTURERS:

1. ALLEN-BRADLEY/ROCKWELL AUTOMATION.
2. ASCO POWER TECHNOLOGIES, LP; A DIVISION OF EMERSON ELECTRIC CO.
3. CUTLER-HAMMER; EATON CORPORATION.
4. GE INDUSTRIAL SYSTEMS; TOTAL LIGHTING CONTROL.
5. SIEMENS.
6. SQUARE D.

DESCRIPTION:  ELECTRICALLY OPERATED AND MECHANICALLY HELD, COMPLYING WITH 
NEMA ICS 2 AND UL 508.

1. CURRENT RATING FOR SWITCHING:  LISTING OR RATING CONSISTENT WITH TYPE OF 
LOAD SERVED, INCLUDING TUNGSTEN FILAMENT, INDUCTIVE, AND HIGH-INRUSH BALLAST 
(BALLAST WITH 15 PERCENT OR LESS TOTAL HARMONIC DISTORTION OF NORMAL LOAD 
CURRENT).
2. CONTROL-COIL VOLTAGE:  MATCH CONTROL POWER SOURCE.
CONDUCTORS AND CABLES

POWER WIRING TO SUPPLY SIDE OF REMOTE-CONTROL POWER SOURCES:  NOT SMALLER 
THAN NO. 12 AWG, COMPLYING WITH DIVISION 16 SECTION " CONDUCTORS AND CABLES."

CLASSES 2 AND 3 CONTROL CABLE:  MULTICONDUCTOR CABLE WITH STRANDED COPPER 
CONDUCTORS NOT SMALLER THAN NO. 18   AWG, COMPLYING WITH DIVISION 16 SECTION 
"CONDUCTORS AND CABLES."

CLASS 1 CONTROL CABLE:  MULTICONDUCTOR CABLE WITH STRANDED COPPER 
CONDUCTORS NOT SMALLER THAN NO. 14   AWG, COMPLYING WITH DIVISION 16 SECTION 
"CONDUCTORS AND CABLES."

INSTALL UNSHIELDED, TWISTED-PAIR CABLE FOR CONTROL AND SIGNAL TRANSMISSION 
CONDUCTORS, COMPLYING WITH DIVISION 16 SECTION "VOICE AND DATA COMMUNICATION 
CABLING."

EXECUTION

WIRING WITHIN ENCLOSURES:  BUNDLE, LACE, AND TRAIN CONDUCTORS TO TERMINAL 
POINTS.  SEPARATE POWER-LIMITED AND NONPOWER-LIMITED CONDUCTORS ACCORDING TO 
CONDUCTOR MANUFACTURER'S WRITTEN INSTRUCTIONS.

SIZE CONDUCTORS ACCORDING TO LIGHTING CONTROL DEVICE MANUFACTURER'S WRITTEN 
INSTRUCTIONS, UNLESS OTHERWISE INDICATED.

SPLICES, TAPS, AND TERMINATIONS:  MAKE CONNECTIONS ONLY ON NUMBERED TERMINAL 
STRIPS IN JUNCTION, PULL, AND OUTLET BOXES; TERMINAL CABINETS; AND EQUIPMENT 
ENCLOSURES.

TIGHTEN ELECTRICAL CONNECTORS AND TERMINALS ACCORDING TO MANUFACTURER'S 
PUBLISHED TORQUE-TIGHTENING VALUES.  IF MANUFACTURER'S TORQUE VALUES ARE NOT 
INDICATED, USE THOSE SPECIFIED IN UL 486A AND UL 486B.

PERFORM THE FOLLOWING FIELD TESTS AND INSPECTIONS AND PREPARE TEST REPORTS:

1. AFTER INSTALLING TIME SWITCHES AND SENSORS, AND AFTER ELECTRICAL CIRCUITRY 
HAS BEEN ENERGIZED, ADJUST AND TEST FOR COMPLIANCE WITH REQUIREMENTS.

2. OPERATIONAL TEST: VERIFY ACTUATION OF EACH SENSOR AND ADJUST TIME DELAYS.

SECTION 260543 - HANGERS AND SUPPORTS FOR ELECTRICAL SYSTEMS

PRODUCTS

MANUFACTURED SUPPORTING DEVICES:

1. RACEWAY SUPPORTS: CLEVIS HANGERS, RISER CLAMPS, CONDUIT STRAPS, THREADED 
C-CLAMPS WITH RETAINERS, CEILING TRAPEZE HANGERS, WALL BRACKETS, AND SPRING 
STEEL CLAMPS.

2. FASTENERS: TYPES, MATERIALS, AND CONSTRUCTION FEATURES AS FOLLOWS:

a. EXPANSION ANCHORS: CARBON STEEL WEDGE OR SLEEVE TYPE.
b. TOGGLE BOLTS: ALL STEEL SPRINGHEAD TYPE.
c. POWDER-DRIVEN THREADED STUDS: HEAT-TREATED STEEL, DESIGNED 

SPECIFICALLY FOR THE INTENDED SERVICE.

3. U-CHANNEL SYSTEMS: 16-GAGE STEEL CHANNELS, WITH 9/16-INCH- DIAMETER HOLES, AT 
A MINIMUM OF 8 INCHES ON CENTER, IN TOP SURFACE.  PROVIDE FITTINGS AND 
ACCESSORIES THAT MATE AND MATCH WITH U-CHANNEL AND ARE OF THE SAME 
MANUFACTURER.

FABRICATED SUPPORTING DEVICES:  SHOP-OR FIELD-FABRICATED SUPPORTS OR 
MANUFACTURED SUPPORTS ASSEMBLED FROM U-CHANNEL COMPONENTS.

1. STEEL BRACKETS: FABRICATED OF ANGLES, CHANNELS, AND OTHER STANDARD 
STRUCTURAL SHAPES.  CONNECT WITH WELDS AND MACHINE BOLTS TO FORM RIGID 
SUPPORTS.

EXECUTION

INSTALL SUPPORTING DEVICES TO FASTEN ELECTRICAL COMPONENTS SECURELY AND 
PERMANENTLY TO BUILDING STRUCTURE IN ACCORDANCE WITH NEC REQUIREMENTS.  
COORDINATE WITH THE BUILDING STRUCTURAL SYSTEM AND WITH OTHER ELECTRICAL 
INSTALLATION.

RACEWAY SUPPORTS: COMPLY WITH THE NEC AND THE FOLLOWING REQUIREMENTS:

1. CONFORM TO MANUFACTURER'S RECOMMENDATIONS FOR SELECTION AND 
INSTALLATION OF SUPPORTS.

2. STRENGTH OF EACH SUPPORT SHALL BE ADEQUATE TO CARRY PRESENT AND FUTURE 
LOAD MULTIPLIED BY A SAFETY FACTOR OF AT LEAST FOUR, BUT IN NO CASES SHALL BE 
LESS THAN 200 LBS IN THE STRENGTH OF EACH SUPPORT.

3. INSTALL INDEPENDENT AND LISTED INDIVIDUAL AND MULTIPLE (TRAPEZE) RACEWAY 
HANGERS AND RISER CLAMPS AS NECESSARY TO SUPPORT RACEWAYS.  PROVIDE U-BOLTS, 
CLAMPS, ATTACHMENTS, AND OTHER HARDWARE NECESSARY FOR HANGER ASSEMBLY AND 
FOR SECURING HANGER RODS AND CONDUITS.

MISCELLANEOUS SUPPORTS: SUPPORT MISCELLANEOUS ELECTRICAL COMPONENTS AS 
REQUIRED TO PRODUCE THE SAME STRUCTURAL SAFETY FACTORS AS SPECIFIED FOR 
RACEWAY SUPPORTS.  INSTALL METAL CHANNEL RACKS FOR MOUNTING CABINETS, 
PANELBOARDS, DISCONNECTS, CONTROL ENCLOSURES, PULL BOXES, JUNCTION BOXES, 
TRANSFORMERS, AND OTHER DEVICES.

IN OPEN OVERHEAD SPACES, SUPPORT SHEET METAL BOXES INDEPENDANTLY AND 
DIRECTLY FROM THE BUILDING STRUCTURE OR BY BAR HANGERS.  WHERE BAR HANGERS 
ARE USED, ATTACH THE BAR TO RACEWAYS ON OPPOSITE SIDES OF THE BOX AND SUPPORT 
THE RACEWAY WITH AN APPROVED TYPE OF FASTENER NOT MORE THAN 24 INCHES FROM 
THE BOX.

OUTLET BOXES: PROVIDE OUTLET BOXES WITH RIGID SUPPORT USING METAL BAR HANGERS 
BETWEEN STUDS.

FASTENING: UNLESS OTHERWISE INDICATED, FASTEN ELECTRICAL ITEMS AND THEIR 
SUPPORTING HARDWARE SECURELY TO THE BUILDING STRUCTURE, INCLUDING BUT NOT 
LIMITED TO CONDUITS, RACEWAYS, CABLES, CABLE TRAYS, BUSWAYS, CABINETS, 
PANELBOARDS, TRANSFORMERS, BOXES, DISCONNECT SWITCHES, AND CONTROL 
COMPONENTS IN ACCORDANCE WITH THE FOLLOWING:

1. FASTEN BY MEANS OF WOOD SCREWS OR SCREW-TYPE NAILS ON WOOD, TOGGLE 
BOLTS ON HOLLOW MASONRY UNITS, CONCRETE INSERTS OR EXPANSION BOLTS ON 
CONCRETE OR SOLID MASONRY, AND MACHINE SCREWS, WELDED THREADED STUDS, OR 
SPRING-TENSION CLAMPS ON STEEL. THREADED STUDS DRIVEN BY A POWDER CHARGE AND 
PROVIDED WITH LOCK WASHERS AND NUTS MAY BE USED INSTEAD OF EXPANSION BOLTS 
AND MACHINE OR WOOD SCREWS.  DO NOT WELD CONDUIT, PIPE STRAPS, OR ITEMS OTHER 
THAN THREADED STUDS TO STEEL STRUCTURES.  IN PARTITIONS OF LIGHT STEEL 
CONSTRUCTION, USE SHEET METAL SCREWS.

2. HOLES CUT TO DEPTH OF MORE THAN 1-1/2 INCHES IN REINFORCED CONCRETE BEAMS 
OR TO DEPTH OF MORE THAN ¾ INCH IN CONCRETE SHALL NOT CUT THE MAIN REINFORCING 
BARS.  FILL HOLES THAT ARE NOT USED.

3. ENSURE THAT THE LOAD APPLIED TO ANY FASTENER DOES NOT EXCEED 25 PERCENT 
OF THE PROOF TEST LOAD.  USE VIBRATION- AND SHOCK- RESISTANT FASTENERS FOR 
ATTACHMENTS TO CONCRETE SLABS.

SECTION 260548 – GROUNDING AND BONDING FOR ELECTRICAL SYSTEMS

PRODUCTS

GROUNDING AND BONDING PRODUCTS:  TYPES AS INDICATED.  WHERE TYPES, SIZES, RATINGS, 
AND QUANTITIES INDICATED DIFFER FROM NEC REQUIREMENTS, THE MORE STRINGENT 
REQUIREMENTS AND THE GREATER SIZE, RATING, AND QUANTITY INDICATIONS GOVERN.

CONDUCTOR MATERIALS:  COPPER.

EQUIPMENT GROUNDING CONDUCTOR:  GREEN INSULATED.

GROUNDING ELECTRODE CONDUCTOR:  STRANDED CABLE.

BARE COPPER CONDUCTORS:  CONFORM TO THE FOLLOWING:

1. SOLID CONDUCTORS:  ASTM B-3.

2. ASSEMBLY OF STRANDED CONDUCTORS:  ASTM B-8.

3. TINNED CONDUCTORS:  ASTM B-33.

GROUND BUS:  BARE ANNEALED COPPER BARS OF RECTANGULAR CROSS-SECTION.

BRAIDED BONDING JUMPERS:  COPPER TAPE, BRAIDED FROM NO. 30-GAGE BARE COPPER WIRE 
AND TERMINATED WITH COPPER FERRULES.

BONDING STRAP CONDUCTOR/CONNECTORS:  SOFT COPPER, 0.05 INCH THICK AND 2 INCHES 
WIDE, EXCEPT AS INDICATED.

CONNECTOR PRODUCTS:  LISTED AND LABELED AS GROUNDING CONNECTORS FOR THE 
MATERIALS WITH WHICH USED.

PRESSURE CONNECTORS:  HIGH-CONDUCTIVITY PLATED UNITS.

BOLTED CLAMPS:  HEAVY-DUTY UNITS LISTED FOR THE APPLICATION.

EXOTHERMIC WELDED CONNECTIONS:  PROVIDED IN KIT FORM AND SELECTED FOR THE 
SPECIFIC TYPES, SIZES, AND COMBINATIONS OF CONDUCTORS AND OTHER ITEMS TO BE 
CONNECTED.

GROUND RODS:  COPPER-CLAD STEEL, 3/4 INCH BY 10 FEET, MINIMUM.

EXECUTION

EQUIPMENT GROUNDING CONDUCTOR APPLICATION:  COMPLY WITH NEC ARTICLE 250 FOR 
SIZES AND QUANTITIES OF EQUIPMENT GROUNDING CONDUCTORS, EXCEPT WHERE LARGER 
SIZES OR MORE CONDUCTORS ARE INDICATED.  INSTALL EQUIPMENT GROUND CONDUCTORS IN 
ALL FEEDER AND BRANCH CIRCUIT RACEWAYS.

SIGNAL AND COMMUNICATIONS:  FOR TELEPHONE, ALARM, AND COMMUNICATION SYSTEMS, 
PROVIDE A #4 AWG MINIMUM GREEN INSULATED COPPER CONDUCTOR IN RACEWAY FROM THE 
GROUNDING ELECTRODE SYSTEM TO EACH TERMINAL CABINET OR CENTRAL EQUIPMENT 
LOCATION.

SEPARATELY DERIVED SYSTEMS REQUIRED BY NEC TO BE GROUNDED SHALL BE GROUNDED 
AS APPROVED BY THE AUTHORITY HAVING JURISDICTION.

METAL POLES SUPPORTING OUTDOOR LIGHTING FIXTURES:  GROUND POLE TO A GROUNDING 
ELECTRODE AS INDICATED IN ADDITION TO SEPARATE EQUIPMENT GROUNDING CONDUCTOR 
RUN WITH SUPPLY BRANCH CIRCUIT.

INSTALLATION, GENERAL:  GROUND ELECTRICAL SYSTEMS AND EQUIPMENT IN ACCORDANCE 
WITH NEC EXCEPT WHERE GROUNDING IN EXCESS OF NEC REQUIREMENTS IS INDICATED.

GROUND RODS:  LOCATE A MINIMUM OF ONE-ROD LENGTH FROM EACH OTHER AND AT LEAST 
THE SAME DISTANCE FROM ANY OTHER GROUNDING ELECTRODE.  INTERCONNECT GROUND 
RODS WITH BARE CONDUCTORS BURIED AT LEAST 24 INCHES BELOW GRADE.  CONNECT BARE-
CABLE GROUND CONDUCTORS TO GROUND RODS BY MEANS OF EXOTHERMIC WELDS EXCEPT 
AS OTHERWISE INDICATED.  MAKE THESE CONNECTIONS WITHOUT DAMAGING THE COPPER 
COATING OR EXPOSING THE STEEL.  DRIVE RODS UNTIL TOPS ARE 6 INCHES BELOW FINISHED 
FLOOR OR FINAL GRADE EXCEPT AS OTHERWISE INDICATED.

GROUNDING ELECTRODE CONDUCTOR:  PROVIDE INSULATED COPPER CONDUCTOR, SIZED AS 
INDICATED, IN CONDUIT.  BOND THE GROUND CONDUCTOR CONDUIT TO THE CONDUCTOR AT 
EACH END.  WHERE A DIELECTRIC FITTING IS INSTALLED IN THE MAIN METALLIC WATER 
SERVICE PIPE, CONNECT THE GROUND CONDUCTOR TO THE STREET SIDE OF THE FITTING.  DO 
NOT INSTALL A GROUNDING JUMPER AROUND DIELECTRIC FITTINGS.  BOND THE GROUND 
CONDUCTOR CONDUIT TO THE CONDUCTOR AT EACH END.

BRAIDED-TYPE BONDING JUMPERS:  INSTALL TO CONNECT GROUND CLAMPS ON WATER METER 
PIPING TO ELECTRICALLY BYPASS WATER METERS.  USE ELSEWHERE FOR FLEXIBLE BONDING 
AND GROUNDING CONNECTIONS.

ROUTE GROUNDING AND BONDING CONDUCTORS USING THE SHORTEST AND STRAIGHTEST 
PATHS POSSIBLE WITHOUT OBSTRUCTING ACCESS OR PLACING CONDUCTORS WHERE THEY 
MAY BE SUBJECTED TO STRAIN, IMPACT, OR DAMAGE, EXCEPT AS INDICATED.

UFER GROUND:  FABRICATE WITH 20 FEET OF CONDUCTOR LAID LENGTHWISE IN EXCAVATION 
FOR FOUNDATION OR FOOTINGS.  INSTALL SO CONDUCTOR IS WITHIN 2 INCHES OF THE BOTTOM 
OF THE CONCRETE.  WHERE BASE OF FOUNDATION IS LESS THAN 20 FEET IN LENGTH, COIL 
EXCESS CONDUCTOR AT BASE OF FOUNDATION.  BOND CONDUCTOR TO REINFORCING STEEL 
AT FOUR LOCATIONS, MINIMUM.  EXTEND CONDUCTOR BELOW GRADE AND CONNECT TO 
BUILDING GROUNDING GRID, GROUNDING ELECTRODE CONDUCTOR, OR GROUNDING 
ELECTRODE. 

CONNECTIONS:  MAKE CONNECTIONS IN SUCH A MANNER AS TO MINIMIZE POSSIBILITY OF 
GALVANIC ACTION OR ELECTROLYSIS.  SELECT CONNECTORS, CONNECTION HARDWARE, 
CONDUCTORS, AND CONNECTION METHODS SO METALS IN DIRECT CONTACT WILL BE 
GALVANICALLY COMPATIBLE.

EXOTHERMIC WELDED CONNECTIONS:  USE FOR CONNECTIONS TO STRUCTURAL STEEL AND 
FOR UNDERGROUND CONNECTIONS EXCEPT THOSE AT TEST WELLS.  INSTALL AT 
CONNECTIONS TO GROUND RODS AND PLATE ELECTRODES.  COMPLY WITH MANUFACTURER'S 
WRITTEN RECOMMENDATIONS.  WELDS THAT ARE PUFFED UP OR THAT SHOW CONVEX 
SURFACES INDICATING IMPROPER CLEANING ARE NOT ACCEPTABLE.

TIGHTEN GROUNDING AND BONDING CONNECTORS AND TERMINALS, INCLUDING SCREWS AND 
BOLTS, IN ACCORDANCE WITH MANUFACTURER'S PUBLISHED TORQUE TIGHTENING VALUES 
FOR CONNECTORS AND BOLTS.  WHERE MANUFACTURER'S TORQUING REQUIREMENTS ARE 
NOT INDICATED, TIGHTEN CONNECTIONS TO COMPLY WITH TIGHTENING TORQUE VALUES 
SPECIFIED IN UL 486A AND UL 486B.

COMPRESSION-TYPE CONNECTIONS:  USE HYDRAULIC COMPRESSION TOOLS TO PROVIDE THE 
CORRECT CIRCUMFERENTIAL PRESSURE FOR COMPRESSION CONNECTORS.  USE TOOLS AND 
DIES RECOMMENDED BY THE MANUFACTURER OF THE CONNECTORS.  PROVIDE EMBOSSING 
DIE CODE OR OTHER STANDARD METHOD TO MAKE A VISIBLE INDICATION THAT A CONNECTOR 
HAS BEEN ADEQUATELY COMPRESSED ON THE CONDUCTOR.
MOISTURE PROTECTION:  WHERE INSULATED CONDUCTORS ARE CONNECTED TO GROUND 
RODS OR GROUND BUSES, INSULATE THE ENTIRE AREA OF THE CONNECTION AND SEAL 
AGAINST MOISTURE PENETRATION OF THE INSULATION AND CABLE.

TESTS:  SUBJECT THE COMPLETED GROUNDING SYSTEM TO A MEGGER TEST AT EACH 
LOCATION WHERE A MAXIMUM GROUND RESISTANCE LEVEL IS SPECIFIED, AT SERVICE 
DISCONNECT ENCLOSURE GROUND TERMINAL, AND AT GROUND TEST WELLS.  MEASURE 
GROUND RESISTANCE WITHOUT THE SOIL BEING MOISTENED BY ANY MEANS OTHER THAN 
NATURAL PRECIPITATION OR NATURAL DRAINAGE OR SEEPAGE AND WITHOUT CHEMICAL 
TREATMENT OR OTHER ARTIFICIAL MEANS OF REDUCING NATURAL GROUND RESISTANCE.  
PERFORM TESTS BY THE 2-POINT METHOD IN ACCORDANCE WITH SECTION 9.03 OF IEEE 81, 
"GUIDE FOR MEASURING EARTH RESISTIVITY, GROUND IMPEDANCE AND EARTH SURFACE 
POTENTIALS OF A GROUNDING SYSTEM."

GROUND/RESISTANCE MAXIMUM VALUES SHALL BE AS FOLLOWS:

1. EQUIPMENT RATED 500 KVA AND LESS:  10 OHMS.

DEFICIENCIES:  WHERE GROUND RESISTANCES EXCEED SPECIFIED VALUES, AND IF DIRECTED, 
MODIFY THE GROUNDING SYSTEM TO REDUCE RESISTANCE VALUES.  WHERE MEASURES ARE 
DIRECTED THAT EXCEED THOSE INDICATED THE PROVISIONS OF THE CONTRACT, COVERING 
CHANGES WILL APPLY.

SECTION 265100 – INTERIOR LIGHTING

GENERAL

PROVIDE 10% SPARE LAMPS, DIFFUSERS, AND GLASS FOR EACH LIGHT FIXTURE TYPE WITH NOT 
LESS THAN ONE FOR LESS THAN 10.

PRODUCTS

COMPLY WITH THE REQUIREMENTS SPECIFIED IN THE ARTICLES BELOW AND LIGHTING FIXTURE 
SCHEDULE.

METAL PARTS:  FREE FROM BURRS AND SHARP CORNERS AND EDGES.

SHEET METAL COMPONENTS:  STEEL, EXCEPT AS INDICATED.  COMPONENTS ARE FORMED AND 
SUPPORTED TO PREVENT WARPING AND SAGGING.

DOORS, FRAMES, AND OTHER INTERNAL ACCESS:  SMOOTH OPERATING AND FREE FROM LIGHT 
LEAKAGE UNDER OPERATING CONDITIONS.  ARRANGE TO PERMIT RELAMPING WITHOUT USE OF 
TOOLS.  ARRANGE DOORS, FRAMES, LENSES, DIFFUSERS, AND OTHER PIECES TO PREVENT 
ACCIDENTAL FALLING DURING RELAMPING AND WHEN SECURED IN THE OPERATING POSITION.

REFLECTING SURFACES:  MINIMUM REFLECTANCES AS FOLLOWS, EXCEPT AS OTHERWISE 
INDICATED:

1. WHITE SURFACES:  85 PERCENT.

2. SPECULAR SURFACES:  83 PERCENT.

3. DIFFUSING SPECULAR SURFACES:  75 PERCENT.

4. LAMINATED SILVER METALLIZED FILM:  90 PERCENT.

LENSES, DIFFUSERS, COVERS, AND GLOBES:  100 PERCENT VIRGIN ACRYLIC PLASTIC OR 
WATER WHITE, ANNEALED CRYSTAL GLASS EXCEPT AS INDICATED.

1. PLASTIC:  HIGHLY RESISTANT TO YELLOWING AND OTHER CHANGES DUE TO AGING, 
EXPOSURE TO HEAT AND UV RADIATION.  LENS THICKNESS:  0.125 INCHES, MINIMUM.

SINGLE-STEM HANGERS:  1/2-INCH STEEL TUBING WITH SWIVEL BALL FITTING AND CEILING 
CANOPY.  FINISH SAME AS FIXTURE.

TWIN-STEM HANGERS:  TWO, 1/2-INCH STEEL TUBES WITH SINGLE CANOPY ARRANGED TO 
MOUNT A SINGLE FIXTURE.  FINISH SAME AS FIXTURE.

ROD HANGERS:  3/16-INCH DIAMETER CADMIUM PLATED, THREADED STEEL ROD.

HOOK HANGER:  INTEGRATED ASSEMBLY MATCHED TO FIXTURE AND LINE VOLTAGE AND 
EQUIPPED WITH THREADED ATTACHMENT, CORD, AND LOCKING- TYPE PLUG.

FLUORESCENT FIXTURES:  CONFORM TO UL 1570, "FLUORESCENT LIGHTING FIXTURES."

ELECTRONIC BALLASTS:  CONFORM TO UL 935, "FLUORESCENT-LAMP BALLASTS."  SOLID-
STATE, FULL-LIGHT-OUTPUT, ENERGY-SAVING TYPE COMPATIBLE WITH ENERGY-SAVING 
LAMPS.  CONFORM TO FCC REGULATIONS PART 15, SUBPART J. FOR ELECTROMAGNETIC 
INTERFERENCE.  CONFORM TO IEEE C62.41, "GUIDE FOR SURGE VOLTAGES IN LOW-VOLTAGE 
AC POWER CIRCUITS," CATEGORY A, FOR RESISTANCE TO VOLTAGE SURGES FOR NORMAL 
AND COMMON MODES. BALLASTS MUST BE APPROVED BY USU.

1. CERTIFICATION:  BY ELECTRICAL TESTING LABORATORY (ETL).

2. LABELING:  BY CERTIFIED BALLAST MANUFACTURERS ASSOCIATION (CBM).

3. TYPE:  CLASS P, HIGH-POWER-FACTORY TYPE EXCEPT AS INDICATED OTHERWISE.

4. SOUND RATING:  A RATING, EXCEPT AS INDICATED OTHERWISE.

5. VOLTAGE: 120/277 UNIVERSAL.

6. MINIMUM POWER FACTOR:  90 PERCENT.

7. MINIMUM OPERATING FREQUENCY:  20,000 HZ.

8. THIRD HARMONIC CONTENT OF BALLAST CURRENT:  LESS THAN 10 PERCENT.

APPROVED BALLASTS:

1. GE ULTRAMAX
2. OSRAM SYLVANIA QUICKTRONIC HIGH EFFICIENCY (QHE)
3. ADVANCE OPTANIUM
4. UNIVERSAL ULTIM 8

EXIT SIGNS:  CONFORM TO UL 924, "EMERGENCY LIGHTING AND POWER EQUIPMENT," AND THE 
FOLLOWING:

1. SIGN COLORS:  CONFORM TO LOCAL CODE.

2. MINIMUM HEIGHT OF LETTERS:  CONFORM TO LOCAL CODE.

3. ARROWS:  INCLUDE AS INDICATED.

4. LAMPS FOR AC OPERATION: LED.

EMERGENCY LIGHTING UNITS:  CONFORM TO UL 924, "EMERGENCY LIGHTING AND POWER 
EQUIPMENT" REQUIREMENTS FOR "UNIT EQUIPMENT." PROVIDE SELF-CONTAINED UNITS WITH 
THE FOLLOWING FEATURES AND ADDITIONAL CHARACTERISTICS AS INDICATED.

1. BATTERY:  SEALED, MAINTENANCE-FREE, LEAD-ACID TYPE WITH 10 YEAR NOMINAL LIFE 
MINIMUM, AND SPECIAL PROJECT WARRANTY.

2. CHARGER:  MINIMUM TWO-RATE, FULLY-AUTOMATIC, SOLID-STATE TYPE, WITH SEALED 
TRANSFER RELAY.

3. OPERATION:  RELAY AUTOMATICALLY TURNS LAMP ON WHEN SUPPLY CIRCUIT VOLTAGE 
DROPS TO 80-PERCENT OF NOMINAL OR BELOW.  LAMP AUTOMATICALLY DISCONNECTS FROM 
BATTERY WHEN VOLTAGE APPROACHES DEEP-DISCHARGE LEVEL.

4. RELAY DISCONNECTS LAMPS AND BATTERY AUTOMATICALLY RECHARGES AND FLOATS 
ON TRICKLE CHARGE WHEN NORMAL VOLTAGE IS RESTORED.

5. WIRE GUARD:  WHERE INDICATED, PROVIDE HEAVY CHROME PLATED WIRE GUARD 
ARRANGED TO PROTECT LAMP HEADS OR FIXTURES.

6. TIME-DELAY RELAY:  PROVIDE TIME-DELAY RELAY IN EMERGENCY LIGHTING UNIT 
CONTROL CIRCUIT ARRANGED TO HOLD UNIT "ON" FOR FIXED INTERVAL AFTER RESTORATION 
OF POWER FROM AN OUTAGE.  PROVIDE ADEQUATE TIME DELAY TO PERMIT HID LAMPS TO 
RESTRIKE AND DEVELOP ADEQUATE OUTPUT.

EMERGENCY FLUORESCENT POWER SUPPLY:  CONFORM TO UL 924, "EMERGENCY LIGHTING 
AND POWER EQUIPMENT."

1. INTERNAL TYPE:  SELF-CONTAINED, MODULAR, BATTERY-INVERTER UNIT FACTORY-
MOUNTED WITHIN THE FIXTURE BODY.

A.     TEST SWITCH AND LED INDICATOR LIGHT:  VISIBLE AND ACCESSIBLE WITHOUT 
OPENING FIXTURE OR ENTERING CEILING SPACE.

B.     BATTERY:  SEALED, MAINTENANCE-FREE, NICKEL-CADMIUM TYPE, WITH A MINIMUM 
NOMINAL 10-YEAR LIFE.

C.     CHARGER:  FULLY-AUTOMATIC, SOLID-STATE, CONSTANT-CURRENT TYPE.

D.     OPERATION:  RELAY AUTOMATICALLY TURNS 2 LAMPS ON WHEN SUPPLY CIRCUIT 
VOLTAGE DROPS TO 80-PERCENT OF NOMINAL OR BELOW.  RELAY DISCONNECTS LAMP AND 
BATTERY AUTOMATICALLY RECHARGES WHEN NORMAL VOLTAGE IS RESTORED.

LAMPS: PROVIDE LAMPS FOR EACH FIXTURE INDICATED.  CONFORM TO ANSI STANDARDS, C78 
SERIES APPLICABLE TO EACH TYPE OF LAMP.  LAMPS SHALL BE TCLIP COMPLIANT. WHERE 
LAMPS ARE NOT INDICATED, PROVIDE LAMPS RECOMMENDED BY MANUFACTURER.

STEEL PARTS FINISH:  MANUFACTURER'S STANDARD FINISH APPLIED OVER CORROSION-
RESISTANT PRIMER, FREE OF STREAKS, RUNS, HOLIDAYS, STAINS, BLISTERS, AND DEFECTS.  
REMOVE FIXTURES SHOWING EVIDENCE OF CORROSION DURING PROJECT WARRANTY 
PERIOD AND REPLACE WITH NEW FIXTURES.

1. OTHER PARTS:  MANUFACTURER'S STANDARD FINISH.

EXECUTION

INSTALLATION:  UNLESS OTHERWISE INDICATED, INSTALL LIGHTING FIXTURES AS FOLLOWS:

1. SETTING AND SECURING:  SET UNITS PLUMB, SQUARE, AND LEVEL WITH CEILING AND 
WALLS, AND SECURE ACCORDING TO MANUFACTURER'S PRINTED INSTRUCTIONS AND 
APPROVED SHOP DRAWINGS.

2. CONNECT EQUIPMENT GROUNDING CONDUCTOR TO FIXTURE HOUSING.

3. PROVIDE INDEPENDENT SAFETY WIRES ATTACHED TO STRUCTURE AT THE DIAGONAL 
CORNDERS OF LIGHTIGN FIXTURES IN COMPLIANCE WITH SEISMIC REQUIREMENTS.

4. SUPPORT FOR RECESSED AND SEMIRECESSED FIXTURES:  INSTALLED UNITS MAY BE 
SUPPORTED FROM SUSPENDED CEILING SUPPORT SYSTEM.  INSTALL CEILING SYSTEM 
SUPPORT RODS OR WIRES AT A MINIMUM OF FOUR RODS OR WIRES PER FIXTURE LOCATED 
NOT MORE THAN 6 INCHES FROM FIXTURE CORNERS.

A.     FIXTURES SMALLER THAN CEILING GRID:  INSTALL A MINIMUM OF FOUR RODS OR 
WIRES FOR EACH FIXTURE AND LOCATE AT CORNER OF THE CEILING GRID WHERE THE 
FIXTURE IS LOCATED.  DO NOT SUPPORT FIXTURES BY CEILING ACOUSTICAL PANELS.

B.     FIXTURES OF SIZES LESS THAN CEILING GRID:  CENTER IN THE ACOUSTICAL PANEL.  
SUPPORT FIXTURES INDEPENDENTLY WITH AT LEAST TWO 3/4-INCH METAL CHANNELS 
SPANNING AND SECURED TO THE CEILING TEES.

C.     INSTALL SUPPORT CLIPS FOR RECESSED FIXTURES, SECURELY FASTENED TO 
CEILING GRID MEMBERS, AT OR NEAR EACH FIXTURE CORNERS.

5. SUPPORT FOR SUSPENDED FIXTURES:  BRACE PENDANTS AND RODS THAT ARE 4-FEET 
LONG OR LONGER TO LIMIT SWINGING.  SUPPORT STEM MOUNTED SINGLE-UNIT SUSPENDED 
FLUORESCENT FIXTURES WITH TWIN-STEM HANGERS.  FOR CONTINUOUS ROWS, USE TUBING 
OR STEM FOR WIRING AT ONE POINT AND TUBING OR ROD FOR SUSPENSION FOR EACH UNIT 
LENGTH OF CHASSIS, INCLUDING ONE AT EACH END. PROVIDE SWIVEL BASES FOR STEMS 
SUPPORTING LIGHT FIXTURES WHICH EXCEED 12" IN LENGTH.

6. LAMPING:  LAMP UNITS ACCORDING TO MANUFACTURER'S INSTRUCTIONS.

7. RECESSED LIGHTING FIXTURES IN ACOUSTICAL TILE CEILING SHALL BE LOCATED 
CENTERED OF A SINGLE TILE.

ADJUSTING AND CLEANING:  CLEAN FIXTURES UPON COMPLETION OF INSTALLATION.  USE 
METHODS AND MATERIALS RECOMMENDED BY MANUFACTURER.  ADJUST AIMABLE FIXTURES 
TO PROVIDE REQUIRED LIGHT INTENSITIES.

tds
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PP1-X   ELECTRICAL CIRCUIT NUMBER (REFER TO PANEL SCHEDULES)
HEAVY DUTY, TRAFFIC RATED, FLUSH-TO-GRADE POLYMER CONCRETE SPLICE BOX
WITH HEAVY DUTY, TRAFFIC RATED, BOLTED COVER.11"X18"X12" TYPE 1. NUMBER
ASSOCIATED IS NOT THE QUANTITY BUT THE IDENTIFIER ONLY.

UNDER GROUND BURIED RACEWAY (2#6 THWN CU AND 1#8 GND) IN 2" PVC
CONDUIT (UNLESS NOTED OTHERWISE ON PLANS) IN 24" DEEP TRENCH, BURY AND
COMPACTED BACKFILL TO CITY STANDARDS.

INSTALL SINGLE ARM PEDESTRIAN STANDARD OR STREET STANDARD AS
SPECIFIED. NUMBER ASSOCIATED IS NOT THE QUANTITY BUT THE IDENTIFIER
ONLY.

Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

UB

STREET LIGHTING GENERAL NOTES:

1. THIS PROJECT WILL BE BID  FOR THE INSTALLATION OF THE PEDESTRIAN, AND STREET LIGHTING. BASE PROJECT: COMPLETE THE MAIN PATH PEDESTRIAN AND STREET
LIGHTING FOR PHASE 2 THE RIVER FRONT AT DOS RIOS.

2. THIS PROJECT CONSISTS OF WORK TO INSTALL ALL WIRING, CONDUIT, PULL BOXES, AND POWER PANEL. REFERENCE SCHEDULE OF LIGHTING DEVICES AND SUMMARY OF
QUANTITIES.

3. TYPES "SA & SB" LIGHT STANDARD & LUMINARIES (PEDESTRIAN AND STREET LIGHT),  SHALL INCLUDE THE FOLLOWING ITEMS FROM VISUAL INTEREST LIGHTING LOCATED AT
3444 BRIGHTON BLVD, DENVER, CO 80216, 303.861.8448.

4. TYPE "SA" PHILLIP GARDCO GL13-1-2-70LA-6345-NW-UNV-BLP-LF, PROVIDE COLLISION BREAK AWAY CONNECTORS. FIXTURE TO BE 15' ABOVE FINISHED GRADE TO
BOTTOM OF LIGHT. POLE #FRS-15-4-D1-BLP

5. TYPE "SB" PHILLIP GARDCO GL18-1-2-2230LA-9600-NW-UNV-LF-PC-RPA2, PROVIDE COLLISION BREAK AWAY CONNECTORS. FIXTURE TO BE 27' ABOVE FINISHED GRADE
TO BOTTOM OF LIGHT. POLE #FRS-27-5-D1-BLP

6. PROVIDE 2 TOTAL NEW MILL BANK PANELS (PP2, PP3), 208V, 3PH, 4W 100A , #CP3B5151XK42CSXCSL1 LOCATED AS SHOWN IN DRAWINGS. PANEL PP1 IS EXISTING
AND TO BE REUSED AS SHOWN IN DRAWINGS

7. ALL PEDESTRIAN LIGHTING FIXTURES(TYPE "SA") INSTALLED ON THE PROJECT WILL BE CONTROLLED  WITH A  ELECTRICAL CONTRACTOR SUPPLIED PHOTO CELL TO BE
LOCATED IN EACH NEW MILBANK POWER PEDESTALS IN SWITCHED SECTION OF PANEL.  ORIENT PANEL SO THAT PHOTOCELL WILL BE ORIENTED NORTH, TYPICAL.

8. ALL STREET LIGHTING FIXTURES(TYPE "SB") WILL EACH BE ORDERED WITH THEIR OWN PHOTOCELL INSTALLED IN THE FIXTURE, AND POWERED WITH NEW 208 VOLT 3PHASE
MILBANK POWER PEDESTAL ON UN-SWITCHED SECTION.

9. PROVIDE 2" PVC SCHEDULE 80 CONDUIT BETWEEN EACH JUNCTION BOX LABELED "UB".

10. COORDINATE LOCATION AND WIRING FOR  SPRINKLER CONTROLLER WITH PROVIDER  PRIOR TO TRENCHING, REFERENCE DRAWING E6.

11. ELEVATIONS SHOWN IN THE SCHEDULE OF LIGHTING DEVICES ON THE PLANS SHEETS REPRESENT THE DESIGN FINISHED GRADE OR THE EXISTING GROUND FINISHED
GRADE. THESE ELEVATIONS DO NOT INDICATE THE TOP ELEVATION OF THE LUMINARIES (PEDESTRIAN) FOUNDATION. PEDESTRIAN LIGHTING FOUNDATIONS SHALL BE
CONSTRUCTED PER THE MANUFACTURERS RECOMMENDATIONS.

12. PULL BOXES FOR LIGHT STANDARD (PEDESTRIAN AND STREET) WILL BE TYPE 1 CDOT PULL BOXES 11"X18"X12".

13. PULL BOXES WILL BE INSTALLED IN GRADES WITHOUT CONCRETE WHERE POSSIBLE.

14. ALL ELECTRICAL CONDUIT SHALL BE SCHEDULE 80 PVC UNLESS NOTED OTHERWISE, TYPICAL.

15. UNLESS OTHERWISE NOTED, THE WORK DESCRIBED ON THE PLANS SHALL INCLUDE PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR A COMPLETE AND
OPERATIONAL ELECTRICAL SYSTEM. FURNISH ALL REQUIRED ITEMS WHETHER SUCH ARE SPECIFICALLY SHOWN OR NOT.

16. INFORMATION SHOWN ON DRAWINGS IS DIAGRAMMATIC ONLY AND SHALL NOT BE SCALED. OBTAIN VERIFY EXACT LOCATIONS, MEASUREMENTS, LEVELS, SPACE
REQUIREMENTS, POTENTIAL CONFLICTS AMONG TRADES AND FOR ADJUSTING THE WORK REQUIRED BY THE ACTUAL CONDITIONS OF THE PROJECT.  CONTRACTOR IS
RESPONSIBLE FOR LOCATING ALL UNDER GROUND OBSTRUCTIONS AND MAKING ALLOWANCES FOR FIELD ADJUSTMENT OF LOCATION OF LUMINARIES TO AVOID SHUT
DOWN OF ANY SERVICES OR SYSTEMS THAT ARE TO REMAIN.

17. BEFORE SUBMITTING THE BID ELECTRICAL CONTRACTOR SHALL VISIT AND EXAMINE THE PREMISES AND/OR JOB SITE SO AS TO ASCERTAIN THE EXISTING CONDITIONS IN
WHICH THE CONTRACTOR WILL BE OBLIGED TO OPERATE IN PERFORMING HIS PART OF THE CONTRACT TO ANTICIPATE ANY POSSIBLE SPACE RESTRICTIONS OR
CONSTRAINTS THAT COULD AFFECT THE TIMELY COMPLETION OF THE ELECTRICAL WORK IN ACCORDANCE WITH THE INTENT OF THE SPECIFICATIONS AND DRAWINGS. THE
ELECTRICAL CONTRACTOR SHALL REPORT TO THE THE PROJECT ENGINEER OR GENERAL CONTRACTOR ANY CONDITIONS THAT MIGHT PREVENT THE SPECIFIED ELECTRICAL
WORK FROM BEING PERFORMED IN THE MANNER INTENDED. NO CONSIDERATION OR ALLOWANCE WILL BE GRANTED TO THE ELECTRICAL CONTRACTOR FOR FAILURE TO
VISIT THE PROJECT SITE, OR FOR ANY ALLEGED MISUNDERSTANDING OF THE MATERIALS TO BE FURNISHED OR WORK TO BE DONE..

18. THE ELECTRICAL CONTRACTOR SHALL EXAMINE THE DRAWINGS OF ALL TRADES WHOSE WORK RELATES TO OR IS DEPENDENT ON ELECTRICAL WORK TO BECOME FULLY
INFORMED OF THE EXTENT AND CHARACTER OF THEIR SPECIFIED WORK AND BE ABLE TO COORDINATE WITH OTHER TRADES WHILE AVOIDING POSSIBLE INTERFERENCE
WITH THE ELECTRICAL WORK.

19. THE CONTRACTOR SHALL USE CONDUIT PLUGS AND SEALING PLUGS FOR SEALING ALL EMPTY CONDUITS AND CONDUITS OCCUPIED WITH CABLING, RESPECTIVELY,
INSTALLED UNDER THIS CONTRACT. CONDUIT PLUGS SHALL BE MANUFACTURED FROM HIGH-IMPACT PLASTIC COMPONENTS, COMBINED WITH DURABLE ELASTIC
GASKETS. THEY SHALL BE CORROSION PROOF AND APPROPRIATE FOR USE AS EITHER A LONG-TERM OR TEMPORARY SEAL. CONDUIT PLUGS SHALL BE REMOVABLE AND
REUSABLE. THEY SHALL BE BOTH WATERTIGHT AND AIRTIGHT TO PREVENT THE FLOW OF WATER AND BUILDUP OF SEDIMENTATION WITHIN THE CONDUIT. EACH CONDUIT
PLUG SHALL BE EQUIPPED WITH A ROPE TIE DEVICE TO ALLOW THE SECURING OF PULL ROPE TO THE PLUG’S BACK COMPRESSION PLATE. THE CONTRACTOR SHALL
ATTACH THE PULL ROPE TO THE BACK COMPRESSION PLATE OF THE PLUG AND STORE EXCESS SLACK PULL ROPE BEHIND THE PLUG WITHIN THE CONDUIT FOR FUTURE
USE.

20. PER OWNERS REQUEST LIGHT LEVELS ALONG PATHWAYS WERE SPACED AT A MINIMUM OF 120 FT OF SPACING. LIGHT LEVELS MAY BE BELOW THE RECOMMENDED
DESIGN FOR A MINIMUM OF 0.6 FOOT-CANDLES AS RECOMMENDED BY THE ILLUMINATION ENGINEERS SOCIETY(IES). CHANGES TO LIGHTING WILL REQUIRE
RECALCULATION OF LIGHT LEVELS TO INSURE ADEQUATE COVERAGE.
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GENERAL NOTES:

1. POWER CIRCUIT AS SHOWN ON DRAWING, TYPICAL.
2. LIGHT TO BE ORIENTED TO BE PERPENDICULAR TO ROADWAY AND SHINE

ON ROADWAY, TYPICAL.
3. PROVIDE 2-#6 THWN + #8GND IN 2" PVC SCHEDULE 80 CONDUIT
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FLAG NOTES:

PROVIDE NEW 20 AMP 120V, 1PH, 22KAIC BREAKER IN PANEL "PP1" FOR FEED TO
IRRIGATION CONTROLLER. PROVIDE (2-#10 THWN  + #12GND CU) IN 1" SCHEDULE 80
PVC FROM PANEL "PP1". FIELD VERIFY EXACT LOCATION AND WIRING OF CONTROLLER
WITH IRRIGATION PROVIDER PRIOR TO TRENCHING.
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SCALE: 1"=40'

LIGHTING/ELECTRICAL PLAN

GENERAL NOTES:

1. POWER CIRCUIT AS SHOWN ON DRAWING, TYPICAL.
2. LIGHT TO BE ORIENTED TO BE PERPENDICULAR TO ROADWAY AND SHINE

ON ROADWAY, TYPICAL.
3. PROVIDE 2-#6 THWN + #8GND IN 2" PVC SCHEDULE 80 CONDUIT

BETWEEN PULL BOXES UNLESS SHOWN OTHERWISE, TYPICAL.
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GENERAL NOTES:

1. IN AS MUCH AS DESIGN REQUIRES THAT CERTAIN ASSUMPTIONS BE MADE REGARDING EXISTING CONDITIONS, AND
BECAUSE SOME OF THESE ASSUMPTIONS CANNOT BE VERIFIED.  FIELD COORDINATION DURING CONSTRUCTION SERVICES
IS IMPERATIVE. CONTRACTORS BIDDING THIS WORK MUST MAKE REASONABLE ALLOWANCES FOR UNFORESEEN
CONTINGENCIES.

2. THE SERVING ELECTRICAL ASSOCIATION SHALL ADVISE THE OWNER/ENGINEER PRIOR TO SERVICE MODIFICATION REQUIRING
COST TO THE OWNER.

3. REFERENCE CIVIL, LANDSCAPE AND IRRIGATION DRAWING PLANS FOR COORDINATION AND LOCATION OF ALL UNDER
GROUND SYSTEMS.

4. ALL WORK SHALL BE COORDINATED WITH OTHER TRADES AS REQUIRED: REFERENCE CIVIL LANDSCAPE AND IRRIGATION
DRAWINGS.

5. ALL WIRING IS SHOWN DIAGRAMMATICALLY ON DRAWINGS, FIELD VERIFY ALL CONDITIONS PRIOR TO ROUGH-IN.

6. ALL ELECTRICAL WORK SHALL COMPLY WITH THE LATEST EDITION OF NATIONAL ELECTRICAL CODE AND ALL APPLICABLE LOCAL
CODES.

7. ALL WIRE TO BE #6 UNLESS NOTED OTHERWISE.

8. CONDUCTOR COUNT IS SHOWN FOR REFERENCE ONLY. CONTRACTOR SHALL ENSURE THAT ANY AND ALL DEVICES AND
EQUIPMENT ARE CIRCUITED PROPERLY. CONTRACTOR SHALL ENSURE THAT NO EQUIPMENT OR DEVICES ARE COMBINED
OTHER THAN WHAT IS DEPICTED.

9. FIELD VERIFY ALL DIMENSIONS, DO NOT SCALE DRAWINGS.

10. COORDINATE INSTALLATION OF METER AND ELECTRICAL REQUIREMENTS WITH XCEL ENERGY.

11. PEDESTAL MUST MEET ALL XCEL ENERGY REQUIREMENTS I.E. COLD SEQUENCE PADLOCK SLIP LATCH ON METER COVER,
HOLD OPEN BAR ON METER HOOD.
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FLAG NOTES:

PANEL "PP1" CKTS 12 AND 14 ARE EXISTING AND WERE INSTALLED IN PHASE 1 AND TO BE REUSED
AND WIRED AS SHOWN. PROVIDE ADDITIONAL BREAKERS IN EXISTING PANEL FOR NEW LIGHTING.

CIRCUITS 31 TO 42 ARE SWITCHED CIRCUITS, TYPICAL

PANEL "PP2" IS A NEW PANEL, COORDINATE INSTALLATION OF METER AND EXACT LOCATION OF
TRANSFORMER WITH EXCEL PRIOR TO ROUGH-IN.
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FLAG NOTES:

CIRCUITS 31 TO 42 ARE SWITCHED CIRCUITS, TYPICAL.

PANEL "PP3" IS A NEW PANEL, COORDINATE INSTALLATION OF METER AND EXACT LOCATION OF
TRANSFORMER WITH EXCEL PRIOR TO ROUGH-IN.
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SCALE: 1"=200' NORTH

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.

LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-11,13
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-31,33

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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EMAIL: joelm@ACMengrs.com

SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-32,34

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-35,37

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-36,38

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200'

LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-39,41
NORTH

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP1-40,42

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP2-12,14

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP2-31,33

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
SA-16

AutoCAD SHX Text
SA-13

AutoCAD SHX Text
SA-11

AutoCAD SHX Text
SA-10

AutoCAD SHX Text
SA-8

AutoCAD SHX Text
SA-6

AutoCAD SHX Text
SA-4

AutoCAD SHX Text
SA-1

AutoCAD SHX Text
SA-3

AutoCAD SHX Text
SA-5

AutoCAD SHX Text
SA-9

AutoCAD SHX Text
SA-14

AutoCAD SHX Text
SA-22

AutoCAD SHX Text
SA-23

AutoCAD SHX Text
SA-24

AutoCAD SHX Text
SA-28

AutoCAD SHX Text
SA-26

AutoCAD SHX Text
SA-20

AutoCAD SHX Text
SA-18

AutoCAD SHX Text
SA-17

AutoCAD SHX Text
SA-19

AutoCAD SHX Text
SA-25

AutoCAD SHX Text
SA-12

AutoCAD SHX Text
SA-15

AutoCAD SHX Text
SA-21

AutoCAD SHX Text
SA-27

AutoCAD SHX Text
SA-32

AutoCAD SHX Text
SA-46

AutoCAD SHX Text
SA-52

AutoCAD SHX Text
SA-63

AutoCAD SHX Text
SA-78

AutoCAD SHX Text
SA-84

AutoCAD SHX Text
SA-89

AutoCAD SHX Text
SA-95

AutoCAD SHX Text
SA-100

AutoCAD SHX Text
SA-104

AutoCAD SHX Text
SA-107

AutoCAD SHX Text
SA-116

AutoCAD SHX Text
SA-131

AutoCAD SHX Text
SA-119

AutoCAD SHX Text
SA-132

AutoCAD SHX Text
SA-120

AutoCAD SHX Text
SA-133

AutoCAD SHX Text
SA-134

AutoCAD SHX Text
SA-121

AutoCAD SHX Text
SA-122

AutoCAD SHX Text
SA-135

AutoCAD SHX Text
SB-21

AutoCAD SHX Text
SA-123

AutoCAD SHX Text
SA-124

AutoCAD SHX Text
SA-136

AutoCAD SHX Text
SA-130

AutoCAD SHX Text
SA-137

AutoCAD SHX Text
SB-19

AutoCAD SHX Text
SB-22

AutoCAD SHX Text
SA-138

AutoCAD SHX Text
SA-139

AutoCAD SHX Text
SA-140

AutoCAD SHX Text
SA-118

AutoCAD SHX Text
SA-125

AutoCAD SHX Text
SA-126

AutoCAD SHX Text
SA-127

AutoCAD SHX Text
SA-128

AutoCAD SHX Text
SA-129

AutoCAD SHX Text
SB-20

AutoCAD SHX Text
SA-117

AutoCAD SHX Text
SA-115

AutoCAD SHX Text
SA-112

AutoCAD SHX Text
SA-110

AutoCAD SHX Text
SA-106

AutoCAD SHX Text
SA-105

AutoCAD SHX Text
SA-101

AutoCAD SHX Text
SA-99

AutoCAD SHX Text
SA-96

AutoCAD SHX Text
SA-92

AutoCAD SHX Text
SA-94

AutoCAD SHX Text
SA-90

AutoCAD SHX Text
SA-86

AutoCAD SHX Text
SB-16

AutoCAD SHX Text
SA-87

AutoCAD SHX Text
SB-17

AutoCAD SHX Text
SB-18

AutoCAD SHX Text
SA-93

AutoCAD SHX Text
SA-97

AutoCAD SHX Text
SA-102

AutoCAD SHX Text
SA-108

AutoCAD SHX Text
SA-113

AutoCAD SHX Text
SA-114

AutoCAD SHX Text
SA-109

AutoCAD SHX Text
SA-103

AutoCAD SHX Text
SA-98

AutoCAD SHX Text
SA-91

AutoCAD SHX Text
SA-88

AutoCAD SHX Text
SB-15

AutoCAD SHX Text
SB-12

AutoCAD SHX Text
SA-73

AutoCAD SHX Text
SA-64

AutoCAD SHX Text
SA-60

AutoCAD SHX Text
SA-65

AutoCAD SHX Text
SA-58

AutoCAD SHX Text
SA-55

AutoCAD SHX Text
SA-144

AutoCAD SHX Text
SB-8

AutoCAD SHX Text
SA-47

AutoCAD SHX Text
SA-48

AutoCAD SHX Text
SA-41

AutoCAD SHX Text
SA-43

AutoCAD SHX Text
SA-36

AutoCAD SHX Text
SA-37

AutoCAD SHX Text
SA-39

AutoCAD SHX Text
SA-42

AutoCAD SHX Text
SA-49

AutoCAD SHX Text
SA-53

AutoCAD SHX Text
SA-59

AutoCAD SHX Text
SA-66

AutoCAD SHX Text
SA-83

AutoCAD SHX Text
SA-85

AutoCAD SHX Text
SA-81

AutoCAD SHX Text
SA-76

AutoCAD SHX Text
SB-9

AutoCAD SHX Text
SA-146

AutoCAD SHX Text
SA-145

AutoCAD SHX Text
SA-69

AutoCAD SHX Text
SA-62

AutoCAD SHX Text
SA-54

AutoCAD SHX Text
SA-50

AutoCAD SHX Text
SA-44

AutoCAD SHX Text
SA-38

AutoCAD SHX Text
SB-5

AutoCAD SHX Text
SA-34

AutoCAD SHX Text
SA-31

AutoCAD SHX Text
SA-29

AutoCAD SHX Text
SA-30

AutoCAD SHX Text
SA-33

AutoCAD SHX Text
SB-13

AutoCAD SHX Text
SA-75

AutoCAD SHX Text
SA-61

AutoCAD SHX Text
SA-141

AutoCAD SHX Text
SA-142

AutoCAD SHX Text
SB-14

AutoCAD SHX Text
SA-67

AutoCAD SHX Text
SA-2

AutoCAD SHX Text
SB-1

AutoCAD SHX Text
6' MONO C,G,&SW

AutoCAD SHX Text
SWALE

AutoCAD SHX Text
MH D1-252-019

AutoCAD SHX Text
RIM 4556.45

AutoCAD SHX Text
INV SE>NW 4552.37

AutoCAD SHX Text
STOP

AutoCAD SHX Text
STOP

AutoCAD SHX Text
4548.22

AutoCAD SHX Text
MH D1-252-100

AutoCAD SHX Text
RIM 4557.03

AutoCAD SHX Text
INVinNW 4550.79

AutoCAD SHX Text
INVinE 4550.74

AutoCAD SHX Text
INVoutSW 4549.80

AutoCAD SHX Text
MH D1-252-098

AutoCAD SHX Text
RIM 4556.90

AutoCAD SHX Text
INVinN 4551.38

AutoCAD SHX Text
INVinE 4551.08

AutoCAD SHX Text
INVoutSE 4550.98

AutoCAD SHX Text
IN D1-252-022

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVinN 4553.78

AutoCAD SHX Text
RIVER-SIDE PARK DR

AutoCAD SHX Text
PARK AVE

AutoCAD SHX Text
HALE AVE

AutoCAD SHX Text
IN C4-252-010

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVoutW 4551.40

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
W

AutoCAD SHX Text
~ASPHALT~

AutoCAD SHX Text
N 33702.28 E 88008.44

AutoCAD SHX Text
SA-68

AutoCAD SHX Text
SA-74

AutoCAD SHX Text
SA-80

AutoCAD SHX Text
SA-77

AutoCAD SHX Text
SA-72

AutoCAD SHX Text
SA-70

AutoCAD SHX Text
SA-143

AutoCAD SHX Text
SA-7

AutoCAD SHX Text
SA-147

AutoCAD SHX Text
SA-154

AutoCAD SHX Text
SA-148

AutoCAD SHX Text
SA-149

AutoCAD SHX Text
SA-150

AutoCAD SHX Text
SA-151

AutoCAD SHX Text
SA-152

AutoCAD SHX Text
SA-153

AutoCAD SHX Text
SA-155

AutoCAD SHX Text
SA-156

AutoCAD SHX Text
SA-157

AutoCAD SHX Text
SA-158

AutoCAD SHX Text
SA-159

AutoCAD SHX Text
SA-35

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESIGNED BY

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
PUBLIC WORKS

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
C

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
0

AutoCAD SHX Text
SITE LIGHTING PLAN

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
E31 of 41

AutoCAD SHX Text
BH

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
THE RIVERFRONT AT DOS RIOS WAY PHASE 2

AutoCAD SHX Text
0

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
200

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
GRAPHIC SCALE



EXISTING
75KVA
XFMR
208/120V

EXISTING
200A

208/120V
PP1

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

NEW PP2
200A
208/120V
3ɸ

UB

UB

DWG-E5

DWG-E6

DWG-E8

DW
G-E9

DW
G-E10

D
W

G
-E1

1

DW
G-E12

DW
G-13

D
W

G
-E1

4DWG-E16

DWG-E15

NEW
75KVA
XFMR
208/120V

NEW PP3 200A
208/120V 3ɸ

NEW 75KVA XFMR 208/120V 3ɸ

UB

UB

UBUBUB

UB

UB

UB

UB UB

UB

UB

UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UBUB UB

UB UB UB

UB UB UB

UB
UB UB

UB
UB

UB UB

UB UB

UB UB

UB UB

UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB UB

UB UB

UB UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

HALE AVE

UB

EXISTING

DWG-E7

EXISTING

EXISTING

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

PP2-32,34

UB

DWG-E17

UB
UB

UB UB

UB UB

UB
UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB

EXISTING

DWG-E18

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

DWG-E19

UB

UB

UB

UBUB

SB-6

SB-7

SB-4

SB-2

SB-3

SA-29

SB-5

SA-15

SA-21

SA-35

SA-46

SA-52

SA-60

SA-58

SA-114

SA-113

SA-109

SA-108

SA-103

SA-102

SA-98

SA-97

SA-91

SA-93

SA-88

SB-13

SB-15

SB-18

SB-17

SB-14

SB-12

SA-90

SA-94

SB-16

SA-99

SA-67

SA-61

SA-55

SA-42

SA-76

SA-81

SA-85

SA-87

SA-92

SA-96

SA-105 SA-101

SA-110 SA-106

SA-115 SA-112

SA-129

SA-128SA-127SA-126SA-125

SA-138 SA-139 SA-140 SA-141 SA-142

SA-117

SB-20

SB-19

SB-22

SA-123

SA-124 SA-130

SA-119
SA-121SA-120 SA-122

SB-21

SA-49

SA-53

SA-59

SA-66

SA-54

SA-50

SA-44

SA-38

SA-33

SA-30

SA-31

SA-25

SA-34

SA-19

SA-17
SA-18

SA-20

SA-16

SA-13

SA-11 SA-10

SA-8

SA-6

SA-4

SA-2

SA-1

SA-3

SA-5

SA-9

SA-14

SA-22

SA-23SA-24

SA-28

SA-36

SA-41

SA-47
SA-48

SA-43

SB-1

SA-26

SA-73

SA-62

SA-64

SA-65

SA-39

SA-27

SA-104

SA-107

SA-131

SB-8

SA-83

SA-118

SA-137SA-136SA-135SA-134SA-133SA-132

SA-75

SA-86

SA-37

SA-143

SA-144

SA-70

SA-72

SA-77

SA-80

SA-74

SB-9

SA-68

SA-69

SA-145

SA-146

SA-63

SA-78

SA-84

SA-89

SA-95

SA-100

SA-116

SA-32

SA-12

SA-7

SA-147

SA-148

SA-149

SA-150

SA-151

SA-152

SA-153

SA-154

SA-155

SA-156

SA-157

SA-158

SA-159

Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP2-32,34

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP2-40,42

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP3-7,9

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
SA-16

AutoCAD SHX Text
SA-13

AutoCAD SHX Text
SA-11

AutoCAD SHX Text
SA-10

AutoCAD SHX Text
SA-8

AutoCAD SHX Text
SA-6

AutoCAD SHX Text
SA-4

AutoCAD SHX Text
SA-1

AutoCAD SHX Text
SA-3

AutoCAD SHX Text
SA-5

AutoCAD SHX Text
SA-9

AutoCAD SHX Text
SA-14

AutoCAD SHX Text
SA-22

AutoCAD SHX Text
SA-23

AutoCAD SHX Text
SA-24

AutoCAD SHX Text
SA-28

AutoCAD SHX Text
SA-26

AutoCAD SHX Text
SA-20

AutoCAD SHX Text
SA-18

AutoCAD SHX Text
SA-17

AutoCAD SHX Text
SA-19

AutoCAD SHX Text
SA-25

AutoCAD SHX Text
SA-12

AutoCAD SHX Text
SA-15

AutoCAD SHX Text
SA-21

AutoCAD SHX Text
SA-27

AutoCAD SHX Text
SA-32

AutoCAD SHX Text
SA-46

AutoCAD SHX Text
SA-52

AutoCAD SHX Text
SA-63

AutoCAD SHX Text
SA-78

AutoCAD SHX Text
SA-84

AutoCAD SHX Text
SA-89

AutoCAD SHX Text
SA-95

AutoCAD SHX Text
SA-100

AutoCAD SHX Text
SA-104

AutoCAD SHX Text
SA-107

AutoCAD SHX Text
SA-116

AutoCAD SHX Text
SA-131

AutoCAD SHX Text
SA-119

AutoCAD SHX Text
SA-132

AutoCAD SHX Text
SA-120

AutoCAD SHX Text
SA-133

AutoCAD SHX Text
SA-134

AutoCAD SHX Text
SA-121

AutoCAD SHX Text
SA-122

AutoCAD SHX Text
SA-135

AutoCAD SHX Text
SB-21

AutoCAD SHX Text
SA-123

AutoCAD SHX Text
SA-124

AutoCAD SHX Text
SA-136

AutoCAD SHX Text
SA-130

AutoCAD SHX Text
SA-137

AutoCAD SHX Text
SB-19

AutoCAD SHX Text
SB-22

AutoCAD SHX Text
SA-138

AutoCAD SHX Text
SA-139

AutoCAD SHX Text
SA-140

AutoCAD SHX Text
SA-118

AutoCAD SHX Text
SA-125

AutoCAD SHX Text
SA-126

AutoCAD SHX Text
SA-127

AutoCAD SHX Text
SA-128

AutoCAD SHX Text
SA-129

AutoCAD SHX Text
SB-20

AutoCAD SHX Text
SA-117

AutoCAD SHX Text
SA-115

AutoCAD SHX Text
SA-112

AutoCAD SHX Text
SA-110

AutoCAD SHX Text
SA-106

AutoCAD SHX Text
SA-105

AutoCAD SHX Text
SA-101

AutoCAD SHX Text
SA-99

AutoCAD SHX Text
SA-96

AutoCAD SHX Text
SA-92

AutoCAD SHX Text
SA-94

AutoCAD SHX Text
SA-90

AutoCAD SHX Text
SA-86

AutoCAD SHX Text
SB-16

AutoCAD SHX Text
SA-87

AutoCAD SHX Text
SB-17

AutoCAD SHX Text
SB-18

AutoCAD SHX Text
SA-93

AutoCAD SHX Text
SA-97

AutoCAD SHX Text
SA-102

AutoCAD SHX Text
SA-108

AutoCAD SHX Text
SA-113

AutoCAD SHX Text
SA-114

AutoCAD SHX Text
SA-109

AutoCAD SHX Text
SA-103

AutoCAD SHX Text
SA-98

AutoCAD SHX Text
SA-91

AutoCAD SHX Text
SA-88

AutoCAD SHX Text
SB-15

AutoCAD SHX Text
SB-12

AutoCAD SHX Text
SA-73

AutoCAD SHX Text
SA-64

AutoCAD SHX Text
SA-60

AutoCAD SHX Text
SA-65

AutoCAD SHX Text
SA-58

AutoCAD SHX Text
SA-55

AutoCAD SHX Text
SA-144

AutoCAD SHX Text
SB-8

AutoCAD SHX Text
SA-47

AutoCAD SHX Text
SA-48

AutoCAD SHX Text
SA-41

AutoCAD SHX Text
SA-43

AutoCAD SHX Text
SA-36

AutoCAD SHX Text
SA-37

AutoCAD SHX Text
SA-39

AutoCAD SHX Text
SA-42

AutoCAD SHX Text
SA-49

AutoCAD SHX Text
SA-53

AutoCAD SHX Text
SA-59

AutoCAD SHX Text
SA-66

AutoCAD SHX Text
SA-83

AutoCAD SHX Text
SA-85

AutoCAD SHX Text
SA-81

AutoCAD SHX Text
SA-76

AutoCAD SHX Text
SB-9

AutoCAD SHX Text
SA-146

AutoCAD SHX Text
SA-145

AutoCAD SHX Text
SA-69

AutoCAD SHX Text
SA-62

AutoCAD SHX Text
SA-54

AutoCAD SHX Text
SA-50

AutoCAD SHX Text
SA-44

AutoCAD SHX Text
SA-38

AutoCAD SHX Text
SB-5

AutoCAD SHX Text
SA-34

AutoCAD SHX Text
SA-31

AutoCAD SHX Text
SA-29

AutoCAD SHX Text
SA-30

AutoCAD SHX Text
SA-33

AutoCAD SHX Text
SB-13

AutoCAD SHX Text
SA-75

AutoCAD SHX Text
SA-61

AutoCAD SHX Text
SA-141

AutoCAD SHX Text
SA-142

AutoCAD SHX Text
SB-14

AutoCAD SHX Text
SA-67

AutoCAD SHX Text
SA-2

AutoCAD SHX Text
SB-1

AutoCAD SHX Text
6' MONO C,G,&SW

AutoCAD SHX Text
SWALE

AutoCAD SHX Text
MH D1-252-019

AutoCAD SHX Text
RIM 4556.45

AutoCAD SHX Text
INV SE>NW 4552.37

AutoCAD SHX Text
STOP

AutoCAD SHX Text
STOP

AutoCAD SHX Text
4548.22

AutoCAD SHX Text
MH D1-252-100

AutoCAD SHX Text
RIM 4557.03

AutoCAD SHX Text
INVinNW 4550.79

AutoCAD SHX Text
INVinE 4550.74

AutoCAD SHX Text
INVoutSW 4549.80

AutoCAD SHX Text
MH D1-252-098

AutoCAD SHX Text
RIM 4556.90

AutoCAD SHX Text
INVinN 4551.38

AutoCAD SHX Text
INVinE 4551.08

AutoCAD SHX Text
INVoutSE 4550.98

AutoCAD SHX Text
IN D1-252-022

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVinN 4553.78

AutoCAD SHX Text
RIVER-SIDE PARK DR

AutoCAD SHX Text
PARK AVE

AutoCAD SHX Text
HALE AVE

AutoCAD SHX Text
IN C4-252-010

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVoutW 4551.40

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
W

AutoCAD SHX Text
~ASPHALT~

AutoCAD SHX Text
N 33702.28 E 88008.44

AutoCAD SHX Text
SA-68

AutoCAD SHX Text
SA-74

AutoCAD SHX Text
SA-80

AutoCAD SHX Text
SA-77

AutoCAD SHX Text
SA-72

AutoCAD SHX Text
SA-70

AutoCAD SHX Text
SA-143

AutoCAD SHX Text
SA-7

AutoCAD SHX Text
SA-147

AutoCAD SHX Text
SA-154

AutoCAD SHX Text
SA-148

AutoCAD SHX Text
SA-149

AutoCAD SHX Text
SA-150

AutoCAD SHX Text
SA-151

AutoCAD SHX Text
SA-152

AutoCAD SHX Text
SA-153

AutoCAD SHX Text
SA-155

AutoCAD SHX Text
SA-156

AutoCAD SHX Text
SA-157

AutoCAD SHX Text
SA-158

AutoCAD SHX Text
SA-159

AutoCAD SHX Text
SA-35

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESIGNED BY

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
PUBLIC WORKS

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
C

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
0

AutoCAD SHX Text
SITE LIGHTING PLAN

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
E34 of 41

AutoCAD SHX Text
BH

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
THE RIVERFRONT AT DOS RIOS WAY PHASE 2

AutoCAD SHX Text
0

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
200

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
GRAPHIC SCALE



EXISTING
75KVA
XFMR
208/120V

EXISTING
200A

208/120V
PP1

EXISTING

EXISTING

EXISTING

EXISTING

EXISTING

NEW PP2
200A
208/120V
3ɸ

UB

UB

DWG-E5

DWG-E6

DWG-E8

DW
G-E9

DW
G-E10

D
W

G
-E1

1

DW
G-E12

DW
G-13

D
W

G
-E1

4DWG-E16

DWG-E15

NEW
75KVA
XFMR
208/120V

NEW PP3 200A
208/120V 3ɸ

NEW 75KVA XFMR 208/120V 3ɸ

UB

UB

UBUBUB

UB

UB

UB

UB UB

UB

UB

UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UBUB UB

UB UB UB

UB UB UB

UB
UB UB

UB
UB

UB UB

UB UB

UB UB

UB UB

UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB UB

UB UB

UB UB

UB
UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

PP3-31,33 PP3-31,33 PP3-31,33 PP3-31,33 PP3-31,33

PP3-31,33

PP3-31,33

PP3-31,33

PP3-31,33

PP3-31,33

PP3-31,33

PP3-31,33

HALE AVE

UB

EXISTING

DWG-E7

EXISTING

EXISTING

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

DWG-E17

UB
UB

UB UB

UB UB

UB
UB

UB

UB

UB

UB

UB

UB
UB

UB

UB

UB

UB

EXISTING

DWG-E18

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

UB

DWG-E19

UB

UB

UB

UBUB

SB-6

SB-7

SB-4

SB-2

SB-3

SA-29

SB-5

SA-15

SA-21

SA-35

SA-46

SA-52

SA-60

SA-58

SA-114

SA-113

SA-109

SA-108

SA-103

SA-102

SA-98

SA-97

SA-91

SA-93

SA-88

SB-13

SB-15

SB-18

SB-17

SB-14

SB-12

SA-90

SA-94

SB-16

SA-99

SA-67

SA-61

SA-55

SA-42

SA-76

SA-81

SA-85

SA-87

SA-92

SA-96

SA-105 SA-101

SA-110 SA-106

SA-115 SA-112

SA-129

SA-128SA-127SA-126SA-125

SA-138 SA-139 SA-140 SA-141 SA-142

SA-117

SB-20

SB-19

SB-22

SA-123

SA-124 SA-130

SA-119
SA-121SA-120 SA-122

SB-21

SA-49

SA-53

SA-59

SA-66

SA-54

SA-50

SA-44

SA-38

SA-33

SA-30

SA-31

SA-25

SA-34

SA-19

SA-17
SA-18

SA-20

SA-16

SA-13

SA-11 SA-10

SA-8

SA-6

SA-4

SA-2

SA-1

SA-3

SA-5

SA-9

SA-14

SA-22

SA-23SA-24

SA-28

SA-36

SA-41

SA-47
SA-48

SA-43

SB-1

SA-26

SA-73

SA-62

SA-64

SA-65

SA-39

SA-27

SA-104

SA-107

SA-131

SB-8

SA-83

SA-118

SA-137SA-136SA-135SA-134SA-133SA-132

SA-75

SA-86

SA-37

SA-143

SA-144

SA-70

SA-72

SA-77

SA-80

SA-74

SB-9

SA-68

SA-69

SA-145

SA-146

SA-63

SA-78

SA-84

SA-89

SA-95

SA-100

SA-116

SA-32

SA-12

SA-7

SA-147

SA-148

SA-149

SA-150

SA-151

SA-152

SA-153

SA-154

SA-155

SA-156

SA-157

SA-158

SA-159

Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP3-31,33

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP3-35,37

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.
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SCALE: 1"=200' NORTH
LIGHTING/ELECTRICAL PLAN CIRCUIT PP3-39,41

GENERAL NOTES:

1. GENERAL LOCATION AND ROUTING OF POWER CIRCUIT AS SHOWN ON
DRAWING, TYPICAL.

2. REFERENCE PANEL SCHEDULES FOR BREAKER RATINGS.

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
BB

AutoCAD SHX Text
SA-16

AutoCAD SHX Text
SA-13

AutoCAD SHX Text
SA-11

AutoCAD SHX Text
SA-10

AutoCAD SHX Text
SA-8

AutoCAD SHX Text
SA-6

AutoCAD SHX Text
SA-4

AutoCAD SHX Text
SA-1

AutoCAD SHX Text
SA-3

AutoCAD SHX Text
SA-5

AutoCAD SHX Text
SA-9

AutoCAD SHX Text
SA-14

AutoCAD SHX Text
SA-22

AutoCAD SHX Text
SA-23

AutoCAD SHX Text
SA-24

AutoCAD SHX Text
SA-28

AutoCAD SHX Text
SA-26

AutoCAD SHX Text
SA-20

AutoCAD SHX Text
SA-18

AutoCAD SHX Text
SA-17

AutoCAD SHX Text
SA-19

AutoCAD SHX Text
SA-25

AutoCAD SHX Text
SA-12

AutoCAD SHX Text
SA-15

AutoCAD SHX Text
SA-21

AutoCAD SHX Text
SA-27

AutoCAD SHX Text
SA-32

AutoCAD SHX Text
SA-46

AutoCAD SHX Text
SA-52

AutoCAD SHX Text
SA-63

AutoCAD SHX Text
SA-78

AutoCAD SHX Text
SA-84

AutoCAD SHX Text
SA-89

AutoCAD SHX Text
SA-95

AutoCAD SHX Text
SA-100

AutoCAD SHX Text
SA-104

AutoCAD SHX Text
SA-107

AutoCAD SHX Text
SA-116

AutoCAD SHX Text
SA-131

AutoCAD SHX Text
SA-119

AutoCAD SHX Text
SA-132

AutoCAD SHX Text
SA-120

AutoCAD SHX Text
SA-133

AutoCAD SHX Text
SA-134

AutoCAD SHX Text
SA-121

AutoCAD SHX Text
SA-122

AutoCAD SHX Text
SA-135

AutoCAD SHX Text
SB-21

AutoCAD SHX Text
SA-123

AutoCAD SHX Text
SA-124

AutoCAD SHX Text
SA-136

AutoCAD SHX Text
SA-130

AutoCAD SHX Text
SA-137

AutoCAD SHX Text
SB-19

AutoCAD SHX Text
SB-22

AutoCAD SHX Text
SA-138

AutoCAD SHX Text
SA-139

AutoCAD SHX Text
SA-140

AutoCAD SHX Text
SA-118

AutoCAD SHX Text
SA-125

AutoCAD SHX Text
SA-126

AutoCAD SHX Text
SA-127

AutoCAD SHX Text
SA-128

AutoCAD SHX Text
SA-129

AutoCAD SHX Text
SB-20

AutoCAD SHX Text
SA-117

AutoCAD SHX Text
SA-115

AutoCAD SHX Text
SA-112

AutoCAD SHX Text
SA-110

AutoCAD SHX Text
SA-106

AutoCAD SHX Text
SA-105

AutoCAD SHX Text
SA-101

AutoCAD SHX Text
SA-99

AutoCAD SHX Text
SA-96

AutoCAD SHX Text
SA-92

AutoCAD SHX Text
SA-94

AutoCAD SHX Text
SA-90

AutoCAD SHX Text
SA-86

AutoCAD SHX Text
SB-16

AutoCAD SHX Text
SA-87

AutoCAD SHX Text
SB-17

AutoCAD SHX Text
SB-18

AutoCAD SHX Text
SA-93

AutoCAD SHX Text
SA-97

AutoCAD SHX Text
SA-102

AutoCAD SHX Text
SA-108

AutoCAD SHX Text
SA-113

AutoCAD SHX Text
SA-114

AutoCAD SHX Text
SA-109

AutoCAD SHX Text
SA-103

AutoCAD SHX Text
SA-98

AutoCAD SHX Text
SA-91

AutoCAD SHX Text
SA-88

AutoCAD SHX Text
SB-15

AutoCAD SHX Text
SB-12

AutoCAD SHX Text
SA-73

AutoCAD SHX Text
SA-64

AutoCAD SHX Text
SA-60

AutoCAD SHX Text
SA-65

AutoCAD SHX Text
SA-58

AutoCAD SHX Text
SA-55

AutoCAD SHX Text
SA-144

AutoCAD SHX Text
SB-8

AutoCAD SHX Text
SA-47

AutoCAD SHX Text
SA-48

AutoCAD SHX Text
SA-41

AutoCAD SHX Text
SA-43

AutoCAD SHX Text
SA-36

AutoCAD SHX Text
SA-37

AutoCAD SHX Text
SA-39

AutoCAD SHX Text
SA-42

AutoCAD SHX Text
SA-49

AutoCAD SHX Text
SA-53

AutoCAD SHX Text
SA-59

AutoCAD SHX Text
SA-66

AutoCAD SHX Text
SA-83

AutoCAD SHX Text
SA-85

AutoCAD SHX Text
SA-81

AutoCAD SHX Text
SA-76

AutoCAD SHX Text
SB-9

AutoCAD SHX Text
SA-146

AutoCAD SHX Text
SA-145

AutoCAD SHX Text
SA-69

AutoCAD SHX Text
SA-62

AutoCAD SHX Text
SA-54

AutoCAD SHX Text
SA-50

AutoCAD SHX Text
SA-44

AutoCAD SHX Text
SA-38

AutoCAD SHX Text
SB-5

AutoCAD SHX Text
SA-34

AutoCAD SHX Text
SA-31

AutoCAD SHX Text
SA-29

AutoCAD SHX Text
SA-30

AutoCAD SHX Text
SA-33

AutoCAD SHX Text
SB-13

AutoCAD SHX Text
SA-75

AutoCAD SHX Text
SA-61

AutoCAD SHX Text
SA-141

AutoCAD SHX Text
SA-142

AutoCAD SHX Text
SB-14

AutoCAD SHX Text
SA-67

AutoCAD SHX Text
SA-2

AutoCAD SHX Text
SB-1

AutoCAD SHX Text
6' MONO C,G,&SW

AutoCAD SHX Text
SWALE

AutoCAD SHX Text
MH D1-252-019

AutoCAD SHX Text
RIM 4556.45

AutoCAD SHX Text
INV SE>NW 4552.37

AutoCAD SHX Text
STOP

AutoCAD SHX Text
STOP

AutoCAD SHX Text
4548.22

AutoCAD SHX Text
MH D1-252-100

AutoCAD SHX Text
RIM 4557.03

AutoCAD SHX Text
INVinNW 4550.79

AutoCAD SHX Text
INVinE 4550.74

AutoCAD SHX Text
INVoutSW 4549.80

AutoCAD SHX Text
MH D1-252-098

AutoCAD SHX Text
RIM 4556.90

AutoCAD SHX Text
INVinN 4551.38

AutoCAD SHX Text
INVinE 4551.08

AutoCAD SHX Text
INVoutSE 4550.98

AutoCAD SHX Text
IN D1-252-022

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVinN 4553.78

AutoCAD SHX Text
RIVER-SIDE PARK DR

AutoCAD SHX Text
PARK AVE

AutoCAD SHX Text
HALE AVE

AutoCAD SHX Text
IN C4-252-010

AutoCAD SHX Text
GRATE 4555.40

AutoCAD SHX Text
INVoutW 4551.40

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
12"RCP STM

AutoCAD SHX Text
W

AutoCAD SHX Text
~ASPHALT~

AutoCAD SHX Text
N 33702.28 E 88008.44

AutoCAD SHX Text
SA-68

AutoCAD SHX Text
SA-74

AutoCAD SHX Text
SA-80

AutoCAD SHX Text
SA-77

AutoCAD SHX Text
SA-72

AutoCAD SHX Text
SA-70

AutoCAD SHX Text
SA-143

AutoCAD SHX Text
SA-7

AutoCAD SHX Text
SA-147

AutoCAD SHX Text
SA-154

AutoCAD SHX Text
SA-148

AutoCAD SHX Text
SA-149

AutoCAD SHX Text
SA-150

AutoCAD SHX Text
SA-151

AutoCAD SHX Text
SA-152

AutoCAD SHX Text
SA-153

AutoCAD SHX Text
SA-155

AutoCAD SHX Text
SA-156

AutoCAD SHX Text
SA-157

AutoCAD SHX Text
SA-158

AutoCAD SHX Text
SA-159

AutoCAD SHX Text
SA-35

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESIGNED BY

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
PUBLIC WORKS

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
C

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
0

AutoCAD SHX Text
SITE LIGHTING PLAN

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
E37 of 41

AutoCAD SHX Text
BH

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
THE RIVERFRONT AT DOS RIOS WAY PHASE 2

AutoCAD SHX Text
0

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
200

AutoCAD SHX Text
50

AutoCAD SHX Text
50

AutoCAD SHX Text
GRAPHIC SCALE



Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

TYPICAL 3-PHASE POWER PEDESTAL/LIGHTING CONTROL CENTER   PLAN 
NOT TO SCALE

24" COMMERCIAL PEDESTAL

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESIGNED BY

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
PUBLIC WORKS

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
C

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
0

AutoCAD SHX Text
PEDESTAL DETAILS

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
E38 of 41

AutoCAD SHX Text
BH

AutoCAD SHX Text
NOTES

AutoCAD SHX Text
B

AutoCAD SHX Text
1

AutoCAD SHX Text
1. COORDINATE EXACT INSTALATION REQUIREMENTS WITH PROVIDER PRIOR TO ROUGH-IN OR    TRENCHING.CONTROL CABINET SHALL BE U/L LISTED "INDUSTRIAL CONTROL PANEL" PER UL 508. 2. CONSTRUCTION SHALL BE NEMA 3R. 12 GA. A60 STEEL POWDER COATED MINT GREEN WITH  POWDER COATED MINT GREEN WITH POWDER COATED MINT GREEN WITH PHOTO ELECTRIC CELL IN SERVICE CABINET. ELECTRICAL CONTRACTOR TO PROVIDE PHOTOCELL. 3. VOLTAGE RATINGS OF SERVICE EQUIPMENT SHALL CONFORM TO THE SERVICE VOLTAGES INDICATED ON THE PLANS. 4. SERVICE EQUIPMENT ENCLOSURE AND METERING EQUIPMENT SHALL MEET THE REQUIREMENTS OF THE SERVING UTILITY.  WHEN THE SERVING UTILITY PROVIDES BOTH METERED AND UNMETERED CIRCUITS, A SEPARATE BUS SHALL BE PROVIDED FOR EACH CIRCUIT.  THE METER AREA SHALL HAVE A SEALING, LOCKABLE, RAIN TIGHT COVER THAT CAN BE REMOVED WITHOUT THE USE OF TOOLS. 5. SERVICE EQUIPMENT SHALL BE FACTORY WIRED AND CONFORM TO NEMA STANDARDS. 6. THE EXTERIOR DOOR SHALL HAVE PROVISIONS FOR PADLOCKING. THE PADLOCK HOLE SHALL BE A MINIMUM DIAMETER OF 11mm. 7. ALL TERMINALS FOR INCOMING SERVICE CONDUCTORS SHALL BE COMPATIBLE WITH EITHER COPPER OR ALUMINUM CONDUCTORS SIZED TO SUIT THE CONDUCTORS SHOWN ON THE PLAN.  TERMINAL LUGS SHALL BE COPPER OR TIN-PLATED ALUMINUM. SOLID NEUTRAL TERMINAL STRIP SHALL BE RATED 100A UNLESS OTHERWISE SPECIFIED AND FOR USE WITH COPPER OR ALUMINUM CONDUCTORS. THE TERMINAL SHOULD INCLUDE BUT NOT BE LIMITED TO:     A) INCOMING TERMINALS (LANDING LUGS)     B) NEUTRAL LUGS     C) SOLID NEUTRAL TERMINAL STRIP.     D) TERMINAL STRIPS FOR CONDUCTORS WITHIN THE ENCLOSURE. 8.CIRCUIT BREAKER SPACES (20mm NOMINAL) SHALL BE PROVIDED FOR BRANCH CIRCUITS. CIRCUIT BREAKER INTERIORS SHALL BE COPPER. INTERIORS SHALL ACCEPT PLUG-IN OR CABLE-IN/ CABLE-OUT CIRCUIT BREAKERS. 9. PLUG-IN CIRCUIT BREAKERS MAY BE MOUNTED IN THE VERTICAL OR HORIZONTAL POSITION.  CABLE-IN/ CABLE-OUT CIRCUIT BREAKERS SHALL BE MOUNTED IN THE VERTICAL POSITION. 10. FASTENERS ON THE EXTERIOR OF THE ENCLOSURE SHALL BE VANDAL RESISTANT AND SHALL NOT BE REMOVABLE FROM THE EXTERIOR.  ALL NUTS, BOLTS, SCREWS, WASHERS, AND HINGES SHALL BE STAINLESS STEEL. 11. PHENOLIC NAME PLATES SHALL BE PROVIDED AS REQUIRED. 12. A PLASTIC COVERED WIRING DIAGRAM SHALL BE ATTACHED TO THE INSIDE OF THE FRONT DOOR. 13. FOUNDATION SHALL EXTEND 50mm MINIMUM BEYOND EDGE OF ENCLOSURE. 14. PANEL WILL ADHERE TO XCEL ENERGY REQUIREMENT FOR COLD SEQUENCE DISCONNECTION.

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
HINGED EXTERIOR DOOR WITH DOOR STOP TO HOLD DOOR IN OPEN POSITION

AutoCAD SHX Text
HINGED DEADFRONT

AutoCAD SHX Text
CUSTOMER SECTION

AutoCAD SHX Text
MOUNTING BASE

AutoCAD SHX Text
MOUNTING BASE

AutoCAD SHX Text
LIFT-OFF SERVICE COVER

AutoCAD SHX Text
109.01"

AutoCAD SHX Text
95.73"

AutoCAD SHX Text
54.15

AutoCAD SHX Text
51.9

AutoCAD SHX Text
50.77

AutoCAD SHX Text
47.48

AutoCAD SHX Text
MOUNTING BASE DETAIL

AutoCAD SHX Text
REMOVABLE TEST BYPASS BLOCK COVER (IF APPLICABLE)

AutoCAD SHX Text
PADLOCK BRACKET EXTENDS THROUGH DOOR FOR SECURITY

AutoCAD SHX Text
36.1

AutoCAD SHX Text
32.81

AutoCAD SHX Text
27.64

AutoCAD SHX Text
22

AutoCAD SHX Text
CUSTOMER SECTION

AutoCAD SHX Text
PEDESTAL MOUNTING HOLES

AutoCAD SHX Text
15.23

AutoCAD SHX Text
38.36

AutoCAD SHX Text
ENCLOSURE DEPTH

AutoCAD SHX Text
6.77 RECOMMENDED MIN. FOUNDATION EXTENSION ALL SIDES. 6" REC. MINIMUM DEPTH

AutoCAD SHX Text
PEDESTAL MOUNTING HOLES

AutoCAD SHX Text
54.15 MIN. CLEARANCE REQUIRED  PER NEC 110-16 TYPICAL FRONT & BACK

AutoCAD SHX Text
HINGED DEMAND METER RESET COVER WITH WINDOW

AutoCAD SHX Text
3" UTILITY TERMINATION LANDING MIN

AutoCAD SHX Text
PHOTO CELL WINDOW WITH SHIELD (IF APPLICABLE) WINDOW

AutoCAD SHX Text
FULLY HINGED METER SECTION COVER

AutoCAD SHX Text
UTILITY SECTION

AutoCAD SHX Text
THE RIVERFRONT AT DOS RIOS WAY PHASE 2



Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DRAWN BY

AutoCAD SHX Text
CHECKED BY

AutoCAD SHX Text
DATE

AutoCAD SHX Text
DESIGNED BY

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
PUBLIC WORKS

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
C

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
Y

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
C

AutoCAD SHX Text
O

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
A

AutoCAD SHX Text
D

AutoCAD SHX Text
0

AutoCAD SHX Text
LIGHTING DETAILS

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
AJM

AutoCAD SHX Text
E39 of 41

AutoCAD SHX Text
BH

AutoCAD SHX Text
GENERAL NOTES TYPES "A" AND "B": 1. ELECTRICAL CONTRACTOR TO ORDER ALL REQUIRED HARDWARE FOR MOUNTING ELECTRICAL CONTRACTOR TO ORDER ALL REQUIRED HARDWARE FOR MOUNTING OF EACH LUMINARIES. 2. VERIFY THE BURY DEPTH AND DIAMETER OF THE SONOTUBE FOR POLE VERIFY THE BURY DEPTH AND DIAMETER OF THE SONOTUBE FOR POLE LUMINARIES WITH THE CIVIL ENGINEER PRIOR TO PURCHASING THE EQUIPMENT. DEPTH WILL DEPEND ON SOIL CONDITIONS. TYPICAL CONCRETE DEPTH IS 7 FT. VERIFY WITH CIVIL ENGINEER. 3. ELECTRICAL CONTRACTOR TO VERIFY THAT ALL FIXTURES TO COMPLY WITH LIGHT ELECTRICAL CONTRACTOR TO VERIFY THAT ALL FIXTURES TO COMPLY WITH LIGHT TRESPASS AND AND DARK SKY CODES. 4. NOTIFY ENGINEER OF ANY OBSTRUCTIONS TO POLE PLACEMENT IMMEDIATELY NOTIFY ENGINEER OF ANY OBSTRUCTIONS TO POLE PLACEMENT IMMEDIATELY BEFORE PROCEEDING. 5. VERIFY REQUIRED VOLTAGE OF FOR EACH LUMINARIES WITH AVAILABLE VOLTAGES VERIFY REQUIRED VOLTAGE OF FOR EACH LUMINARIES WITH AVAILABLE VOLTAGES PRIOR TO ORDERING. 6. REFERENCE CDOT STANDARD PLAN NO. M-613-1 SHEET NO. 3 OF 4, TYPICALREFERENCE CDOT STANDARD PLAN NO. M-613-1 SHEET NO. 3 OF 4, TYPICAL

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
5-21-2020

AutoCAD SHX Text
AS SPECIFIED

AutoCAD SHX Text
LUMINARIES

AutoCAD SHX Text
ADAPTER ARM AS REQUIRED

AutoCAD SHX Text
STEEL POLE

AutoCAD SHX Text
FLUSH HANDHOLE & COVER

AutoCAD SHX Text
ANCHOR BOLTS

AutoCAD SHX Text
FINISHED GRADE

AutoCAD SHX Text
CONCRETE SIDEWALK

AutoCAD SHX Text
2'-0"

AutoCAD SHX Text
27'-0"

AutoCAD SHX Text
TYPICAL SB LIGHT DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
GROUND LUG

AutoCAD SHX Text
BASE TO REST ON SIDEWALK WHEN ADJACENT 

AutoCAD SHX Text
FOR POLE BASE REFERENCE CDOT STANDARD PLAN NO. M-613-1 SHEET NO. 3 OF 4, TYPICAL

AutoCAD SHX Text
THE RIVERFRONT AT DOS RIOS WAY PHASE 2

AutoCAD SHX Text
AS SPECIFIED

AutoCAD SHX Text
LUMINARIES

AutoCAD SHX Text
ADAPTER ARM AS REQUIRED

AutoCAD SHX Text
STEEL POLE

AutoCAD SHX Text
FLUSH HANDHOLE & COVER

AutoCAD SHX Text
ANCHOR BOLTS

AutoCAD SHX Text
FINISHED GRADE

AutoCAD SHX Text
CONCRETE SIDEWALK

AutoCAD SHX Text
2'-0"

AutoCAD SHX Text
15'-0"

AutoCAD SHX Text
TYPICAL SA LIGHT DETAIL

AutoCAD SHX Text
NOT TO SCALE

AutoCAD SHX Text
6'-0"

AutoCAD SHX Text
GROUND LUG

AutoCAD SHX Text
BASE TO REST ON SIDEWALK  

AutoCAD SHX Text
FOR POLE BASE REFERENCE CDOT STANDARD PLAN NO. M-613-1 SHEET NO. 3 OF 4, TYPICAL



Know what's below.
before you dig.Call

R

PO 3211 GRAND JCT., CO 81502

ENGINEERS; PH: 970-245-7292

ELECTRICAL DESIGN, CONSULTING

ACM CONSULTING

EMAIL: joelm@ACMengrs.com

CENTURY LINK
COMMUNICATION CABLE
IN 4" CONDUIT (SCHD. 80 PVC)
(CONTRACTOR SUPPLY AND PLACE)

CENTURY LINK
COMMUNICATION CABLE
IN 2" CONDUIT (SCHD. 80 PVC)
(CONTRACTOR SUPPLY AND PLACE)

WARNING TAPE

CONTRACTOR TO EXCAVATE AND BACKFILL TRENCH
AS SHOWN

PROPERTY SIDE

4' MIN.

CL
TRENCH

42"
(SEE NOTE 5)

12"

12" MIN.

O.D. OF PIPE

B
A
C
KF

IL
L 

C
O

M
PA

C
TI

O
N
 P

ER
 A

A
S
H
TO

 T
-9

9
8
5
%

 M
IN

. 
U
N
D

ER
 U

N
IM

PR
O

V
ED

 S
U
R
FA

C
ES

9
5
%

 M
IN

. 
U
N
D

ER
 P

A
V
EM

EN
T 

A
N
D

 S
TR

U
C
TU

R
ES

B
A
C
K 

O
F

W
A
LK

WARNING TAPE

LOCATION WIRE

XCEL PROVIDE AND
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LOCATING WIRE

XCEL PROVIDE AND PLACE THREE PHASE POWER TO PADS IN 4"
CONDUIT (SCH. 80 PVC)

XCEL PROVIDE AND PLACE THREE PHASE POWER
DIRECT BURIED CONDUCTOR

30"- SEE
NOTE 3
BELOW

CATV CABLE(S) IN 2 EA. 2" CONDUIT (SCHD. 80
PVC) (VENDOR SUPPLY AND PLACE)

BROADBAND 3-2" CONDUIT (SCHD. 80 PVC)
CONTRACTOR SUPPLY AND PLACE

TRACING WIRE (#10 AWG)

6" PVC SCHEDULE 80 CONDUIT FOR EXCEL PRIMARY
AT 60" DEPTH MINIMUM MINIMUM SEPERATI0N 36"

6" PVC SCHEDULE 80 CONDUIT FOR EXCEL PRIMARY
AT 60" DEPTH MINIMUM

12" MIN.
FOR 3
PHASE
PRIMARY
ONLY

1
2
"

LOCATING WIRE
CONTRACTOR TO PROVIDE AND PLACE POWER TO LIGHTING AND OUT
BUILDINGS IN 2" CONDUIT (SCH. 80 PVC) UNLESS SPECIFIED OTHERWISE.

XCEL PROVIDE AND PLACE SINGLE PHASE POWER TO OUT
BUILDINGS IN 2" CONDUIT (SCH. 80 PVC)
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