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PERMISSION OF THE DESIGNER. THE DRAWINGS AND
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SHALL REMAIN THE PROPERTY OF THE DESIGNER
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IS EXECUTED OR NOT. THESE DRAWINGS AND
SPECIFICATIONS SHALL NOT BE USED BY ANYONE ON
ANY OTHER PROJECTS FOR ADDITIONS TO THIS PROJECT
BY OTHERS EXCEPT BY THE EXPRESSED WRITTEN

AR COOLED CONDENSING UNIT SCHEDULE

&

MECHANICAL [

EQUIPMENT SERVICE COOLING Segr | REFRIG. PIPING ELECTRICAL MANUFACTURER & MODEL OPTIONS—ACCESSORIES
NO. CAPACITY OR

cU-1, 2 GF-1, 2 5.0 13 208-1-60 32 50 TRANE 2TTB3060

CU-3 GF-3 35 13 208-1-60 21 35 TRANE 2TTB3042
NOTES:

PROVIDE WITH REFRIGERANT LINE

SETS AS RECOMMENDED BY THE MANUFACTURER.

GAS

FIReED FURNACE SCHEDULE

&

EQUIPMENT SUPPLY STATIC INPUT OUTPUT EFFIC— ELECTRIC MANUFACTURER & MODEL OPTIONS—ACCESSORIES
NO. AR PRESS. (BTU) (BTU) IENCY
(CFM) (IN. W.G.) AFULE. HP AMPS | VOLT.—PH.—CY.
GF-1, 2 1950 05 120 110 90 1/2 12.9 120—1-60 TRANE TDC120 MATCHING 5 TON TRANE COOLING COIL
GF-3 1300 05 80 74 90 1/2 1.4 120-1-60 TRANE TDCO80 MATCHING 3.5 TON TRANE COOLING COIL

NOTES:

PROVIDE WITH A MATCHING COIL AND CONDENSING UNIT FOR DX COOLING TO EACH FURNACE. PROVIDE WITH 7 DAY PROGRAMMABLE THERMOSTAT.

KITCHEN
<>
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< | X
X |©
<>
X
[]
MEETINGS :K:>
WOMEN
O
| O
N L
‘ ‘ MCOCCTINIMCT ‘ ’JJ
MECHANICAL - REMODEL PLAN
SCALE: 1/4"=1'-0"
NORTH

FLAG NOTES: <>

1. REMOVE EXISTING DOWNFLOW FURNACES. INSTALL NEW DOWNFLOW FURNACE AND CONNECT EXISTING SUPPLY
AND RETURN DUCT CONNECTIONS TO FURNACES. RECONNECT EXISTING GAS SERVICE. VERIFY OPERATION OF
EXISTING AUTOMATIC OUTSIDE AIR DAMPER WITH NEW FURNACE OPERATION. PROVIDE NEW 7 DAY
PROGRAMMABLE THERMOSTAT AT LOCATION OF EXISTING THERMOSTAT. PROVIDE FILTER RACK ASSEMBLY WITH
PLEATED FILTER AND ACCESS PANEL. PROVIDE NEW 3" PVC FLUE FOR GF—1 AND GF—1 AND 2" PVC FLUE
FOR GF—3 THROUGH ROOF. TERMINATE PER MANUFACTURER’S INSTRUCTIONS. CAP EXISTING FLUES IN ROOM.
MAINTAIN WATER HEATER FLUE. RECONNECT EXISTING ELECTRICAL SERVICE TO THE NEW FURNACES.

2. REMOVE EXISTING CONDENSING UNITS. INSTALL NEW CONDENSING UNITS AT EXISTING LOCATIONS. RECONNECT
EXISTING ELECTRICAL SERVICE TO EACH UNIT. PROVIDE AND INSTALL NEW REFRIGERANT LINE SETS FOR EACH
UNIT. LINE SETS SIZED ACCORDING TO MANUFACTURER'S RECOMMENDATIONS
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