
  

Attachment B 

The following pages are to provide the Contractor with Fire Alarm device  
counts for each of the buildings listed with the following exceptions. 

1. OM Pool - There is no device count available. 
2. GJ Child Care Center - Fire System plans are attached. 
3. Fire Station 3 - Fire System plans are attached. 
4. Fire Station 6  Fire System plans are attached. 
5. Fire Station 8 - Fire System plans are attached. 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



  

Fire Alarm Devices City Hall

 



  

Fire Alarm Devices Public Safety 

Location Device Location Device 
Type 

Point Operation
al 

Comment 

 
               2nd Floor 

    

Comm. Center Call Center - Above FACP PSD 1D001 Y 
 

 
Call Center - Above FACP S NAC2 Y Red Strobe. 

 
Call Center    S 

 
Y 3ea. 

 
Call Center Training Room S 

 
Y 2ea. 

 
Classroom S 

 
Y 

 

 
Break Room S 

 
Y 

 

 
Lobby S 

 
Y 

 

 
Open Office/File Room S 

 
Y 

 

 
Lockers/Corridor S 

 
Y 

 

 
 Restroom S 

 
Y 

 

 
 Restroom S 

 
Y 

 

 
Pre Action-System - Main Control Valve TS 1M033 Y Call Center 

 
Pre Action-System - ByPass Control Valve TS 1M033 Y Call Center 

 
Pre Action-System - Low Air LowAir 1M030 Y Call Center 

 
Pre Action-System - Water Flow WF 1M035 Y 

 

 
Pre-Action System Release Monitor 1M008 

  

 
Pre Action-System - General Alarm Monitor 1M032 Y Call Center Storage - PreAction Control 

Panel 
 

Pre Action-System - General Trouble  Monitor 1M001 Y Call Center Storage - PreAction Control 
Panel 

 
Pre Action-System - General Supervisory Monitor 1M007 Y Call Center Storage - PreAction Control 

Panel. 1st Detector Alarm 

West Hallway Main Hallway H/S 
 

Y 6ea. 
 

 Restroom S 
 

Y 
 

 
 Restroom S 

 
Y 

 

 
Conference Room S 

 
Y 

 

Evidence Storage H/S&S 
 

Y H/S-2ea; S-1ea. 
 

Chem. Lab S 
 

Y 
 

Forensics Office at Digital Lab H/S 
 

Y 
 

 
Digital Lab H/S 

 
Y 

 

 
West Stairs Corridor H/S 

 
Y 

 

Investigation Open Office  H/S&S 
 

Y H/S-3ea; S-4ea. 
 

Open Office - RTU Duct Detector PDD 1D053 N Test Sw./Rl - Not. 
 

Cold Case H/S 
 

Y 
 

IT Storage H/S 
 

Y 
 

 
Data Room H/S 

 
Y 

 

 
Radio Room H/S 

 
Y 

 

 
Data/Radio Room - Sinorix 1230 System - 
General Alarm/Discharge 

Monitor 1M005 Y System Discharge 

 
Data/Radio Room - Sinorix 1230 System - 
Supervisory 

Monitor 1M004 Y 1st Detector Alarm 

 
Data/Radio Room - Sinorix 1230 System - 
General trouble 

Monitor 1M006 Y 
 

 
IT Office H/S&S 

 
Y H/S-1ea; S-1ea. 

 
Break Room S 

 
Y 

 

Victim Services Office   H/S&S 
 

Y H/S-1ea; S-1ea. 
 

Restroom S 
 

Y 
 



  

Training Room Training Room H/S 
 

Y 2ea. 
 

Training Room - RTU Duct Det. PDD 1D055 Y Test Sw./Rl - Ok. 
 

Kitchen S 
 

Y 
 

West Hallway at Admin PSD 1D011 Y 
 

East Hallway at Admin PSD 1D012 Y 
 

 
Hallway/Elevator Lobby H/S&S 

 
Y H/S-1ea; S-2ea. 

 
 Restroom S 

 
Y 

 

 
 Restroom S 

 
Y 

 

 
Elevator Lobby  TS 1M012 Y 

 

Administration Office H/S&S 
 

Y H/S-3ea; S-4ea. 
 

Conference Room S 
 

Y 
 

 
Conference Room-RTU Duct Det, PDD 1D010 Y Test Sw./Rl - Ok. 

 
West Corridor PDD 1D051 Y Test Sw./Rl - Ok. 

 
            1st Floor 

    

West   Southwest Exit H/S 
 

Y 
 

 
Southwest Exit PSD 1D056 Y 

 

 
West Hallway PS  1M020 Y 

 

 
West Hallway H/S&S 

  
H/S-2ea; S-1ea. 

 
West Hallway   TS 1M023 Y 

 

 
West Hallway at Evidence Roll-Down 
Window 

PSD 1D022 Y 
 

 
West Hallway at Drop Boxes PSD 1D026 Y 

 

 
West Hallway at Property Release Roll-
Down Window 

PSD 1D029 Y 
 

 
Property Release Entry -         Roll-Down 
Window 

PSD 1D030 Y 
 

 
Property Release Entry  H/S 

 
Y 

 

Evidence Evidence H/S&S 
 

Y H/S-3ea; S-2ea. 
 

South at Roll-Down Window PSD 1D023 Y 
 

 
Center at Drop Boxes PSD 1D027 Y 

 

 
North at Property Roll-Down Windows PSD 1D028 Y 

 

Center Main Hallway H/S 
 

Y 4ea. 
 

Conference Room H/S 
 

Y 
 

 
Report Writing Area H/S 

 
Y 

 

 
Booking Area H/S 

 
Y 

 

 
Patrol Admin. H/S 

 
Y 

 

 
Briefing H/S 

 
Y 

 

 
Conference Room 100 S 

 
Y 

 

 
Break Room S 

 
Y 

 

 
South Corridor/Lockers S 

 
Y 

 

 
Traffic Unit H/S 

 
Y 

 

 
Patrol Sergeants H/S&S 

 
Y H/S-1ea; S-1ea. 

 
Conference Room 102 H/S 

 
Y 

 

 
 Locker H/S&S 

 
Y H/S-3ea; S-2ea. 

 
Patrol Special Team H/S&S 

 
Y H/S-1ea; S-1ea. 

 
Hallway at Workout Room H/S 

 
Y 

 

 
Workout Room H/S&S 

 
Y H/S-1ea; S-1ea. 

 
 Locker H/S&S 

 
Y H/S-1ea; S-2ea. 

 
Records H/S&S 

 
Y H/S-1ea; S-2ea. 

 
RSO Entry S 

 
Y 

 

 
Volunteer Service H/S 

 
Y 

 

 
Mail Room PSD 1D041 Y 

 



  

 
Loading Dock H/S 

 
Y 

 

 
UPS Room H/S 

 
Y 

 

 
UPS Room - Sinorix 1230 System - General 
Alarm/Discharge 

Monitor 1M024 Y System Discharge 

 
UPS Room - Sinorix 1230 System - General 
Trouble 

Monitor 1M025 Y 
 

 
UPS Room - Sinorix 1230 System - General 
Supervisory 

Monitor 1M028 Y 1st Detector Alarm 

 
Mech. Room H/S 

 
Y 

 

 
Main Electrical Room H/S 

 
Y 

 

 
Communication Room PSD 1D040 Y 

 

 
East Entry PS 1M042 Y 

 

  East Entry PSD 1D057 Y 
 

 
East Entry H/S 

 
Y 

 

East   Interview "A" S 
 

Y 
 

 
Interview "B" S 

 
Y 

 

  Corridor at Restrooms H/S 
 

Y 
 

 
 Restroom S 

 
Y 

 

 
 Restroom S 

 
Y 

 

 
Elevator Lobby  TS 

   

Lobby Lobby H/S&S 
 

Y H/S-1ea; S-1ea. 
      

Fire Sprinkler 
Sys. 

Main Control Valve - City TS 1M039 Y 
 

 
Main Control Valve - System TS 1M038 Y 

 

 
2nd Floor Control Valve TS 1M037 Y 

 

 
2nd Floor Water Flow WF 1M041 Y 

 

 
1st Floor Control Valve TS 1M036 Y 

 

 
1st Floor Water Flow WF 1M040 Y 

 

Elevator Control  
    

East - Elevator 
#1

1st Floor Elevator Lobby PSD 1D042 Y Recall to 2nd Floor 

 
2nd Floor Elevator Lobby PSD 1D013 Y Recall to 1st Floor 

 
Elevator Equipment Room PSD 1D016 Y Recall to 1st Floor & Fire Hat. 

 
Elevator Equipment Room FT135 1D017 Y Shunt Trip. 

 
Primary Recall Relay 1M013 Y 

 

 
Secondary Recall Relay 1M014 Y 

 

 
Shunt Trip Relay 1M015 Y 

 

 
Fire Hat Relay 1M016 Y 

 

West - Elevator 
#2

1st Floor Elevator Lobby - West PSD 1D024 Y Recall to 2nd Floor 

 
1st Floor Elevator Lobby - East PSD 1D025 Y Recall to 2nd Floor 

 
2nd Floor Elevator Lobby - West PSD 1D005 Y Recall to 1st Floor 

 
2nd Floor Elevator Lobby - East PSD 1D003 Y Recall to 1st Floor 

 
Elevator Equipment Room PSD 1D021 Y Recall to 2nd Floor & Fire Hat 

 
Elevator Equipment Room FT135 1D020 Y Shunt Trip. 

 
Primary Recall Relay 1M017 Y 

 

 
Secondary Recall Relay 1M018 Y 

 

 
Shunt Trip Relay 1M019 Y 

 

 
Fire Hat Relay 1M022 Y 

 

Controls AHU Shutdown Relay 1M003 Y 
 

 
AHU Shutdown - DD10 Relay 1M010 Y 

 

 
QRTR Master Roll-Down Door Relay 1M021 Y 

 



  

 
Evidence Room Roll-Down Door Relay 1M026 Y 

 

 
Evidence Room Roll-Down Door Relay 1M027 Y 

 

 
Evidence Lockers Roll-Down Door Relay 1M031 Y 

 

 
Evidence Lockers Roll-Down Door Relay 1M032 Y 

 

 
AHU Shutdown - DD51 Relay 1M050 Y 

 

 
AHU Shutdown - DD53 Relay 1M052 Y 

 

 
AHU Shutdown - DD55 Relay 1M054 Y 

 

 
FCPS's Silence Control Control 1M051 Y 

 

 
FCPS "A" - NAC trigger Control 1M055 Y 

 

 
NAC Control Control 1M120 Y 

 

 
2nd Floor - Security Door Release Relay 1M100 N 

 

 
Damper Control Rm 1098 Relay 1M154 Y 

 

 
Damper Control Rm 2009 Relay 1M155 Y 

 

 
Damper Control Rm 2047 Relay 1M156 Y 

 

 
Damper Control Rm 1017 Relay 1M157 Y 

 

 
Damper Control Rm 1019 Relay 1M158 Y 

 

 
Damper Control Rm 1046 Relay 1M159 Y 

 

      

 
Exterior Above FDC H/S NAC1 Y 

 

      

Fire Alarm Devices Building: Facilities 
Control Panel: 1  Notifier AFP=20P 

Control 

Annunciator 

 
1st Reception Area 

 
Tested 

 
10:28:12 AM 

 
08/09/2018 

Battery 1st Storage Room Tested 7:42:32AM 08/23/2018 
Battery 1st Storage Room Tested 7:43:35AM 08/23/2018 
Control Panel 1st Storage Room Tested 9:39:33AM 08/09/2018 

Indicating     

Strobe 1st Throughout Tested 9:44:11 AM 08/09/2018 
Initiating     

Heat Detector 1st Conference Room Tested 10:21:50AM 08/09/2018 
Heat Detector 1st Drug Vault Tested 10:03:19AM 08/09/2018 
Heat Detector 1st'Evldence Storage Tested 1o:1o:36ii\rV1 08/09/2018 
Heat Detector 1st Gun Vault Tested 10:00:07 AM 08/09/2018 
Heat Detector 1st Mechanical Room Tested 10:17:54 AM 08/09/2018 
Heat Detector 1st Reception Area Tested 10:16:14 AM 08/09/2018 
Heat Detector 1st East Evidence Storage Tested 10:08:40AM 08/09/2018 
Heat Detector 1st West Evidence Storage Tested 10:05:56AM 08/09/2018 
Smoke Alarm 1st Above FACP Tested 10:23:10AM 08/09/2018 

 



   



  



  

 
 



  

 
 



  

 
 



  

 



  
 



  

 



  

 
 



  

 
 



  

 
 



  

 
 



  

 



  

City Offices Devices  910 Main Street 

 

Las Colonias Amphitheater Devices 

 


