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STREET LIGHTING GENERAL NOTES: 1. THIS PROJECT CONSISTS OF WORK TO INSTALL ALL WIRING, CONDUIT, PULL BOXES, POWER PANEL AND  CONTROLLER. REFERENCE SCHEDULE OF THIS PROJECT CONSISTS OF WORK TO INSTALL ALL WIRING, CONDUIT, PULL BOXES, POWER PANEL AND  CONTROLLER. REFERENCE SCHEDULE OF LIGHTING DEVICES AND SUMMARY OF QUANTITIES DRAWINGS. 2. XCEL ENERGY  SHALL PURCHASE AND INSTALL, PROVIDE POWER CONNECTIONS, AND WIRING OF 30' LIGHT STANDARDS WITH SINGLE OR DOUBLE 10' XCEL ENERGY  SHALL PURCHASE AND INSTALL, PROVIDE POWER CONNECTIONS, AND WIRING OF 30' LIGHT STANDARDS WITH SINGLE OR DOUBLE 10' ARMS. TYPICAL BREAK AWAY TYPE TRANSFORMER BASE.  AS SPECIFIED ON THE PLANS, FROM MH LIGHTING LOCATED AT 1044 SPEER BOULEVARD, DENVER, CO 80204-0222, 303.573.0222. THE ITEMS NUMBERS ARE AS FOLLOWS. 30' BLACK POLE: ID # 213432, VALMONT PART #2134432, PART#DB00880-800A300-9017 10' ARM (SINGLE): ID #213381, VALMONT PART #DB00880-MS-10-9017 10' ARMS (DOUBLE): ID#213412, VALMONT PART #DB00880-MD-10-9017 3. XCEL ENERGY SHALL FURNISH AND INSTALL THE FOLLOWING ITEMS FROM THE LIGHTING AGENCY, P.O. BOX 449, CONIFER, CO, 303.838.4430. XCEL ENERGY SHALL FURNISH AND INSTALL THE FOLLOWING ITEMS FROM THE LIGHTING AGENCY, P.O. BOX 449, CONIFER, CO, 303.838.4430. 250 WATT LUMINAIRE: CATALOG NO. 213457, MOUNTAIN STATE PART NO. MSONT23250S3H120SMTMBTLR9017 4. THE CONTRACTOR SHALL INSTALL LIGHT STANDARD & LUMINAIRE (PEDESTRIAN), PAY ITEMS 613-30001 AND 613-30002, SHALL INCLUDE THE THE CONTRACTOR SHALL INSTALL LIGHT STANDARD & LUMINAIRE (PEDESTRIAN), PAY ITEMS 613-30001 AND 613-30002, SHALL INCLUDE THE FOLLOWING ITEMS FROM ILLUMINATION SYSTEMS LIGHTING LOCATED AT 685 CITADEL DRIVE EAST, SUITE 350, COLORADO SPRINGS, CO 80909, 303.295.2900. THE ITEMS NUMBERS ARE AS FOLLOWS. TYPE SA - 1220LEDPT/S4 PT/5SQ14/ 4A1R35T3/MDL03/SV1/BKT TYPE SB - 2-1220LED/HCT/5SQ /16'2"/ 4A1R35T3/MDL03/SV1/BKT 6. FINAL CONNECTIONS TO POWER SOURCES FOR TYPE "SC" AND "SD" WILL BE COORDINATED BY XCEL ENERGY. FOR COORDINATION PURPOSES AND FINAL CONNECTIONS TO POWER SOURCES FOR TYPE "SC" AND "SD" WILL BE COORDINATED BY XCEL ENERGY. FOR COORDINATION PURPOSES AND QUESTIONS FOR TYPE "SC" AND "SD" FIXTURES AND ASSOCIATED WIRING, FOUNDATIONS AND POWER THE XCEL CONTACT IS MICHAEL CASTRO, 2538 BLICHMAN AVENUE, GRAND JUNCTION, CO 81505, 970.244.2656. 7. EACH STANDARD "SC" AND "SD" WILL BE PURCHASED AND INSTALLED BY XCEL ENERGY AND EQUIPPED WITH ITS OWN PHOTO CELL. EACH STANDARD "SC" AND "SD" WILL BE PURCHASED AND INSTALLED BY XCEL ENERGY AND EQUIPPED WITH ITS OWN PHOTO CELL. 8. ALL PEDESTRIAN LIGHTING LUMINARIES TYPE "SA" AND "SB" INSTALLED ON THE PROJECT WILL BE CONTROLLED  WITH A  ELECTRICAL CONTRACTOR ALL PEDESTRIAN LIGHTING LUMINARIES TYPE "SA" AND "SB" INSTALLED ON THE PROJECT WILL BE CONTROLLED  WITH A  ELECTRICAL CONTRACTOR SUPPLIED PHOTO CELL TO BE LOCATED IN "PP1", NEW MILBANK POWER PEDESTAL #CP3B5110A22SL1.  9. ELEVATIONS SHOWN IN THE SCHEDULE OF LIGHTING DEVICES ON THE PLANS SHEETS REPRESENT THE DESIGN FINISHED GRADE OR THE EXISTING ELEVATIONS SHOWN IN THE SCHEDULE OF LIGHTING DEVICES ON THE PLANS SHEETS REPRESENT THE DESIGN FINISHED GRADE OR THE EXISTING GROUND FINISHED GRADE. THESE ELEVATIONS DO NOT INDICATE THE TOP ELEVATION OF THE LIGHT STANDARD FOUNDATION. LIGHT STANDARD FOUNDATIONS FOR THE 30' POLES SHALL BE CONSTRUCTED  AS INDICATED IN DRAWINGS. PEDESTRIAN LIGHTING FOUNDATIONS SHALL BE CONSTRUCTED PER THE MANUFACTURERS RECOMMENDATIONS. 10. PULL BOXES FOR LIGHT STANDARD (PEDESTRIAN) WILL BE CDOT TYPE 2, 13"X24"X12" OLD CASTLE PRECAST #FL30T12.EACH STANDARD LIGHT WILL PULL BOXES FOR LIGHT STANDARD (PEDESTRIAN) WILL BE CDOT TYPE 2, 13"X24"X12" OLD CASTLE PRECAST #FL30T12.EACH STANDARD LIGHT WILL HAVE A PULL BOX INSTALLED NEAR THE LIGHT. PULL BOXES WILL BE INSTALLED IN GRADES WITHOUT CONCRETE WHERE POSSIBLE. 11. PULL BOXES FOR CITY BROADBAND WILL BE MARTIN ENTERPRISES 3048 TIER 22 #3048. PULL BOXES FOR CITY BROADBAND WILL BE MARTIN ENTERPRISES 3048 TIER 22 #3048. 12. ALL ELECTRICAL AND BROADBAND CONDUIT SHALL BE SCHEDULE 80 PVC UNLESS NOTED OTHERWISE, TYPICAL. ALL ELECTRICAL AND BROADBAND CONDUIT SHALL BE SCHEDULE 80 PVC UNLESS NOTED OTHERWISE, TYPICAL. 13. UNLESS OTHERWISE NOTED, THE WORK DESCRIBED ON THE PLANS SHALL INCLUDE PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR A COMPLETE UNLESS OTHERWISE NOTED, THE WORK DESCRIBED ON THE PLANS SHALL INCLUDE PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR A COMPLETE AND OPERATIONAL ELECTRICAL SYSTEM. FURNISH ALL REQUIRED ITEMS WHETHER SUCH ARE SPECIFICALLY SHOWN OR NOT. 14. INFORMATION SHOWN ON DRAWINGS IS DIAGRAMMATIC ONLY AND SHALL NOT BE SCALED. OBTAIN VERIFY EXACT LOCATIONS, MEASUREMENTS, LEVELS, INFORMATION SHOWN ON DRAWINGS IS DIAGRAMMATIC ONLY AND SHALL NOT BE SCALED. OBTAIN VERIFY EXACT LOCATIONS, MEASUREMENTS, LEVELS, SPACE REQUIREMENTS, POTENTIAL CONFLICTS AMONG TRADES AND FOR ADJUSTING THE WORK REQUIRED BY THE ACTUAL CONDITIONS OF THE PROJECT.  CONTRACTOR IS RESPONSIBLE FOR LOCATING ALL UNDER GROUND OBSTRUCTIONS AND MAKING ALLOWANCES FOR FIELD ADJUSTMENT OF LOCATION OF LUMINARIES TO AVOID SHUT DOWN OF ANY SERVICES OR SYSTEMS THAT ARE TO REMAIN. 15. DEMOLITION AND REMOVAL OF EXISTING LUMINARIES, FOUNDATIONS, WIRING AND CONDUIT TO BE COMPLETED BY CONTRACTOR AS PART OF THIS DEMOLITION AND REMOVAL OF EXISTING LUMINARIES, FOUNDATIONS, WIRING AND CONDUIT TO BE COMPLETED BY CONTRACTOR AS PART OF THIS CONTRACT. 16. BEFORE SUBMITTING THE BID ELECTRICAL CONTRACTOR SHALL VISIT AND EXAMINE THE PREMISES AND/OR JOB SITE SO AS TO ASCERTAIN THE EXISTING BEFORE SUBMITTING THE BID ELECTRICAL CONTRACTOR SHALL VISIT AND EXAMINE THE PREMISES AND/OR JOB SITE SO AS TO ASCERTAIN THE EXISTING CONDITIONS IN WHICH HE WILL BE OBLIGED TO OPERATE IN PERFORMING HIS PART OF THE CONTRACT TO ANTICIPATE ANY POSSIBLE SPACE RESTRICTIONS OR CONSTRAINTS THAT COULD AFFECT THE TIMELY COMPLETION OF THE ELECTRICAL WORK IN ACCORDANCE WITH THE INTENT OF THE SPECIFICATIONS AND DRAWINGS. THE ELECTRICAL CONTRACTOR SHALL REPORT TO THE THE PROJECT ENGINEER OR GENERAL CONTRACTOR ANY CONDITIONS THAT MIGHT PREVENT THE SPECIFIED ELECTRICAL WORK FROM BEING PERFORMED IN THE MANNER INTENDED. NO CONSIDERATION OR ALLOWANCE WILL BE GRANTED TO THE ELECTRICAL CONTRACTOR FOR FAILURE TO VISIT THE PROJECT SITE, OR FOR ANY ALLEGED MISUNDERSTANDING OF THE MATERIALS TO BE FURNISHED OR WORK TO BE DONE.. 17. THE ELECTRICAL CONTRACTOR SHALL EXAMINE THE DRAWINGS OF ALL TRADES WHOSE WORK RELATES TO OR IS DEPENDENT ON ELECTRICAL WORK TO THE ELECTRICAL CONTRACTOR SHALL EXAMINE THE DRAWINGS OF ALL TRADES WHOSE WORK RELATES TO OR IS DEPENDENT ON ELECTRICAL WORK TO BECOME FULLY INFORMED OF THE EXTENT AND CHARACTER OF THEIR SPECIFIED WORK AND BE ABLE TO COORDINATE WITH OTHER TRADES WHILE AVOIDING POSSIBLE INTERFERENCE WITH THE ELECTRICAL WORK.
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NOTES:

1. PULL BOXES, PULL BOX COVERS AND EXTENSIONS SHALL BE MADE OF FIBERGLASS REINFORCED POLYMER CONCRETE. PULL BOXES SHALL BE
VERIFIED BY A 3RD PARTY NATIONALLY RECOGNIZED INDEPENDENT TESTING LABORATORY AS MEETING ALL TEST PROVISIONS OF THE LATEST
ANSI/SCTE 77 SPECIFICATION FOR UNDERGROUND ENCLOSURE INTEGRITY, TIER 22 RATING. CERTIFICATION DOCUMENTS SHALL BE
SUBMITTED WITH MATERIALS SUBMITTALS. THE PULL BOX SHALL HAVE A DETACHABLE COVER WITH A SKID RESISTANT SURFACE AND HAVE
THE WORDS ELECTRICAL CAST INTO THE SURFACE. PAINTING THE WORDS SHALL NOT BE ACCEPTED. MARKINGS SHOWING THE TIER 22
RATING MUST BE LABELED OR STENCILED ON THE INSIDE AND  OUTSIDE OF THE BOX AND ON THE UNDER SIDE OF THE COVER. THE COVER
SHALL BE ATTACHED TO THE PULL BOX BODY BY MEANS OF A MINIMUM 3/8 - 7 UNIFIED NATIONAL COURSE (UNC) STAINLESS STEEL PENTA
HEAD BOLTS AND SHALL HAVE TWO LIFT SLOTS TO AID IN THE REMOVAL OF THE LID.

2. PULL SLOTS SHALL BE RATED FOR A MINIMUM PULL OUT OF 3,000 POUNDS. MAGNESIUM CHLORIDE TESTS SHOULD BE PERFORMED IN
ACCORDANCE WITH THE LATEST ANSI/SCTE 77 SPECIFICATION FOR UNDERGROUND ENCLOSURE INTEGRITY, TIER 22 RATING.

3. PROVIDE AT LEAST 6 INCHES OF PEA GRAVEL MEASURED FROM BOTTOM OF PULL BOX FOR  DRAINAGE. PEA GRAVEL IS INCLUDED IN PULL
BOX PAY ITEM.

4. DIMENSIONS SHOWN HERE FOR LAYOUT AND PLANNING PURPOSES. CONTRACTOR SHALL RELY ON MANUFACTURER DETAILS.
5. ELECTRIC PULLBOX WILL BE LABELED "ELECTRIC", FIBER PULLBOX WILL BE LABELED "GJ FIBER"
6. ELECTRIC WILL BE TYPE 2 AND FIBER WILL BE TYPE 3.
7. WEATHERPROOF TAGS SHALL BE INSTALLED ON ALL FIBER CABLES AND SHALL BE INCLUDED IN THE COST OF ELECTRICAL CONDUIT ITEM.
8. TRACER WIRE AND PULL ROPE SHALL BE INCLUDED IN THE COST OF ELECTRICAL CONDUIT ITEM.
9. MAIN BACKBONE AND LATER FIBER CONDUIT: IF INSTALLATION INCLUDES MULTIPLE RUNS OF CONDUIT, PULL ROPE SHALL BE INSTALLED IN

EACH INDIVIDUAL CONDUIT. TRACER WIRE SHALL BE INSTALLED IN ONLY ONE CONDUIT. IF INSTALLATION INCLUDES ONLY ONE RUN OF
CONDUIT, PULL ROPE AND TRACER WIRE SHALL BE INSTALLED IN SAME CONDUIT AS FIBER CABLE.
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3048 Polymer Concrete Series / Tier 15 & 22
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