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Horizon Drive should be improved up to the second driveway entrance. 
si 

Fire Dept. 

Return to: City Planning Department, 559 White Avenue, Room 60, 
Grand Junction, Colorado 81501 

The attached application has been sent to your office for your 
review and comments. FAILURE TO OBJECT OR COMMENT BY 	0 
SHALL CONSTITUTE APPROVAL BY YOUR OFFICE. 

File No.  1  6 8 41  -74Z- 

Activity ,L73,6fr 	RAW  
Phase 	tiOA1477A4" PF-neEmmr Roy/DE-A/c"  
Location 54V. 71±-hSlireei-  ig"asei Valley 4,na/  
BagiveWr  rionvo A. 1-eyve  
Petitioner  4/A•et 0 oe.-Iele  
Address  7/7 free AO/ ,Pac .17/e/ri DR 97109  
Phone No. ,(4-0;).399.—/090 (ChAlved  

REVIEW AGENCY COMMENTS 	The Grand Junction Fire Department will 
require only two fire hydrants. The hydrant directly in front of the main entrance 

40 ft. from building. The location of the other two hydrants as shown on utilities 

plan 	should be moved to the north in the right of way area, near the driveway entrance. 

TO.  REVIEW 
AGENCY 
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Fire flow requirements will be approximately 2000 gpm to 2500 gpm. Would recommend 
a l••.AA w rmain system_ as this is alwimit the limit fnr a (-10;lri ehri R" tooter main  
and also if there would be a water main break it would leave the building without 
fire protection water. StanuDi .pp systenwill to rPpjlirOSI in building Fire alarm  
system and smoke detectors will be requifed. Elevators to return to first floor on 
activation of fire ala 	e• • si(  4- 
For claification of any of the above, please contact the Fire Prey. Bureau. 

Use additional sheets if necessary and refer to File Number. 

Reviewin 
Office V44,44/44,144 	by/26 ..__V&LL_ Date  (9,/frAl 
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