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BRASS CAP AT SOUTHEAST HEADWALL 
BRIDGE AT 31 ROAD AND E ROAD. 
ELEVATION 4660.67 

I. All materials and workmanship shall be subject to 1nspechon 
by the Cenirol Grand Volley Sanitation District The Central Grand 
Valley Sanitation District reserves the right to acccept or reject any 
materials and workmanship that does not conform to the 
siandards and specifications of the Central Grand Valley Sanllaiion 
District. Contractor shall notlly the Central Grand Valley Sanitation 
District 24 hours prior to the commencement of construction. 

2. The Contractor shall have one signed copy of ihe Plans ai 
the job sile at all times . 

3. Sewer service stub-outs shall extend 14 fl. beyond the 
properly ltne, glue capped and marked with a 2x4 post painted 
green. 

4. All sanitary sewer pipe Ia be PVC SDR 35 unless otherwise specified. 

5. All sewer mains Ia be laid to grade utilizing a laser. 

6. 

7. 

8. 

8A. 

Ali service line connections to the new main shall be accomplished 
with full body wyes or lees. Tapping saddles will not be allowed. 

A minimum of 10 feet separation shall be maintained at all times 
between ~he waterljne and sewer line except ot specified crossings. 

Contractor will be required to hove a Mesa County Underground 
Utility Permit for work that lies wiihin the existing Meadow Road 
right-of-way. 

To inhibit the movement of groundwater through sewer bedd~ng and 
haunching material, clay cutoff walls of native material are to be 
constructed approximately 10 feet upstream from each manhole as shown 
in plan and profile. Cutoff walls are to be 3' thick and edend to the 
undisturbed trench walls, bottom ot excavation, and over the pipe to the 
limits of the bedding and hounch1ng matlerial as shown '" the Typ1cal 
Trench Detail, sheet 18 of 18. 
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BENCHMARK, 
BRASS CAP AT SOUTHEAST HEADWALL OF 
BRIDGE AT 31 ROAD AND E ROAD. 
ELEVATION 4660.67 

100 

L All materials and workmanship shall be subject to inspection 
by the Central Grand Valley Sanitation District. The Central Grand 
Valley Sanitation Distncf reserves the right to acccept or reject any 
materials and workmanship that does not conform to the 
standards and specifications of the Central Grand Valley Sanitation 
District Contractor shall notify the Central Grand Valley Sanitation 
District 24 hours prior to the commencement of construction 

2. The Contractor shall hove one signed copy of the Plans at 
the JOb site at all times. 

3. Sewer service stub-outs shall extend 14 ft. beyond the 
property line, glue capped and marked with a 2x4 post painted 
green. 

4. All sanitary sewer pipe to be PVC SDR 35 unless afherw1se specified. 

5. All sewer mmns to be laid to grade utilizing a laser. 

6. 

7. 

SA. 

All service line connections to the new main shall be accomplished 
with full body wyes or tees Tapping saddles will not be allowed. 

A minimum of 10 feet separation shall be maintained at all tjmes 
between the waterline and sewer line except at specified crossings. 

To inhibit the movement of groundwater through sewer bedding and 
haunchinq material, cloy cutoff walls of native material are to be 
constructed approximately 10 feet upstream from each manhole as shown 
in plan and profile. Cutoff walls are to be 3' thrck and extend to the 
undisturbed trench waHs, bottom of excavation, and over the pipe to the 
limits of the bedding and haunch1ng matterial as shown in the Typical 
Trench Detail, sheet 18 of 18. 
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NOTES: 

"" BENCHMARK: 
BRASS CAP AT SOUTHEAST HEADWALL OF 
BRIDGE AT 31 ROAD AND E ROAD. 
ELEVATION 4660.67 

I. All materials and workmanship shall be subject to inspection 
by the Central Grand Valley Sanitation District. The Central Grand 
Valley Sanilatian District reserves the right to acccept or reject any 
materials and workmanship that does not conform to the 
standards and specifications of the Central Grand Valley Sonilalion 
Districl. Contractor shall notify the Central Grand Volley Sanitation 
District 24 hours prior to the commencement of construction. 

2. The Contractor shall have one signed copy of the Plans at 
the job site al all limes. 

3. Sewer service stub-outs shall extend 14 ft. beyond the 
property line, glue capped and marked wilh a 2x4 post painted 
grl!en . 

ME ADO 'fOOD 
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I -~-cou)~~IDE :::: 
4. All sanitary sewer pipe to be PVC SDR 35 unless otherwise specified. 

5. All sewer mains to be laid to grade utilizing o laser. 

6. All service line connections to the new main shall be accomplished 
with full bady wyes or lees. Topping saddles will nat be ollo,.ed. 
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7. A minimum of 10 feet separatian shall be mointoiMd at all times 
between the waterline and sewer line except at specified crassi .. ~s. 

SA. To inhibit the movemenl of groundwater through sewer bedd'ng and 
hounching material, clay cutoff walls of native mulerial are I, be 
constructed approximately 10 teet upstream from each manh-Ae os show1: : 
in plan and profile. Cutoff wcllls are to be 3· thick and ex end !o the 
undisturbed trench walls, botlom of excova.lon, and over the pipe to the 
limits of the bedding and haunchinq malteriol as shown in the Typical 
Trench Detail, sheet IS of IS. 
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